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P4.1 DETAILS

FIRE PROTECTION

FP0.1 LEGENDS, ABBREVIATIONS AND GENERAL NOTES

MECHANICAL

M0.1 LEGENDS, ABBREVIATIONS AND GENERAL NOTES

M0.2 SCHEDULES

M1.1 DEMOLITION PLANS - MECHANICAL

M1.2 ROOF DEMOLITION PLAN - MECHANICAL

M2.1.1 FLOOR PLANS - DUCTWORK

M2.1.2 FLOOR PLANS - PIPING

M2.2 ROOF PLAN - MECHANICAL

M4.1 SECTIONS

M5.1 DETAILS

M6.1 VRF SYSTEM SCHEMATIC

ELECTRICAL

E0.1 LEGENDS, ABBREVIATIONS AND GENERAL NOTES

E1.0 ELECTRICAL - SITE PLAN

E1.1 LIGHTING DEMOLITION PLANS

E1.2 ELECTRICAL DEMOLITION PLANS

E2.1.1 FIRST AND SECOND FLOOR PLANS - LIGHTING

E2.1.2 FIRST AND SECOND FLOOR PLANS - POWER

E2.1.3 FIRST AND SECOND FLOOR PLANS - COMMUNICATIONS

E2.1.4 FIRST AND SECOND FLOOR PLANS - MECH POWER

E3.1 ROOF PLAN - POWER

E4.1 ELECTRICAL DETAILS

E5.1 POWER ONE-LINE DIAGRAM

E5.2 PANELBOARD SCHEDULES

HAZARDOUS MATERIALS (PROVIDED BY ROCKBRIDGE ENVIRONMENTAL CONSULTING, INC.)

AB.1 ACM LOCATION PLANS

. COVER

LIFE SAFETY

LS1.0 CODE SUMMARY

LS1.1 LIFE SAFETY INFORMATION

ARCHITECTURAL

A0.1 GENERAL ARCHITECTURAL INFORMATION

A0.2 WALL/PARTITION TYPES, WALL JOINTS AND TERMINATIONS

A1.1.1 SITE PLAN

A1.2.1 DEMOLITION PLANS

A2.1 FLOOR PLANS

A3.0.1 FINISH SCHEDULE

A3.1.1 DOOR AND FRAME SCHEDULE

A3.1.2 INTERIOR SIGNAGE

A7.1.1 TOILET ASSEMBLIES, SCHEDULE AND ENLARGED PLANS

A8.1 CASEWORK AND ELEVATIONS

A9.1 REFLECTED CEILING PLAN

A10.1 ROOF PLAN

STRUCTURAL

S0.1 GENERAL NOTES, LEGENDS AND FRAMING SECTIONS

S1.1 FRAMING PLANS AND FOUNDATION SECTIONS

PLUMBING

P0.1 LEGENDS, ABBREVIATIONS AND GENERAL NOTES

P1.0 FIRST AND SECOND FLOOR PLAN - DEMOLITION

P2.0 FOUNDATION PLAN

P2.1 FIRST AND SECOND FLOOR DOMESTIC - PLAN

P2.2 FIRST AND SECOND FLOOR SANITARY - PLAN

P2.3 ROOF - PLAN

P3.1 ENLARGED PLANS & RISER

P3.2 GAS RISER

VALLEY ENGINEERING CIVIL ENGINEERING

3231 PEOPLES DR, HARRISONBURG, VA 22801 (540) 434-6365

REVISIONS

DATE DESCRIPTION

(NO CIVIL DRAWINGS INCLUDED IN THIS SET)
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jlpbibv̂ o`efqb`qp
DESIGNING SOLUTIONS   BUILDING TRUST   ENRICHING LIVES

SIZE:  1'-11" VERTICAL  x 3'-4" HORIZONTAL

NOTES:
"MOSELEY" TEXT IN LOGO AND WEB ADDRESS IS PMS 485.  BULLETS ARE PMS 485,
ALL OTHER TEXT AND BORDER IS PMS 432.  BACKGROUND IS WHITE.

FONT  FOR "DESIGNING SOLUTIONS   BUILDING TRUST   ENRICHING LIVES" TEXT IS CALIBRI,
ALL OTHER TEXT IS AVANTGARDE FONT.
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PROJECT NAME & OWNER, ETC. - REFER
TO "TEXT LAYOUT ELEVATION"
THIS DRAWING

3/4" MDO PLYWOOD - SECURE TO POSTS W/ 8
CARRIAGE BOLTS LOCATED AS INDICATED
(+).  PAINT HEADS TO MATCH SIGN
BACKGROUND COLOR

REFER TO "ARCHITECT'S SIGN" THIS
DRAWING

CONTRACTOR'S SIGN - 3'-4"W X 1'-7"H W/ 2"
RADIUS CORNERS.  APPLIED PANEL OR DIRECT
PAINTED AT CONTRACTOR'S OPTION

4x4 PPT - POSTS
CUT TOPS THUS

6" RADIUS (TYPICAL)

NOTE;
BACKGROUND SIGN, POSTS, & FASTENERS
SHALL RECEIVE 2 COATS EXTERIOR ENAMEL
ROLL-APPLIED PAINT (BACK SIDE OF SIGN 1
COAT ONLY), IN COLOR WHITE.
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1" FLAT
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REFER TO
"ARCHITECT'S SIGN"
THIS DRAWING

GENERAL NOTE:
SIGN BACKGROUND SHALL BE PAINTED WHITE.  TEXT
SHALL BE PAINTED TO MATCH PANTONE 432 (GRAY).

A. THE CONTRACT DOCUMENTS ARE COMPLEMENTARY AND WHAT IS REQUIRED BY ONE
SHALL BE AS BINDING AS IF REQUIRED BY ALL.  IN THE CASE OF A CONFLICT,
DISAGREEMENT, OR AMBIGUITY, PROVIDE THE BETTER QUALITY.  IN THE CASE OF A
CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE GREATER QUANTITY OF WORK.

B. ELEMENTS THAT ARE IDENTIFIED BY OTHER DISCIPLINES (e.g., CIVIL, STRUCTURAL,
PLUMBING, FIRE PROTECTION, MECHANICAL, ELECTRICAL) ELSEWHERE WITHIN THE
ARCHITECTURAL SERIES OF DRAWINGS AND/OR SPECIFICATIONS, OR IDENTIFIED OR
COVERED BY DEFAULTS (e.g., SIZES, THICKNESS, SPACING, MATERIALS) IN THE
SPECIFICATIONS MAY NOT BE ANNOTATED (NOTE OR KEYNOTED) ON THESE DRAWINGS.

C. ELEMENTS IDENTIFIED IN "LEGENDS" AND/OR "GENERAL NOTES" MAY NOT BE NOTED IN
DETAILS, OR SECTIONS, AS THESE ELEMENTS ARE IDENTIFIED IN THE LEGENDS (e.g. FACE
BRICK, CMU, WINDOWS)

D. REFER TO "ASSEMBLIES" FOR MATERIALS AND COMPONENTS THAT MAKE UP THAT
PARTICULAR ASSEMBLY (e.g., EXTERIOR WALL ASSEMBLIES, ROOF ASSEMBLIES, AND FIRE-
RATED ASSEMBLIES).  ONCE A PARTICULAR ASSEMBLY HAS BEEN IDENTIFIED ON ONE
DRAWING, THAT SAME ASSEMBLY GRAPHIC SHALL APPLY TO ALL OTHER SIMILAR
LOCATIONS UNLESS SPECIFICALLY INDICATED OTHERWISE.  PROVIDE THAT SAME
ASSEMBLY AT THE SIMILAR LOCATION WHETHER THE ASSEMBLY GRAPHIC SYMBOL IS
SHOWN OR NOT.

E.  VERIFY ALL DIMENSIONS, INCLUDING DIMENSIONS ON STRUCTURAL DRAWINGS AND
OTHER ARCHITECTURAL DRAWINGS.  IMMEDIATELY NOTIFY ARCHITECT OF ANY
DISCREPANCIES.

F.  PROVIDE CONCRETE HOUSEKEEPING PADS FOR ALL EQUIPMENT INDICATED TO BE
MOUNTED OR OTHERWISE REQUIRED TO BE MOUNTED TO THE FLOOR.  WHERE PADS ARE
NOT SHOWN, PROVIDE 6" THICK CONCRETE PADS W/ 3/4" CHAMFERED EDGES (ALL SIDES).
REINFORCE WITH MESH EQUIVALENT TO FLOOR SLAB REINFORCING REQUIREMENTS.
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A7.1

ENLARGED PLAN OR WALL SECTION NUMBER

DRAWING NUMBER WHERE ENLARGED PLAN OR WALL SECTION IS INDICATED

DRAWING NUMBER WHERE ENLARGED PLAN OR WALL SECTION IS CUT

ADDITIONAL DRAWING NUMBERS WHERE ENLARGED PLAN OR WALL
SECTION IS CUT

A2.1
A2.3
A2.6

^o`efqb`qro^i=do^mef`=pvj_li=ibdbka

1. KEYNOTES ARE GENERALLY ASSOCIATED WITH A SERIES OF DRAWINGS (e.g., A3.2.n,
A5.1.n); THEREFORE KEYNOTE NUMBERS FROM SERIES TO SERIES WILL VARY (i.e., KEYNOTE
NO. 1 IN THE A3.2.n SERIES WILL BE DIFFERENT FROM KEYNOTE NO. 1 IN THE A5.1.n SERIES).

n

nnn

n n/n"

KEYNOTE (1 TO 2 DIGITS)

KEYNOTE (3 DIGITS ONLY)

SIZE; THICKNESS; OR OTHER
DESCRIPTIVE INFORMATION

REFER TO
A3.0.1 FOR
FINISH
SCHEDULE

REFER TO
A3.1.1 FOR
SCHEDULE

SPACE NAME

SPACE NUMBER

SQUARE FOOTAGE, IF INDICATED

BUILDING "PART" NUMBER
IN MULTI-PART BUILDING

SUPERVISOR'S
OFFICE

100 SF

A101

SPACE

DOOR

FIRE RATING IN MINUTES (IF INDICATED)

DOOR SUFFIX LETTER WHEN MORE
THAN ONE DOOR PER SPACE

SPACE NUMBER

A101C
60

STL
11

AW
11

AS
11

CW
11

LVR
11

GBLK
11

STEEL FRAME NUMBER

ALUMINUM WINDOW NUMBER

ALUMINUM STOREFRONT NUMBER

CURTAIN WALL NUMBER

LOUVER NUMBER

GLASS BLOCK NUMBER

JOINT

bibs^qflk=lo=_rfiafkd=pb`qflk=qfqib
1/4"=1'-0"

^
A4.1

ELEVATION OR BUILDING SECTION LETTER

DRAWING NUMBER WHERE ELEVATION OR BUILDING SECTION IS INDICATED

DRAWING NUMBER WHERE ELEVATION OR BUILDING SECTION IS CUT

ADDITIONAL DRAWING NUMBERS WHERE ELEVATION OR BUILDING SECTION IS CUT

A2.0.1
A2.0.2
A2.0.3

mi^k=qfqib
1/8"=1'-0"

abq^fi=qfqib
1/2"=1'-0"

P
A5.2

DETAIL NUMBER OR LETTER

DRAWING NUMBER WHERE DETAIL IS INDICATED

DRAWING NUMBER WHERE DETAIL IS CUT

ADDITIONAL DRAWING NUMBERS WHERE DETAIL IS CUT

A5.1

A5.3
A5.7

1

A2.1

1

A2.1

1

A2.1

1

A2.1

A7.1

1

A7.1

1

2 4

3

WALL OR MISC SECTION WHERE CUT

WALL SECTION NUMBER

DRAWING NUMBER WHERE WALL
SECTION IS INDICATED

DETAIL OR ENLARGED PLAN WHERE CUT

DETAIL OR ENLARGED PLAN NUMBER

DRAWING NUMBER WHERE DETAIL OR
ENLARGED PLAN IS INDICATED

BUILDING SECTION WHERE CUT

INTERIOR OR EXTERIOR ELEVATION WHERE CUT

SECTION NUMBER

DRAWING NUMBER WHERE SECTION IS
INDICATED

ELEVATION NUMBER

DRAWING NUMBER WHERE ELEVATION
IS INDICATED

MULTIPLE ELEVATIONS

N `^pbtloh=qfqib
1/4"=1'-0"

CASEWORK ELEVATION NUMBER

REFER TO A3.1.n
FOR TYPES

REFER TO A3.1.n
FOR TYPES

REFER TO A3.1.n
FOR TYPES

REFER TO A3.1.n
FOR TYPES

REFER TO A3.1.n
FOR TYPES

REFER TO A3.1.n
FOR TYPES

REFER TO A0.2
FOR LEGEND

SURFACE MOUNT FEC:  TOP OF CABINET AT 4'-0" AFF

FEC

1T EQUIPMENT TYPE

INTERIOR ARCHITECTURAL WOODWORK
(CASEWORK) ELEVATION

ROOF ASSEMBLY

FIRE-RATED ASSEMBLY

WALL ASSEMBLY

GLAZING/GLASS TYPES

PLAN NORTH (MAY DIFFER
FROM POLAR NORTH)

RFAn

Xn

WAn

n

A8.1A8.3

58

9

10

MATCH LINE

WORKING POINT

DATUM POINT

CENTERLINE

REFER TO
A8.1.1 FOR
ELEVATIONS

REFER TO A10.1
FOR LEGEND

REFER TO LS1.1
FOR LEGEND

REFER TO A5.1.1
FOR LEGEND

REFER TO A3.1.n
FOR LEGEND

TOILET ASSEMBLYTAn
REFER TO A7.1.1
FOR LEGEND

PLATE

WPT

CL

PL

REFER TO
A0.2 FOR
LEGEND SB=SMOKE BARRIER

SP=SMOKE PARTITION
IU=INCIDENTAL USEXn-XX

WALL PARTITION TYPE

FIRE RESISTANCE RATING
IN HOURSXn-n

WALL PARTITION TYPE

SEMI-RECESSED FEC:  T.O. MASONRY OPENING AT 4'-0" AFF

FEC

FULLY-RECESSED FEC:  T.O. MASONRY OPENING AT 4'-0" AFF
FEC

BRACKET:  MOUNT BRACKET AT 4'-0" AFF

FEB

1

A

STRUCTURAL GRID LINE
WITH DESIGNATIONS

^o`efqb`qro^i=j^qbof^ip=ibdbka

EARTH

POROUS FILL

CONCRETE

FACE BRICK

SPLIT-FACE BLOCK

CONCRETE
MASONRY UNIT

GROUTED SOLID
CONCRETE
MASONRY UNIT

NOTE: PROVIDE 100% SOLID, PLANT-CAST
UNITS WHERE CORE HOLES WOULD BE
VISIBLE WITHIN FINISH SPACE (E.G.,
WINDOW SILLS)

ARCHITECTURAL
PRECAST CONCRETE

BATT INSULATION

RIGID INSULATION

SPRAYED
POLYURETHANE FOAM

WOOD SHIM

WOOD BLOCKING -
CONTINUOUS

FINISHED WOOD

PLYWOOD

GYPSUM BOARD /
SHEATHING

STONE

CAST STONE
MASONRY
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^o`efqb`qro^i=^__obsf^qflkp

 1 1/2" = 1'-0"

^o`efqb`qDp=pfdk

 1/2" = 1'-0"

molgb`q=pfdk=bibs^qflk

 1 1/2" = 1'-0"

qbuq=i^vlrq=bibs^qflk

SWM SECURITY WOVEN MESH / ROD MESH

SY SQUARE YARD

SYM SYMMETRICAL

T TREAD

T&G TONGUE & GROOVE

T.O. TOP OF

TB TACKBOARD

TEL TELEPHONE

TERR-C TERRAZZO CEMENTITIOUS

TERR-E TERRAZZO EPOXY

TERR-R TERRAZZO RUBBERIZED

THHD THRESHOLD

THK THICKNESS

TOS TOP OF STEEL

TOW TOP OF WALL

TS TACK STRIP

TV TELEVISION

TYP TYPICAL

UC UNDERCUT

UG UNDERGROUND

UH UNIT HEATER

UNO UNLESS NOTED (INDICATED) OTHERWISE

VAT VINYL ASBESTOS TILE

VCT VINYL COMPOSITION TILE

VDB VISUAL DISPLAY BOARD

VERT VERTICAL

VEST VESTIBULE

VFCT VINYL FREE COMPOSITION TILE

VFWC VINYL FREE WALLCOVERING

VR VAPOR RETARDER

VRB VINYL/RUBBER BASE

VT VINYL TILE

VTR VENT THROUGH ROOF

VWC VINYL WALL COVERING

W WIDE

W/ WITH

W/O WITHOUT

WB WOOD BASE

WC WATER CLOSET

WCP WOOD CEILING PANEL

WD WOOD

WD-PNL WOOD PANELING

WDW WINDOW

WP WATERPROOFING

WPT WORKING POINT

WSCT WAINSCOT

WSF WOOD SPORTS FLOORING

WT WEIGHT

WWF WELDED WIRE FABRIC

XPS EXTRUDED POLYSTYRENE

YD YARD

GYP GYPSUM

H HIGH

HB HOSE BIBB

HBD HARDBOARD

HDNR HARDENER

HDWD HARDWOOD

HDWR HARDWARE

HM HOLLOW METAL

HORIZ HORIZONTAL

HPC HIGH PERFORMANCE COATINGS

HPFP HIGH PERFORMANCE FLOOR PAINT

HR HOUR

HT HEIGHT

HVAC HEATING, VENTILATING, AIR CONDITIONING

ID INSIDE DIAMETER

IN INCH

INCL INCLUDE

INFO INFORMATION

INST INSTALLATION

INSUL INSULATION

INT INTERIOR

IRWC IMPACT RESISTANT WALL COVERING

IWB INTERACTIVE WHITE BOARD

JAN JANITOR

JCT JUNCTION

JT JOINT

KO KNOCKOUT

L LENGTH/LONG

LAB LABORATORY

LAHJ LOCAL AUTHORITY HAVING JURISDICTION

LAM LAMINATE

LAV LAVATORY

LBS POUNDS

LH LEFT HAND

LIN LINOLEUM

LKR LOCKER

LMC LINEAR METAL CEILING

LPS LAMINATE PANEL SYSTEM

LT LIGHT

LVR LOUVER

M METER

MACH MACHINE

MAS MASONRY

MATL MATERIAL

MAX MAXIMUM

MB MARKERBOARD

MBL MARBLE

MCM METAL COMPOSITE MATERIAL

MCP METAL CEILING PANEL

MDO MEDIUM DENSITY OVERLAY

MECH MECHANICAL

MED MEDIUM

MEMB MEMBRANE

MFR MANUFACTURER

MIF MULTICOLOR INTERIOR FINISHING

MIN MINIMUM

MIR MIRROR

MISC MISCELLANEOUS

MLDG MOLDING

MM MILLIMETER

MO MASONRY OPENING

MPS MANUAL PROJECTION SCREEN

MR MAP RAIL

MT MOUNT

MTD MOUNTED

MTL METAL

MTLB METAL BASE

MWP MEMBRANE WATERPROOFING

NA NOT APPLICABLE

NIC NOT IN CONTRACT

NO. NUMBER

NOM NOMINAL

NRC NOISE REDUCTION COEFFICIENT

NTS NOT TO SCALE

OC ON CENTER

OD OUTSIDE DIAMETER

OPNG OPENING

OPP HD OPPOSITE HAND

OVHD OVERHEAD

PC PRECAST

PCP PORTLAND CEMENT PLASTER

PERF PERFORATED

PERIM PERIMETER

PIP POURED IN PLACE

PLAM PLASTIC LAMINATE

PLAS PLASTER

PLWD PLASTIC LAMINATE WOOD

PLYWD PLYWOOD

POLY POLYETHYLENE

PP PORCELAIN PAVER

PPS POWER PROJECTION SCREEN

PPT PRESSURE PRESERVATIVE TREATED

PR PAIR

PREFAB PREFABRICATED

PREFIN PREFINISHED

PREP PREPARE/PREPARATION

PS PROJECTION SCREEN

PSB PENCIL SHARPENER BLOCK

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PT PAINT

PTN PARTITION

PTS PNEUMATIC TUBE SYSTEM

PVC POLYVINYL CHLORIDE

PVMT PAVEMENT

PVWC PERFORATED VINYL WALL COVERING

QT QUARRY TILE

QTY QUANTITY

R RISER, RADIUS

R/W RIGHT OF WAY

RAD RADIUS

RAF-RFT RESILIENT ATHLETIC FLOORING - RUBBER FLOOR TILE

RB RUBBER BASE

RCP REFLECTED CEILING PLAN

RD ROOF DRAIN

REFG REFRIGERATOR

REINF REINFORCING

REM RECESSED ENTRY MAT

REQ'D REQUIRED

RES RESINOUS FLOORING

RFT RUBBER FLOOR TILE

RH RIGHT HAND

RL RAIN LEADER

RM ROOM

RO ROUGH OPENING

RSF RUBBER SHEET FLOORING

RSR RESILIENT STAIR RISER

RST RESILIENT STAIR TREAD

RT RIGHT

RTU ROOFTOP UNIT

SAB SOUND ATTENUATION BLANKET

SC-PLK SECURITY CEILING PLANK

SC-PNL SECURITY CEILING PANEL

SCH SCHEDULE

SF SQUARE FOOT

SFRM SPRAYED FIRE RESISTANT MATERIAL

SGB SECURITY GYPSUM BOARD

SHM SECURITY HOLLOW METAL

SHTG SHEATHING

SIM SIMILAR

SPEC SPECIFICATION

SPF SPRAYED POLYURETHANE FOAM

SPR SPRINKLER

SQ SQUARE

SRD SECONDARY ROOF DRAIN

SS STAINLESS STEEL

SSM SOLID SURFACE MATERIAL

ST STREET

STC SOUND TRANSMISSION COEFFICIENT

STD STANDARD

STL STEEL

STRUCT STRUCTURAL

SUSP SUSPENDED

SV SHEET VINYL

@ AT

A-PT ACCENT PAINT

ABS AIR BARRIER SYSTEM

ABV ABOVE

ACP ACOUSTICAL CEILING PANEL

ACP-HDC ACOUSTICAL CEILING PANEL WITH HOLD DOWN CLIPS

ACT ACOUSTICAL CEILING TILE

ACW ALUMINUM CLAD WINDOW

ADJ ADJUSTABLE

AFF ABOVE FINISHED FLOOR

AHU AIR HANDLING UNIT

ALT ALTERNATE

ALUM ALUMINUM

AP ACCESS PANEL

APC ARCHITECTURAL PRECAST CONCRETE

ARC ABUSE RESISTANT COATING

ARGB ABUSE RESISTANT GYPSUM BOARD

AS ALUMINIUM STOREFRONT

AUTO AUTOMATIC

AVG AVERAGE

AW ALUMINIUM WINDOW

AWC ACOUSTICAL WALL COVERING

AWP ACOUSTICAL WALL PANEL

B-STONE BLUE STONE

BD BOARD

BF BARRIER FREE

BLDG BUILDING

BLKG BLOCKING

BOT BOTTOM

BRG BEARING

BTWN BETWEEN

BUR BUILT-UP ROOF

C CARPET

C-TILE CARPET TILE

CAB CABINET

CB CHALKBOARD

CCTV CLOSED CIRCUIT TELEVISION

CF CUBIC FOOT

CFSF-NS COLD FORMED STEEL FRAMING, NON-STRUCTURAL

CFSF-S COLD FORMED STEEL FRAMING, STRUCTURAL

CG CORNER GUARD

CI CONTINUOUS INSULATION

CIPC CAST IN PLACE CONCRETE

CJ CONTROL JOINT

CL CLOSET

CLG CEILING

CLR CLEAR

CM CENTIMETER

CMBD CEMENT BOARD

CMU CONCRETE MASONRY UNIT

CMU-A CONCRETE MASONRY UNIT - ACOUSTICAL

CMU-GF CONCRETE MASONRY UNIT - GROUND FACE

CMU-GLZ CONCRETE MASONRY UNIT - GLAZED

CMU-SPLF CONCRETE MASONRY UNIT - SPLIT FACE

CO CLEANOUT

COL COLUMN

CONC CONCRETE

CONC-LH CONCRETE WITH LIQUID HARDENER

CONC-P CONCRETE WITH PIGMENT

CONC-SLR CONCRETE WITH SEALER

CONC-ST CONCRETE WITH STAIN

CONST CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACTOR

CORR CORRIDOR

CSMU CAST STONE MASONRY UNIT

CT CERAMIC TILE

CTSK COUNTERSINK

CUYD CUBIC YARD

CW CURTAIN WALL

CWFD CEMENTITIOUS WOOD FIBER DECK

D DEPTH/DEEP

DBL DOUBLE

DEMO DEMOLITION

DEPT DEPARTMENT

DETE DETENTION

DF DRINKING FOUNTAIN

DG DOOR GRILLE

DHM DETENTION HOLLOW METAL

DIA DIAMETER

DIAG DIAGONAL

DIM DIMENSION

DIV DIVISION

DL DOOR LOUVER

DN DOWN

DP DAMPPROOFING

DR DISPLAY RAIL

DS DOWNSPOUT

DTL DETAIL

DWG DRAWING

DWR DRAWER

EA EACH

EF EXHAUST FAN

EFS EXTERIOR FINISH SYSTEM

EIFS EXTERIOR INSULATION & FINISH SYSTEM

EJ EXPANSION JOINT

EL ELEVATION

ELAS ELASTOMERIC

ELEC ELECTRICAL

ELEV ELEVATOR

EMER EMERGENCY

EPS EXPANDED POLYSTYRENE

EPX EPOXY

EPX PT EPOXY PAINT

EQ EQUAL

EQUIP EQUIPMENT

ETR EXISTING TO REMAIN

EWC ELECTRIC WATER COOLER

EX EXISTING

EXH EXHAUST

EXP EXPANSION

EXPC EXPOSED CONSTRUCTION

EXPC PT EXPOSED CONSTRUCTION-PAINTED

EXT EXTERIOR

FAAF FLUID APPLIED ATHLETIC FLOORING

FD FLOOR DRAIN

FE FIRE EXTINGUISHER

FEB FIRE EXTINGUISHER BRACKET

FEC FIRE EXTINGUISHER CABINET

FF FINISHED FLOOR

FGL FIBERGLASS

FGRC FIBERGLASS REINFORCED CONCRETE

FH FIRE HYDRANT

FHC FIRE HOSE CABINET

FHVC FIRE HOSE VALVE CABINET

FIN FINISHED

FLR FLOOR

FLRG FLOORING

FND FOUNDATION

FO FACE OF

FRM FRAME

FRP FIBERGLASS REINFORCED PLASTIC

FRT FIRE RETARDANT TREATED

FT FOOT

FTG FOOTING

FURN FURNITURE

FVC FIRE VALVE CABINET

FWC FABRIC WALL COVERING

GA GAUGE

GAL GALLON

GALV GALVANIZED

GB GYPSUM BOARD

GB-PT GYPSUM BOARD-PAINT

GFRC GLASS FIBER REINFORCED CONCRETE

GFRG GLASS FIBER REINFORCED GYPSUM

GL GLASS

GL-BLK GLASS BLOCK

GPL GYPSUM PLASTER

GPM GALLONS PER MINUTE

GRAN GRANITE

GRT GROUT

GSFT GLAZED STRUCTURAL FACING TILE

GT GLASS TILE

GWT GLAZED WALL TILE

REVISIONS
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OF OBSTRUCTION

REFER TO GENERAL NOTE 'C'

BRACE WALL AS
INDICATED, OR WHERE
NOT INDICATED, AS
APPROVED

BOTTOM
OF DECK

SEALANT SYSTEM: REFER TO
GENERAL NOTE 'C'

MAY
VARY

MAY
VARY

OBSTRUCTION MAY VARY (BEAM, JOIST, GIRDER, CHANNEL, DUCTWORK, PIPING)

eb^aJlcJt^ii=qbojfk^qflk=]=l_pqor`qflk

ENCASEMENT:  REFER
TO GENERAL NOTE 'C'

DO NOT SECURE
ENCASEMENT TO
WALL

CFSF-S W/ GYP BD IN LAYERS AS
REQUIRED TO MAINTAIN ASSEMBLY
RATING CONSISTENT WITH
WALL/PARTITION REQUIREMENTS

PANEL JOINT OR RATED
JOINT SYSTEM AT RATED
PANEL CONSTRUCTION

SUPPORTING
CONSTRUCTION WILL
VARY. PROVIDE WALL
JOINT WHERE THE
SUPPORTING
CONSTRUCTION
CHANGES WITHIN THE
PLANE OF THE PANEL
FINISH

`jrL

`cpc

REFER TO
APPLICABLE
GENERAL
NOTE 'A' OR 'B'

BOTTOM OF
DECK OR
CAP

eb^aJlcJt^ii=qbojfk^qflk=]=klkJl_pqor`qflk

WALL/PARTITION
MAY VARY

BRACE WALL AS
INDICATED OR
WHERE NOT
INDICATED, AS
APPROVED

NON-RATED PANEL WALL

o^qbaL

klkJo^qba

`cpcL

m^kbip

PANEL JOINT OR RATED
JOINT SYSTEM AT RATED
PANEL CONSTRUCTION

RATED PANEL
WALL

PANEL JOINT OR RATED
JOINT SYSTEM AT RATED
PANEL CONSTRUCTION

RATED PANEL WALL
WHERE OCCURS

CONTINUE RATED
CONSTRUCTION BETWEEN
INTERSECTION

NOTE:
RATED WALL SHADED FOR CLARITY THIS DETAIL

OPEN JOINT

PREFORMED CONTROL
JOINT GASKET

CMU

CONTINUOUS JOINT
EACH SIDE AT INTERIOR
CONDITIONS ONLY, OMIT
SEALANT AND BACKER
ROD IN CAVITIES

CONTINUOUS 3/8" JOINT
W/BACKER ROD AND
SEALANT AT CMU

`jr

PANEL JOINT OR RATED
JOINT SYSTEM AT RATED
PANEL CONSTRUCTION
WHERE OCCURS

PANEL WALL

`cpcL

m^kbip

PANEL JOINT OR RATED
JOINT SYSTEM AT RATED
PANEL CONSTRUCTION
WHERE OCCURS

SHEATHING WHERE
INDICATED

qbojfk^qflkp

t^ii=glfkqp

A. AT FIRE, SMOKE, AND ACOUSTICALLY RATED WALLS: SEAL ALL NON-OBSTRUCTED HEAD-OF-WALL CONDITIONS
IN ACCORDANCE WITH JOINT SYSTEM MANUFACTURER’S RECOMMENDATIONS BASED ON CONDITION ENCOUNTERED
( E.G., CMU-TO-DECK (PARALLEL OR PERPENDICULAR TO FLUTES); OR CFSF-TO-DECK (PARALLEL OR
PERPENDICULAR TO FLUTES) TO MAINTAIN ASSEMBLY RATING CONSISTENT WITH WALL/PARTITION REQUIREMENTS.
BRACE WALL AS INDICATED OR REQUIRED.

B. AT ALL OTHER WALLS INDICATED TO EXTEND TO UNDERSIDE OF FLOOR/ROOF DECK/ CAP: SEAL ALL NON-
OBSTRUCTED HEAD-OF-WALL CONDITIONS IN ACCORDANCE WITH JOINT SYSTEM MANUFACTURER’S
RECOMMENDATIONS BASED ON CONDITION ENCOUNTERED ( E.G., CMU-TO-DECK (PARALLEL OR PERPENDICULAR TO
FLUTES); OR CFSF-TO-DECK (PARALLEL OR PERPENDICULAR TO FLUTES).  BRACE WALL AS INDICATED OR
REQUIRED.

C. AT ALL WALLS PREVENTED FROM TERMINATING AT THE UNDERSIDE OF FLOOR/ROOF DECK BY OBSTRUCTIONS,
COMPLY WITH THE FOLLOWING:

• AT FIRE-, SMOKE-, AND ACOUSTICALLY-RATED WALLS: ENCASE OBSTRUCTION(S) TO MAINTAIN
ASSEMBLY RATING CONSISTENT WITH WALL/PARTITION REQUIREMENTS.

• AT SECURITY WALLS: TERMINATE IN ACCORDANCE WITH SECURITY PARTITION REQUIREMENTS.
• AT OTHER WALLS: ENCASE OBSTRUCTION(S) ON ONE SIDE.
• SEAL ENCASEMENT TO WALL AND SEAL ENCASEMENT TO DECK IN ACCORDANCE WITH JOINT SYSTEM

MANUFACTURER’S RECOMMENDATIONS AND TO MAINTAIN ASSEMBLY RATING CONSISTENT WITH
WALL/PARTITION REQUIREMENTS.

qbojfk^qflk=dbkbo^i=klqbp

A. DRAWINGS MAY INDICATE AESTHETIC AND FUNCTIONAL WALL JOINTS.

B.  REFER TO SPECIFICATIONS AND REFERENCED STANDARDS FOR ADDITIONAL WALL JOINT REQUIREMENTS.
• EXTERIOR:  LOCATE AS SHOWN ON DRAWINGS
• INTERIOR:  LOCATE PER DRAWINGS, IF SHOWN, AND WHERE NOT SHOWN, LOCATE IN

ACCORDANCE WITH SPECIFICATIONS.
• DO NOT ALIGN EXTERIOR JOINTS W/ INTERIOR, BACK-UP WYTHE JOINTS, UNLESS SPECIFICALLY SHOWN

TO ALIGN

C. WALLS AND JOINT TYPES/DETAILS ARE DIAGRAMMATIC.  VERIFY ACTUAL FIELD CONDITIONS AND ADJUST JOINT
TYPES/DETAILS IN ACCORDANCE WITH REFERENCED STANDARDS.

D. PROVIDE TESTED JOINT ASSEMBLIES AT FIRE-, SMOKE-, AND ACOUSTICAL-RATED WALLS.

E.  WHEN USED HEREIN "RATED" MEANS: FIRE, SMOKE, AND/OR ACOUSTICAL.

t^ii=glfkq=dbkbo^i=klqbp buqboflo=t^ii=glfkq=do^mef`=pvj_lip

AS SHOWN
ON PLAN

AS SHOWN ON
EXTERIOR
ELEVATION

LOCATE JOINT IN VENEER ONLY, NOT IN
INTERIOR BACKUP WYTHE - MATERIALS MAY
VARY.  REFER TO WALL JOINT GENERAL
NOTE B FOR EXTERIOR AND INTERIOR WALL
JOINT REQUIREMENTS AND LOCATIONS

t^iiLm^oqfqflk=qvmb=dbkbo^i=klqbp

A.  PLAN DIMENSIONS ARE TO FACE OF WALL OR PARTITION.  WHERE APPLIED FINISHES OCCUR-SUCH AS CERAMIC
TILE-DIMENSIONS ARE TO FACE OF APPLIED FINISH.  FOR WAINSCOTS, FLOOR PLAN DIMENSIONS ARE TO FACE OF
WAINSCOT MATERIAL.  APPLIED FINISHES ARE NOT ALLOWED TO REDUCE CLEAR DIMENSIONS.  “APPLIED FINISHES” IN
THIS CASE DO NOT INCLUDE TRIM, BASE, AND ACOUSTIC WALL PANELS.

B. EXTEND WALL/PARTITION ASSEMBLY COMPONENTS FULL HEIGHT OF ASSEMBLY.

C. ALL INTERIOR MASONRY UNIT PARTITIONS: INFILL TO MATCH THICKNESS OF ADJACENT WALL OR PARTITION
UNLESS INDICATED OTHERWISE.

D. ALL INTERIOR CFSF PANEL PARTITIONS: P1 UNLESS INDICATED OTHERWISE.

E. REFER TO STRUCTURAL DRAWINGS AND RELATED SPECIFICATIONS FOR SOLID MASONRY, GROUTING, AND
REINFORCEMENT REQUIREMENTS INCLUDING BUT MAY NOT BE LIMITED TO:

• MASONRY WALLS/PARTITIONS
• LINTELS
• LINTEL BEARING CONDITIONS
• BOND BEAMS
• SHELF BEARING CONDITIONS
• STRUCTURAL REINFORCING REQUIREMENTS
• CHANGES IN WYTHE

F. THE TERMS “WALL” AND “PARTITION” MAY BE USED INTERCHANGEABLY THROUGHOUT THE CONTRACT
DOCUMENTS.

G. EXTEND ALL FIRE-, SMOKE-, INCIDENTAL USE-, AND ACOUSTICAL-RATED WALLS/PARTITIONS TO UNDERSIDE OF
FLOOR DECK, ROOF DECK, STRUCTURAL ELEMENT ENCASEMENT OR SOLID CAP ABOVE.

• SEAL AND TERMINATE IN ACCORDANCE WITH JOINT SYSTEM TESTED ASSEMBLIES FOR
RESPECTIVE TYPE OF WALLS/PARTITIONS.

H. PARTITIONS THAT DO NOT EXTEND TO UNDERSIDE OF DECK OR CAP ABOVE:

• EXTEND 4 INCHES MINIMUM ABOVE HIGHEST ADJACENT FINISH CEILING UNLESS INDICATED OTHERWISE.

I. DO NOT CONNECT TIES, ANCHORS, OR REINFORCING TO SINGLE CANTILEVERED FIRE WALL OR BETWEEN
DOUBLE FIRE WALLS.

J. SEAL AROUND ALL PENETRATIONS.

K. COMPLY WITH TERMINATION, WALL JOINT, AND MISCELLANEOUS DETAILS FOR THOSE CONDITIONS WHERE
APPLICABLE.  COMPLY WITH REFERENCED STANDARDS WHERE DETAILS ARE NOT IDENTIFIED IN THE DRAWINGS.

L. WALL/PARTITION TYPES DO NOT ADDRESS WALL FINISHES.  REFER TO FINISH SCHEDULE.

M. FINISHED SPACES: PROVIDE P1A CHASES AROUND ALL EXPOSED VERTICAL COMPONENTS, INCLUDING, BUT MAY
NOT BE LIMITED TO: DUCTWORK, PIPING, CONDUIT, AND RAIN LEADERS - UNLESS INDICATED OTHERWISE TO REMAIN
EXPOSED.

• HOLD CHASES TIGHT TO COMPONENTS ALLOWING FOR ACCESS, INSULATION, AND TOLERANCES.
• EXTEND CHASES FROM FLOOR TO 4 INCHES MINIMUM ABOVE FINISH CEILING OR IF NO CEILING IS

INDICATED, EXTEND CHASES TO UNDERSIDE OF FLOOR DECK, ROOF DECK, OR SOLID CAP ABOVE
AND TERMINATE ACCORDINGLY.

N. PROVIDE BACKER BOARD/UNIT OF SAME THICKNESS INDICATED IN LIEU OF GYPSUM BOARD PANEL AT PORTIONS
OF WALLS/PARTITIONS TO RECEIVE TILE.

j^plkov=rkfq=t^iiLm^oqfqflk=qvmbp
REPRESENTED BY Xnn

fkcloj^qflkj^oh obj^ohp

FIRE RATED

ASSEMBLY

(REFER TO LS 1.1
FOR LEGEND)

jN
rpb=clo=j^plkov

fkcfii
JJ 6" CONCRETE MASONRY UNIT

5 5/8"

jO
rpb=clo=j^plkov

fkcfii
JJ 12" CONCRETE MASONRY UNIT

11 5/8"

m^kbi=t^iiLm^oqfqflk=qvmbp
Xnn

fkcloj^qflkj^oh obj^ohp
(REFER TO LS 1.1
FOR LEGEND)

REPRESENTED BY

mN pq`JQRJJ

mNJNLO pq`JQRuN

mO pq`JQR

FIRE RATED

ASSEMBLY

mN^ JJJJ

5/8" GYPSUM BOARD

3 5/8" CFSF-NS

3 1/2" SOUND ATTENUATION BATTS

5/8" GYPSUM BOARD

3 5/8" CFSF-NS

5/8" GYPSUM BOARD

3 5/8" CFSF-NS

3 1/2" SOUND ATTENUATION BATTS

5/8" GYPSUM BOARD

4" C-H CHANNEL

3 1/2" SOUND ATTENUATION BATTS

1" SHAFT LINER

4 7/8"

4 7/8"

4 1/4"

5 5/8"

mP pq`JQR

5/8" GYPSUM BOARD

6" CFSF-NS

3 1/2" SOUND ATTENUATION BATTS

7 1/4"
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BAYS

DAY ROOM

CAR SEAT
OFFICE

ENGINE
OFFICE

TRUCK OFFICE

STORAGE

MECHANICAL
ROOM

SHOP

SHOP

SOUTH
APPARATUS

BAYS

EXISTING PAVEMENT

EXISTING POWER COMPANY
TRANSFORMER, C.T. AND METER
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abjlifqflk=mi^k=ibdbka
APPLIES TO DRAWINGS A1.2.1 - A1.2.n

EXISTING PARTITION/ WALL/ ITEM TO REMAIN

EXISTING PARTITION/ WALL/ ITEM TO BE REMOVED;
PREPARE ADJACENT SURFACES TO RECEIVE NEW
WORK

REMOVE EXISTING DOOR AND FRAME ASSEMBLY
INCLUDING DOOR HARDWARE, ANCHORS, AND
THRESHOLD (WHERE OCCURS).

REMOVE EXISTING PLUMBING FIXTURE. REFER TO
PLUMBING DEMOLITION PLAN FOR ADDITIONAL
INFORMATION.

abjlifqflk=mi^k=dbkbo^i=klqbp

A. REMOVE EXISTING CONSTRUCTION INDICATED DASHED, UNO.  REFER TO
DEMOLITION KEYNOTES FOR ADDITIONAL INFORMATION.

B.  REPRESENTATION OF EXISTING ITEMS ARE TO BE CONSIDERED GENERAL IN
NATURE, AND ARE BASED UPON INFORMATION PROVIDED BY OWNER'S RECORD
DRAWINGS, AND BY NON DESTRUCTIVE FIELD OBSERVATIONS.  DEMOLITION PLANS
ARE NOT COMPREHENSIVE IN ALL DETAILS OF EXISTING CONSTRUCTION THAT SHALL
BE REMOVED TO COMPLETE THE WORK OF THE CONTRACT.

C.  NOTIFY THE ARCHITECT OF ANY EXISTING CONDITIONS THAT PREVENT THE
EXECUTION OF THE WORK INDICATED.

D.  REFER TO OTHER DISCIPLINES DRAWINGS AND SPECIFICATIONS FOR
ADDITIONAL DEMOLITION WORK REQUIRED.  ALL DEMOLITION WORK IS NOT
INDICATED ON THE ARCHITECTURAL DRAWINGS.

E.  CAREFULLY REMOVE ITEMS INDICATED TO BE SALVAGED FOR REINSTALLATION.
ITEMS IDENTIFIED TO BE SALVAGED TO OWNER SHALL BE SURFACED CLEANED AND
DELIVERED TO A STORAGE AREA DESIGNATED BY THE OWNER FOR THIS PURPOSE.
ITEMS OWNER CHOOSES TO RETAIN SHALL BE RELOCATED FROM THIS STORAGE
AREA BY OWNER.  REMAINING ITEMS SHALL BE REMOVED BY CONTRACTOR.

G.  WHERE REMOVAL OF EXISTING FLOOR CMU WALLS (IN PART OR IN FULL)
OCCURS, REMOVE CMU 4" MINIMUM BELOW FLOOR SLAB WHEN EXISTING WALL
CONTINUES THROUGH SLAB.

H.  SALVAGE ALL FEC, FIRE EXTINGUISHERS, AND HARDWARE TO OWNER.  (NOTE:
ALL EXISTING FEC MAY NOT BE INDICATED ON ON EXISTING PLANS)

J.  REMOVE EXISTING FLOOR FINISHES, ASSOCIATED BASE, SETTING BEDS, AND
ADHESIVES, UNLESS NOTED OTHERWISE WITHIN THE DEMOLITION AREA.

K.  TWO (2) BAYS IN THE SOUTH APPARATUS BAYS AND THE WASH BAY ARE TO
REMAIN OPERATIONAL FOR USE OF TOWER APPARATUS THROUGHOUT
CONSTRUCTION.  LIGHTING AND USE OF THE BAY DOORS IS REQUIRED FOR
OPERATION.   A CLEAR PATH FROM APPARATUS BAYS USED FOR TOWER
APPARATUS TO THE ROAD MUST BE MAINTAINED THROUGHOUT CONSTRUCTION.
CONTRACTOR TO COORDINATE WITH OWNER.

REMOVE FLOOR FINISHES, CEILINGS (INCLUDING
BATT INSULATION ABOVE CEILINGS)

SLAB TO BE DEMOLISHED

REPRESENTED BY n

APPLIES TO DRAWINGS A1.2.1

abjlifqflk=hbvklqbp

1.  REMOVE EX EXHAUST FAN PENETRATIONS.  INFILL AND TOOTH-IN OPENINGS.

2.  REMOVE OVERHEAD SECTIONAL DOOR AND COMPONENTS

3.  REMOVE SLAB FOR ELEVATOR OPENING
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UP

UP

F
E
C

F
E
B

UP

W D

REF.REF.REF.FR.

D
W

FEC

cillo=mi^k=dbkbo^i=klqbp

A. EQUIPMENT AND FURNITURE (SHOWN AS DASHED) TO BE FURNISHED AND INSTALLED BY
THE OWNER.

B.  REFER TO TOOTH-IN DETAIL ON A2.1 (THIS SHEET) FOR CMU INFILL.

REPRESENTED BY n

APPLIES TO DRAWINGS A2.1 - A2.n

cillo=mi^k=hbvklqbp

1. SLIDE POLE, EXISTING TO REMAIN

2.  APPARATUS BAY DOOR, EXISTING TO BE REPLACED

3. VENDING MACHINE.  RELOCATE FROM EXISTING STAIR.

4. TV (NIC)

5. SMART BOARD.  RELOCATE FROM EXISTING TRAINING ROOM.

6. 5' HIGH FRAMELESS MIRRORS.  MOUNT TOP @ 7'-0".

7.  LOUNGE CHAIRS, TYP (NIC)

8.  PARTITION TO EXTEND 7'-6" AFF.  TERMINATE WITH WOOD CAP. REFER TO
11/A8.1.

9.  PRE-MANUFACTURED LADDER TO ROOF ACCESS HATCH.

LULA
ELEVATOR
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EMS STORAGE
CLOSET

122

WOMEN

116
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 1/8" = 1'-0"

cfopq=cillo=mi^k

 1/8" = 1'-0"

pb`lka=cillo=mi^k

NO SCALE

qllqeJfk=abq^fi

REVISIONS

DATE DESCRIPTION



A. FINISH SCHEDULE DESCRIBES ONLY THE BASIC OR PREDOMINANT SURFACE FINISH.

B. PROVIDE SAME FINISHES AS THE ADJACENT SPACE IN ALCOVES AND CONTINUOUS SPACES
WITHOUT DESIGNATED SPACE NUMBERS.

C. CASEWORK FINISHES ARE NOT NOTED IN THE FINISH SCHEDULE. REFER TO CASEWORK
ELEVATIONS AND SPECIFICATIONS FOR MATERIALS AND FINISHES.

D. DIRECTIONAL WALL FINISH INDICATORS (NORTH, EAST, SOUTH, WEST) REFER TO THE "PLAN"
NORTH ORIENTATION.

E. BULKHEADS AND SOFFITS MAY NOT BE INDICATED IN FINISH SCHEDULES.  REFER TO RCP
DETAILS, AND OTHER DOCUMENTS FOR EXTENT.

F.  PROVIDE CONTINUOUS SEALANT BETWEEN INTERIOR SLAB-ON-GRADE AND VERTICAL ELEMENT
WHERE JOINT IS NOT CONCEALED BY FINISH BASE OR OTHER CONSTRUCTION.

cfkfpe=p`ebarib=dbkbo^i=klqbp
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cfkfpe=p`ebarib

NUMBER NAME FLOOR BASE

WALLS

WAINSCOT CEILING NOTESNORTH EAST SOUTH WEST

101 VESTIBULE C-TILE-B RB PT PT PT PT GB-PT

102 CORRIDOR PP-A PP PT PT PT PT FRP 4'-0"/CHAIR RAIL ACP/GB-PT

103 CAR SEAT OFFICE PP-B PP PT PT PT PT ACP

104 ENGINE OFFICE PP-B PP PT PT PT PT ACP

105 MAILBOXES PP-A PP PT PT PT PT FRP 4'-0"/CHAIR RAIL GB-PT

106 MEN PP-B GWT GWT GWT GWT GWT GB-PT

107 JANITOR PP-A PP EPX-PT EPX-PT EPX-PT EPX-PT GWT 4'-0" EXPC-PT

108 MACHINE ROOM - - - - - - -

109 LULA ELEVATOR RFT MTLB LPS LPS LPS LPS -

110 TRUCK OFFICE PP-B PP PT PT PT PT ACP

111 SOUTH APPARATUS BAYS - - EPX-PT EPX-PT EPX-PT EPX-PT EXPC-PT

112 WASH BAY - - EPX-PT EPX-PT EPX-PT EPX-PT EXPC-PT

113 SHOP - - - - - - -

114 SHOP - - - - - - -

115 MECHANICAL ROOM - - - - - - -

116 WOMEN PP-B GWT GWT GWT GWT GWT GB-PT

117 STAIR 1 - - - - - - -

118 I.T. PP-B PP PT PT PT PT GB-PT

119 DAY ROOM PP-B PP PT PT PT PT ACP

120 STORAGE - - - - - - -

121 NORTH APPARATUS BAYS - - EPX-PT EPX-PT EPX-PT EPX-PT EXPC-PT

122 EMS STORAGE CLOSET - - - - - - -

123 STAIR 2 - - - - - - -

201 TOILET/SHOWER PP-B GWT GWT GWT GWT GWT GB-PT

202 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

203 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

204 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

205 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

206 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

207 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

208 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

209 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

210 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

211 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

213 TOILET/ SHOWER PP-B GWT GWT GWT GWT GWT GB-PT

214 TOILET/ SHOWER PP-B GWT GWT GWT GWT GWT GB-PT

216 LULA ELEVATOR RFT MTLB LPS LPS LPS LPS -

217 STAIR 1 - - - - - - -

218 BUNK ROOM C-TILE-A RB PT PT PT PT ACP

219 TOILET/SHOWER PP-B GWT GWT GWT GWT GWT GB-PT

220 LAUNDRY/ JANITOR ROOM PP-A PP PT PT PT PT GB-PT

221 CORRIDOR VT RB PT PT PT PT FRP 4'-0"/CHAIR RAIL ACP

222 CORRIDOR PP-A PP PT PT PT PT ACP

223 EXERCISE ROOM RAF-RFT RB PT PT PT PT EXPC-PT

224 KITCHEN / DINING PP-B - PT PT PT PT ACP

225 TRAINING ROOM C-TILE-A RB PT PT PT PT ACP

226 TRAINING STORAGE CLOSET - - - - - - -

227 STAIR 2 - - - - - - -

228 FOOD LOCKER PP-A PP PT PT PT PT GB-PT

229 FOOD LOCKER PP-A PP PT PT PT PT GB-PT

230 FOOD LOCKER PP-A PP PT PT PT PT GB-PT

232 STORAGE CLOSET VT RB PT PT PT PT GB-PT

REVISIONS

DATE DESCRIPTION



A.  UNLESS INDICATED OTHERWISE, ALL DETAIL NUMBERS IN THE DOOR AND FRAME SCHEDULE FOR
HEAD, JAMB AND SILL CONDITIONS REFER TO DRAWING A3.2.1

B.  DOOR AND FRAME DETAILS INDICATE GENERAL CHARACTERISTICS OF DOOR AND FRAME SIZES
AND COMPONENTS AND MAY NOT INDICATE EXACT FIELD CONDITIONS OR REQUIREMENTS.
COORDINATE DETAILS WITH OTHER DRAWINGS AND SPECS TO DETERMINE ALL COMPONENTS (E.G.,
SEALANTS, ANCHORS, HARDWARE, LINTELS, CLIPS) REQUIRED FOR COMPLETE AND FUNCTIONAL
INSTALLATION.

C.  DOOR SWINGS ON FLOOR PLANS TAKE PRECEDENCE OVER SWINGS INDICATED ELSEWHERE (E.G.,
ELEVATIONS).

allo=^ka=co^jb=dbkbo^i=klqbp

NOTE:

1.  AUTOMATIC DOOR OPERATOR
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APPLIES TO DRAWINGS A3.1.1

alloI=co^jb=^ka=di^wfkd=qvmb=hbvklqbp

1.1. SIZE AS REQUIRED TO ACCOMMODATE DOOR, HARDWARE AND FRAME
COMPONENTS.

1.1. 1/4" CLEAR

2. 1" TINTED INSULATING

3. 1" SPANDREL PANEL

4. FIRE RATED GLASS

di^wfkd=qvmbp
REPRESENTED BY n

NOTES:
1. ALL GLAZING IN INTERIOR FRAMES SHALL BE TYPE 1, UNO
2. ALL GLAZING IN EXTERIOR FRAMES SHALL BE TYPE 2, UNO
3. GLAZE ALL OPENINGS IN FRAMES UNLESS SPECIFICALLY INDICATED OTHERWISE
4. ALL GLAZING SHALL BE SAFETY GLASS UNLESS INDICATED OTHERWISE

11

2
"4
"

STL
1

STL
2

1

STL
3

7' - 0"

8
"

EQ EQ

11

10' - 0"

7
' -
 0
" 5
' -
 0
"

1 1 1 1

EQ EQ EQ EQ

STL
4

1

AS
1

F
IE
L
D
 V
E
R
IF
Y

1
0
' -
 0
" 
±

FIELD VERIFY

3' - 4" ±

3 3

4

5

REPRESENTED BY n

APPLIES TO DRAWINGS A3.1.1

allo=^ka=co^jb=abq^fi=hbvklqbp

1. ANCHORAGES, REINFORCING, SPECIFIC PARTITION CONSTRUCTION AND/OR LINTELS
 ARE NOT SHOWN FOR CLARITY.

2. REFER TO FRAME SECTION IN DOOR SCHEDULE FOR TYPE.

3. SEALANT, ALL SIDES - TOOL TO 90°.

4. BACKBEND RETURN @ GB LOCATIONS ONLY.

5. 9/16" @ MAS; 1/2" @ GB.

6. 1/4" @ JAMBS, UNO; DIMENSION @ HEAD & SILL VARIES.

7. BULLNOSE @ CMU JAMBS & SILLS.

8. 0" @ GB LOCATIONS; 1/16" @ MAS LOCATIONS.

9.  AUTOMATIC DOOR OPERATOR PUSH PLATE.  MOUNT 48" MAX TO TOP OF PLATE.

10. SEALANT AND BACKER ROD

11. SPANDREL PANEL

12. ALUMINUM STOREFRONT SYSTEM

13.  AUTOMATIC DOOR OPERATOR

14. SECTIONAL DOOR JAMB AND TRACK

15. SECTIONAL DOOR

16. DRUM AND TORSION SPRING
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3.  DOORS, PANELS, GLAZING, STOPS, AND OTHER FRAME INFILLS ARE NOT SHOWN IN FRAME
SECTIONS AS THEY VARY - PROVIDE SAME WHERE INDICATED.

1
' -
 6
"

F
IE

L
D

 V
E

R
IF

Y

1
' -
 0
"

9

9

12

10

13

11

12

12

10

14

15

16

14

TOP OF SECTIONAL
DOOR OPENING

^
o
`
e
fq
b
`
qp

P
O
M
M
=k
l
o
c
l
ih
=p
qo
b
b
qI
=o
f`
e
j
l
k
a
I=
s
^
=O
P
O
P
M

m
e
l
k
b
=E
U
M
Q
F=
T
V
Q
JT
R
R
R
==
=c
^
u
=E
U
M
Q
F=
P
R
R
JR
S
V
M

j
l
p
b
ib
v

K`
l
j

PROJECT NO: DATE:

R
L
N
N
LO
M
N
S
=Q
WP
Q
WO
T
=m
j

allo=^ka

co^jb=p`ebarib

`
fq
v
=l

c=
e
^
o
o
fp
l
k
_
r
o
d
I=
s
fo
d
fk

f^

e
^
o
o
fp
l
k
_
r
o
d
=c
fo
b
=p
q^

qf
l
k
=@
N

U
M
=j

^
o
v
i^

k
a
=^

s
b
I=
e
^
o
o
fp
l
k
_
r
o
d
I=
s
fo
d
fk

f^
=O
O
U
M
N

^PKNKN

550358 MARCH 4, 2016

allo=p`ebarib

NUMBER

DOOR FRAME

FIRE RATING NOTESTYPE SIZE (NOMINAL) MATL UC GLAZING TYPE TYPE NUMBER HEAD DETAIL JAMB DETAIL JAMB DETAIL SILL DETAIL

101A FG 3'-0"x7'-0"x1-3/4" ALUM 2 AS 1 4/A3.1.1 3/A3.1.1 3/A3.1.1 1

101B FG 3'-0"x7'-0"x1-3/4" STL 1 STL 3 1 1 1

103 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

104 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

106 F 3'-0"x7'-0"x1-3/4" WD 3/4" STL 1 1 1 1

107 F 3'-0"x7'-0"x1-3/4" WD 3/4" STL 1 1 1 1

108 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

110 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

111 F 3'-0"x7'-0"x1-3/4" STL STL 2 2 2 2

111A OH2 13'-0"x 11'-10" STL 2 STL - 7/A3.1.1 6/A3.1.1 6/A3.1.1 -

111B OH2 13'-0"x 11'-10" STL 2 STL - 7/A3.1.1 6/A3.1.1 6/A3.1.1 -

111C OH2 13'-0"x 11'-10" STL 2 STL - 7/A3.1.1 6/A3.1.1 6/A3.1.1 -

112 OH2 13'-0"x 11'-10" STL 2 STL - 7/A3.1.1 6/A3.1.1 6/A3.1.1 -

115 F PR 3'-0"x7'-0"x1-3/4" STL STL 2 2 2 2

116 F 3'-0"x7'-0"x1-3/4" WD 3/4" STL 1 1 1 1

118 F PR 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

121 F 3'-0"x7'-0"x1-3/4" STL STL 2 2 2 2

121A OH2 11'-0"x 11'-3" STL 2 STL - 7/A3.1.1 6/A3.1.1 6/A3.1.1 -

121B OH2 11'-0"x 11'-3" STL 2 STL - 7/A3.1.1 6/A3.1.1 6/A3.1.1 -

121C OH2 11'-0"x 11'-3" STL 2 STL - 7/A3.1.1 6/A3.1.1 6/A3.1.1 -

121D OH2 11'-0"x 11'-3" STL 2 STL - 7/A3.1.1 6/A3.1.1 6/A3.1.1 -

201 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

202 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

203 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

204 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

205 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

206 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

207 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

208 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

209 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

210 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

211 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

213 F 3'-0"x7'-0"x1-3/4" WD 3/4" STL 1 1 1 1 20 MIN

214A F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

214B F 3'-0"x7'-0"x1-3/4" WD 3/4" STL 1 1 1 1 20 MIN

218 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

219 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1 20 MIN

220 F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

221 N 3'-0"x7'-0"x1-3/4" WD 4 STL 1 1 1 1 20 MIN

223 F PR 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

225A F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

225B F 3'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

228 F 2'-6"x7'-0"x1-3/4" WD STL 1 1 1 1

229 F 2'-6"x7'-0"x1-3/4" WD STL 1 1 1 1

230 F 2'-6"x7'-0"x1-3/4" WD STL 1 1 1 1

232 F PR 2'-0"x7'-0"x1-3/4" WD STL 1 1 1 1

allo=qvmbp

pqbbi=co^jb=qvmbp

^irjfkrj=pqlobcolkq=co^jb=qvmbp

j^kbrsbofkd=`ib^o^k`b=^q=allop

 6" = 1'-0"A3.1.1

fkqboflo=_bqtbbk=qeb=g^j_=J

_rqqba=eb^aLg^j_LpfiiO

 6" = 1'-0"A3.1.1

fkqboflo=to^m

eb^aLg^j_LpfiiN

pqbbi=co^jb=pb`qflkp

 3" = 1'-0"A2.1 A3.1.1

g^j_=abq^fiP

 3" = 1'-0"A3.1.1

eb^a=abq^fiQ

 3" = 1'-0"A3.1.1

abq^fiR

 3" = 1'-0"A2.1 A3.1.1

g^j_=abq^fiS

 3" = 1'-0"A3.1.1

eb^a=abq^fiT
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pfdk^db=qvmbpLbibs^qflkp

+48" MIN / +60" MAX

PICTOGRAM
(NON-TACTILE)

BRAILLE DIRECTLY BELOW TEXT
RAISED 1/32";  1/4" HIGH +/-

CLEAR

UPPER CASE TACTILE
DESCRIPTOR RAISED
1/32"

PAPER INSERTS FOR NON-
TACTILE SIGNAGE. COMPLY
WITH VISUAL CHARACTER
REQUIREMENTS - ALLOW
ROOM FOR NUMBER OF LINES
OF 5/8" HIGH TEXT REQUIRED

+48" MIN / +60" MAX AFF

PERMANENT TACTILE ROOM IDENTIFICATION
NUMBER RAISED 1/32" ABOVE FACE OF SIGN

1/32" RAISED ACRYLIC

PERMANENT TACTILE ROOM IDENTIFICATION
NAME RAISED 1/32" ABOVE FACE OF SIGN

BRAILLE DIRECTLY BELOW TEXT

BRAILLE DIRECTLY BELOW ROOM
IDENTIFICATION NUMBER TEXT. BRAILLE RAISED
1/32" ABOVE FACE OF SIGN
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ACRYLIC SIGN

ACRYLIC SIGN

7
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/4
"

REFER TO SIGN TYP S3 FOR NOTES AND DIMENSIONS

8 1/2"

8 1/2"

pfdk^db=dbkbo^i=klqbp

A. PROVIDE SIGNAGE COMPLIANT WITH TEH AMERICANS WITH DISABILITIES ACT AND
ARCHITECTURAL BARRIERS ACT ACCESSIBILITY GUIDELINES AND CHAPTER 11 OF THE VUSBC.

B. INTERIOR PANEL SIGNAGE TYPES ARE INDICATED FOR GENERAL ACCESIBILTY COMPLIANCE.
ACTUAL SIGNAGE DESIGN MAY VARY.
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1. ACCESSORY ITEMS ARE IDENTIFIED BY          ON PLANS.  LETTERS CORRESPOND TO SCHEDULE ABOVE.

2. ACTUAL DIMENSIONS OF ACCESSORIES MAY VARY.  COORDINATE DIFFERENCES, IF ANY.

3. REFER TO ALL CASEWORK ELEVATIONS FOR ADDITIONAL TOILET ACCESSORY LOCATIONS.

4. PROVIDE MOP AND BROOM HOLDER W/ SHELF          AT ALL CUSTODIAL/JANITORIAL SINKS.  MOUNT AT 5'-0" AFF TO CENTERLINE AND LOCATE ON SIDE WALL
OF SINK (NOT ON WALL ABOVE FAUCET).

5. PROVIDE ROBE HOOK ON INTERIOR FACE OF ALL TOILET ROOM DOORS WHEREIN ONLY ONE WATER CLOSET IS PROVIDED.  MOUNT AT 3'-11" AFF TO TOP.
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REPRESENTED BY TAn

APPLIES TO DRAWINGS A7.1 - A7.nn

qlfibq=^ppbj_ifbp

LEGEND NOTES:

A.  HANDING/ORIENTATION MAY VARY.  REFER TO PLANS FOR PROPER
ORIENTATION.

B.  PLUMBING FIXTURE GRAPHICS IN THIS LEGEND ARE REPRESENTATIVE ONLY.
ACTUAL PLUMBING FIXTURES MAY VARY.

B C

A.  PLAN DIMENSIONS ARE TO FACE OF WALL OR PARTITION.  WHERE APPLIED FINISHES OCCUR-SUCH AS CERAMIC TILE-DIMENSIONS
ARE TO FACE OF APPLIED FINISH.  FOR WAINSCOTS, FLOOR PLAN DIMENSIONS ARE TO FACE OF WAINSCOT MATERIAL.  APPLIED
FINISHES ARE NOT ALLOWED TO REDUCE CLEAR DIMENSIONS.  “APPLIED FINISHES” IN THIS CASE DO NOT INCLUDE TRIM, BASE, AND
ACOUSTIC WALL PANELS.

B.  CLEAR DIMENSIONS ARE TO FACE OF APPLIED WALL AND PARTITION FINISHES.

qlfibq=^ppbj_ifbpI=p`ebarib=^ka=bki^odba=mi^k=dbkbo^i=klqbp
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2.  2'-0" X 2'-0" X 1" STEEL GRATE

3.  LULA ELEVATOR SILL ASSEMBLY AND CLOSURE (PER MRF)

4.  LULA ELEVATOR DOOR FRAME (PER MFR)

5.  1 1/4" X 1 1/4" X 1/4" STEEL ANGLE W/ EMBEDDED FASTENERS

REPRESENTED BY n

APPLIES TO DRAWINGS A7.1.1

hbvklqbp
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qlfibq=^``bpplofbp=p`ebarib

MARK DESCRIPTION MOUNTING HEIGHT REMARKS

A 36" HORIZONTAL GRAB BAR REFER TO WATER CLOSET ELEVATIONS

B 42" HORIZONTAL GRAB BAR REFER TO WATER CLOSET ELEVATIONS

C 18" VERTICAL GRAB BAR REFER TO WATER CLOSET ELEVATIONS

D TOILET TISSUE DISPENSER REFER TO WATER CLOSET ELEVATIONS

E SANITARY NAPKIN DISPOSAL REFER TO WATER CLOSET ELEVATIONS

F SOAP DISPENSER 3'-4" AFF TO DISPENSING OUTLET

G MIRROR (18" x 36"), OVER LAV AND COUNTERTOP 3'-4" AFF TO BOTTOM OF REFLECTIVE SURFACE

H 18"x36" CORNER GRAB BAR ASSEMBLY REFER TO SHOWER ELEVATIONS

J L-SHAPED FOLDING SHOWER SEAT 1'-6" TO SEAT SURFACE

K PAPER TOWEL DISPENSER 3'-8" AFF TO DISPENSING OUTLET

L SHOWER CURTAIN, ROD AND HOOKS 6'-8" AFF TO ROD

M ROBE HOOK 3'-11" TO TOP OF HOOK

R MIRROR (24" x 60") 2'-0" AFF TO BOTTOM OF REFLECTIVE SURFACE

 3/4" = 1'-0"

qo^kpcboJqvmb=peltbo=bibs^qflkp

 3/4" = 1'-0"

t^qbo=`ilpbq=bibs^qflkp
 1/4" = 1'-0"A2.1 A7.1.1

bki^odba=mi^kP

 1/4" = 1'-0"A2.1 A7.1.1

bki^odba=mi^kQ

 1/4" = 1'-0"A2.1 A7.1.1

bki^odba=mi^kR

 1/4" = 1'-0"A2.1 A7.1.1

bki^odba=mi^kO

 1/4" = 1'-0"A2.1 A7.1.1

bki^odba=mi^kN
 1/4" = 1'-0"A7.1.1 A7.1.1

pb`qflkT

REVISIONS

DATE DESCRIPTION



`^pbtloh=dbkbo^i=klqbp

A. UNLESS INDICATED OTHERWISE, ALL COUNTERTOP(S):
• 2’-10” AFF OR 2’-10” TO TOP OF RIM AT DROP-IN SINKS AND LAVATORIES WHERE

OCCURS
• 2’-1” DEEP
• STAINLESS STEEL COUNTER TOPS, UNLESS NOTED OTHERWISE.
• BACKSPLASHES:  STAINLESS STEEL, FULL HEIGHT ALL SIDES AND BACK, REFER TO

ELEVATIONS FOR EXTENT.

B.  UNLESS INDICATED OTHERWISE, ALL BASE CABINET(S):
• 2’-0” DEEP NOMINAL
• TOE KICKS:  4” HIGH AND 3” DEEP
• SINK LOCATIONS:  3’-0” WIDE CLEAR KNEE SPACE (NO BASE CABINET) FOR BARRIER

FREE ACCESS

C.  UNLESS INDICATED OTHERWISE, ALL WALL CABINET(S):
• 1’-0” DEEP NOMINAL
• 3'-0” HIGH
• TOP AT 7’-6” AFF

D.  BUILT-IN EQUIPMENT:  SIZE OPENING (HEIGHT, WIDTH, AND DEPTH) AND ROUGH-IN
REQUIREMENTS AS REQUIRED BASED ON APPROVED MANUFACTURER SUBMITTED.

E.  ALL SHELVES:  ADJUSTABLE UNLESS INDICATED OTHERWISE.

F.  PROVIDE FINISH END PANELS AT ALL EXPOSED CASEWORK ENDS.
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 1/4" = 1'-0"

`^pbtloh=bibs^qflkN

 1/4" = 1'-0"

`^pbtloh=bibs^qflkO

 1/4" = 1'-0"

`^pbtloh=bibs^qflkP

 3/4" = 1'-0"A8.1 A8.1

fpi^ka=pb`qflkNM

 3/4" = 1'-0"A8.1 A8.1

cofadb=pb`qflkNN

 1/4" = 1'-0"

`^pbtloh=bibs^qflkQ

 1/4" = 1'-0"

`^pbtloh=bibs^qflkR

 1/4" = 1'-0"

`^pbtloh=bibs^qflkS

 1/4" = 1'-0"

`^pbtloh=bibs^qflkT

REPRESENTED BY n

APPLIES TO DRAWINGS An.1 - An.nn

hbvklqbp

1. FORM STORAGE

2. REMOVEABLE PLAM PANEL

3. STAINLESS STEEL BACKSPLASH

4. MICROWAVE

5. 1" THICK X 6" WIDE HARDWOOD CAP WITH 1/2" REVEAL (PAINTED) BELOW.

6. PAINTED HARDWOOD

7. SS COUNTERTOP WITH PLASTIC LAMINATE APRON

8. 2X WOOD LEDGER ANCHOR AT EACH STUD

9. 2-1/2" X 2-1/2" X .185 STEEL ANGLE BRACKET AT EACH SIDE OF ANGELED PANEL

10. 1X WOOD BACKER SCREW - ATTACHED TO STEEL BRACKET

11. CONT 1X2 WOOD BLOCKING WITH BRACKETS FOR Z CLIPS

12. 2 1/2"x2 1/2"x.185 STL ANGLE APRON CARRIER CONT

13. FINISHED END PANEL BEYOND

14. RANGE HOOD

15. CFSF-S

16. 5/8" GYP BD

 6" = 1'-0"

`e^fo=o^fi=abq^fiU

REVISIONS

DATE DESCRIPTION
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4

UNO
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obcib`qba=`bfifkd=mi^k=ibdbka
APPLIES TO DRAWINGS A9.1.n - A9.1.n

REFER TO M, E & FP DRAWINGS FOR REFLECTED CEILING PLAN SYMBOLS NOT INDICATED BELOW

A101

nn'-nn"

SPACE NUMBER

CEILING HEIGHT, AFF UNO

INTERIOR APPLICATIONS: GYPSUM BOARD CEILING

EXTERIOR APPLICATIONS: GYPSUM SOFFIT BOARD
OR GYPSUM SHEATHING

2'-0" x 2'-0" LAY-IN ACOUSTICAL CEILING
PANELS IN SUSPENDED GRID

1 HR RATED HORIZONTAL SHAFT WALL ABOVE ACP CEILING

AP ACCESS PANEL

obcib`qba=`bfifkd=mi^kLabq^fi=dbkbo^i=klqbp

A. ALL CEILING HEIGHTS SHALL BE 9'-0" AFF UNLESS INDICATED OTHERWISE.

B. DRAWINGS INDICATE GRID LAYOUT DIAGRAMMATICALLY.  REFER TO
SPECIFICATIONS FOR SPECIFIC GRID LAYOUT CRITERIA AT PERIMETER CONDITIONS
THAT MAY DIFFER FROM GRID LAYOUT INDICATED ON DRAWINGS.

C. CENTER CEILING MOUNTED ITEMS WITHIN CEILING PANELS, UNLESS INDICATED
OTHERWISE.

D. IF ADDITIONAL SPRINKLER HEADS ARE REQUIRED TO SATISFY CODE OR
COVERAGE DENSITIES (OTHER THAN THOSE THAT MAY BE INDICATED), PROVIDE
ADDITIONAL SPRINKLER HEADS AT NO ADDITIONAL COST AND OBTAIN APPROVAL OF
ARCHITECT FOR LOCATION OF SUCH HEADS, IF ANY.

1'-0" x 1'-0" ACT ON 3/4" FRT PLYWOOD ON CFSF-S
SUSPENDED FRAMING

INTERIOR WALL/PARTITION TO CAP ABOVE
OR TERMINATES ADJACENT TO A RATED
HORIZONTAL ASSEMBLY

WITH OPENING

INTERIOR WALL/PARTITION TO UNDERSIDE
OF DECKWITH OPENING

EXTERIOR WALL

WITH OPENING

INTERIOR WALL/PARTITION 4" MIN ABOVE
HIGHEST ADJACENT CEILING.  IF NECESSARY
TO ACHIEVE RESULTS DESIRED, EXTEND
WALL HEIGHT SO WALL BRACING IS NOT
EXPOSED TO VIEW IN FINISHED SPACES

WITH OPENING

INTERIOR WALL/PARTITION TO UNDERSIDE
OR BELOW CEILING

EXISTING TO REMAIN, VERIFY VERTICAL
EXTENTS WHERE THE HEIGHT IMPACTS THE
WORK

REPRESENTED BY n

APPLIES TO DRAWINGS A9.1.1 - A9.1.n

obcib`qba=`bfifkd=mi^k=hbvklqbp

1.  CFSF-S

2.  5/8" GYP BD, TERMINATE 4" ABV FIN CLG

3.  FIN CLG: FINISH AND/OR HEIGHT AFF VARIES

4.  GYP BD:  EXTEND FULL HEIGHT, UNLESS INDICATED OTHERWISE

5.  PARTITION TO EXTEND 7'-6" AFF.  TERMINATE WITH WOOD CAP. REFER TO 11/A8.1.
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fkcloj^qflkj^oh obj^ohp

FIRE RATED

ASSEMBLY

(REFER TO LS1.1
FOR LEGEND)

oc^JN

ROOF ASSEMBLIES ARE SHOWN
DIAGRAMMATICALLY.  REFER TO
SPECS FOR REQUIRED R-VALUE
AND MATERIAL THICKNESS

ROOF MEMBRANE

COVERBOARD

4" MIN TAPERED
ROOF INSULATION

VAPOR/AIR BARRIER MEMBRANE

SUBSTRATE BOARD

DECK SURFACE

REPRESENTED BY RFAn

APPLIES TO A10.1.n AND A10.2.n SERIES OF DRAWINGS

ollc=^ppbj_ifbp ollc=mi^k=ibdbka
APPLIES TO DRAWINGS A10.1.1 - A10.1.n

REFER TO M, E & FP DRAWINGS FOR ROOF SYMBOLS NOT INDICATED BELOW

ollc=mi^k=dbkbo^i=klqbp

A. ALL ROOF ASSEMBLIES: RFA1, UNO.

B. ROOF PLAN DOES NOT INDICATE ALL EQUIPMENT AND PENETRATIONS.  REFER TO
OTHER DISCIPLINE’S DRAWINGS FOR QUANTITIES AND LOCATIONS OF ROOFTOP
EQUIPMENT AND ASSOCIATED PENETRATIONS.

C. COORDINATE LOCATION AND SIZE OF ROOF OPENINGS AND ASSOCIATED
PENETRATIONS WITH STRUCTURE.

D. ROOF DETAILS MAY NOT ENTIRELY REPRESENT ACTUAL CONSTRUCTION CONDITIONS.
ACTUAL DETAIL ASSEMBLIES SHALL BE APPROVED BY ROOFING MANUFACTURER.

E. ROOF PLAN DOES NOT INDICATE ALL ROOFING DETAILS (INCLUDING BUT NOT LIMITED
TO ROOF DRAINS; VTR; CURBS; EXPANSION JOINTS; ROOF HATCHES).  PROVIDE MFR’S
DETAILS AS REQUIRED TO SUIT SPECIFIC APPLICATION AND SPECIFICATIONS.

F. PROVIDE CRICKETS AT DRAINS, WALLS, CURBS, MECHANICAL EQUIPMENT, AND OTHER
OBSTRUCTIONS SUCH THAT 1/4” PER FOOT MINIMUM POSITIVE DRAINAGE SLOPE IS
MAINTAINED AT ALL SUCH AREAS.

G. PROVIDE DOUBLE-LAYER OF MEMBRANE ROOFING MATERIAL UNDER SPLASH BLOCKS.

H. CENTER ALL PENETRATIONS BETWEEN RIBS OF METAL ROOFING.  PIPING, DUCTWORK
AND CURBS SHALL BE OFFSET AS REQUIRED TO ACHIEVE PENETRATIONS CENTERED
BETWEEN RIBS.

GUTTER AND DOWNSPOUT (RECTANGULAR
SHOWN, MAY BE ROUND IF SPECIFIED)

PRIMARY ROOF DRAIN AND SUMP

SECONDARY/EMERGENCY OVERFLOW
(WHERE OCCURS)

3
'-0
" 
U
N
O

ROOF ACCESS HATCH

SCUPPER

CRICKET

WALKWAY PATH
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INDICATES DIRECTION OF
ROOF ASSEMBLY SLOPE
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TO GUTTER BELOW
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A10.1

3

A10.1

RFA-1

4

5

5

6

13

REPRESENTED BY n

APPLIES TO DRAWINGS A10.1

ollc=hbvklqbp

1. 4" DIA DOWNSPOUT. DISCHARGE AT FIRST FLOOR LEVEL UNO.

2. CONTINUOUS GUTTER, SLOPE TO DOWNSPOUT

3. REMOVE AND CAP EXISTING ROOF DRAIN

4. 2'-0"x3'-0" ROOF HATCH WITH RAIL PROTECTION SYSTEM

5. SPLASH BLOCK @ GRADE

6.  ROOF EDGE RAIL SYSTEM

7.  FRT BLOCKING

8.  METAL FLASHING

9.  RIGID INSULATION

10.  PRE MANUFACTURED METAL ROOF CURB

11.  GASKETED FASTENER

12.  VAPOR BARRIER

13.  ROOF WALKING PADS (TYP)

7

8

11

8

10

6
 7
/8
"

7 1/4"

1 1/2"

7 12

RFA-1
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THIS SUMMARY DOES NOT IDENTIFY ALL APPLICABLE CODE SECTIONS AND IS A SUMMARY OF SELECTED CODE SECTIONS ONLY.  CODE SECTIONS NOT IDENTIFIED OR OTHERWISE INDICATED DOES
NOT RELIEVE THE CONTRACTOR OF THE RESPONSIBILITY TO COMPLY WITH APPLICABLE CODES, STANDARDS, AND REGULATIONS TO COMPLETE THE WORK.`lab=a^q^=prjj^ov

ADMINISTRATION

Applicable Codes, Standards, and/or References Year

Virginia Rehabilitation Code (Virginia Uniform Statewide Building Code, Part II) 2012

ICC/ANSI A117.1 2009

Refer to other Contract Documents (disciplines) and Specifications for additional code summary information not included in this Code
Summary (generally related to IBC Chapters 13 through 33).

WORK AREA COMPLIANCE METHOD

602.1-.2 Existing Building Materials

Materials already in use and in conformance with requirements in effect at the time of their installation shall be permitted to remain in
use, including repairs and alterations, unless determined by the code official to render the building or structure unsafe

705.1 Accessibility

Exception 2:  Accessible means of egress are not required in existing buildings

705.1.1 Entrances

Where alterating an entrance, and the building has a separate accessible entrance on an accessible route, the altered entrance is not
required to be accessible unless required for access to a primary function per 705.2.  Directional signs shall be provided.

705.1.13 Thresholds

The maximum height of existing thresholds at doorways shall be 3/4 inch with beveled edges on each side

706.2 Addition or replacement of roofing or replacement of equipment

Exception 1:  Where the additional dead load from the roofing or equipment does not increase the force in the element by more than 5
percent

801.3 Compliance

Exception 2:  Newly installed electrical equipment shall comply with Section 808

803.2.1 Existing Vertical Openings

Exception 3:  Enclosure shall not be required where:

3.2. All of the following conditions are met:

3.2.1. The communicating area has a low hazard occupancy or has a moderate hazard occupancy that is protected throughout by an
automatic sprinkler system

3.2.2. The lowest or next to the lowest level is a street floor

3.2.3. The entire area is open and unobstructed in a manner such that it may be assumed that a fire in any part of the interconnected
spaces will be readily obvious to all of the occupants

3.2.4. Exit capacity is sufficient to provide egress simultaneously for all the occupants of all levels by considering all areas to be a
single floor area for the determination of required exit capacity

3.2.5. Each floor level, considered separately, has at least one half of its individual required exit capacity provided by an exit or exits
leading directly out of that level without having to traverse another communicating floor level or be exposed to the smoke or fire
spreading from another communicating floor level

Exception 11:  In Group R-2 occupancies, a minimum 30-minute enclosure shall be provided to protect all vertical openings not
exceeding three stories.  Enclosure is not required in the following locations:

11.2. Buildings protected throughout by an approved automatic sprinkler system

804.4.1 Fire Alarm

Exception 2:  Where selective notification is permitted, alarm-notification appliances shall be automatically activated in the areas
selected

805.6 Dead-End Corridors

Exception 3:  In other than Group A and H occupancies, the maximum length of an existing dead-end corridor shall be 70 feet in
buildings equipped throughout with an automatic sprinkler system

810.1 Minimum Fixtures

Where the occupant load of a story is increased by more than 20 percent, plumbing fixtures shall be provided per the Building Code
based on the increased occupant load

811.1 Energy Conservation

Level 2 alterations do not require the entire building to comply with the Energy Conservation Code except as they relate to the new
construction

COMPLIANCE METHOD

301.1.2 Work Area Compliance Method
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o^qfkd
j^oh ^mmifbp=ql obj^ohp

uN NLO=eo JJ
cfob=m^oqfqflkp=pbm^o^qfkd=pibbmfkd

olljp
rQNV

REPRESENTED BY Xn

THE ASSEMBLIES REFERENCED ARE BASIS OF DESIGN; EQUIVALENT COMPATIBLE
TESTED ASSEMBLIES WILL BE ACCEPTABLE IF APPROVED BY THE LAHJ

cfob=o^qba=^ppbj_ifbp

ifcb=p^cbqv=pvj_li=ibdbka
APPLIES TO LS SERIES OF DRAWINGS ONLY

DESIGNATOR MATRIX SYMBOLS

2 HR FIRE

½ HR FIRE

WALL BARRIER PARTITION
RATED EXT

WALL

NOTE:
WALL DESIGNATIONS ON THE LS SERIES OF DRAWINGS ARE FOR GRAPHICAL
PURPOSES ONLY AND MAY NOT REPRESENT THE ACTUAL WALL/PARTITION
CONSTRUCTION.  REFER TO THE CONTRACT DOCUMENTS, INCLUDING THE
LIFE SAFETY SYMBOLS LEGEND AND A0, A1 AND, A2 SERIES OF DRAWINGS,
FOR ACTUAL WALL/PARTITION TYPES AND CONSTRUCTION REQUIREMENTS.

1205

798 1280

798 1280

ROOM NUMBER

DIRECTION OF EGRESS

EGRESS LOAD CAPACITY
NUMBER OF OCCUPANTS

DIRECTION OF EGRESS

EGRESS LOAD CAPACITY
NUMBER OF OCCUPANTS

MAXIMUM TRAVEL DISTANCE

COMMON PATH OF TRAVEL

FIRE EXTINGUISHER CABINET

FIRE EXTINGUISHER BRACKET

XXX'-X"

XXX'-X"

CPOT
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LEVEL 1 ALTARATIONS 5,629 SF, 41%

LEVEL 2 ALTARATIONS 6,050 SF, 44%
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ifcb=p^cbqv=J=c^`fifqv=qlq^i=^ob^

AREA (SF)

BUILDING 1 - STORY 1 9086

BUILDING 1 - STORY 2 4638

13724

Grand total 13724

ifcb=p^cbqv=J=dbkbo^i=a^q^

BUILDING

OCCUPANCY CLASSIFICATION CONSTRUCTION
TYPE

FULLY
SPRINKLERED

MIXED
OCCUPANCY

NON-SEPARATED
MIXED USE

SEPARATED
MIXED USE

OCCUPANCY CLASSIFICATION -
DESIGNPRIMARY SECONDARY

1 R2:
RESIDENTIAL

II-B Yes Yes Yes No R2:  RESIDENTIAL

 1/8" = 1'-0"

ifcb=p^cbqv=mi^k=J=cfopq=cillo

 1/8" = 1'-0"

ifcb=p^cbqv=mi^k=J=pb`lka=cillo

l``rm^k`v=p`ebarib

SPACE
NUMBER SPACE NAME

USE
CLASSIFICATION USED TO DETERMINE OCCUPANCY FACTOR ONLY

FLOOR AREA
PER

OCCUPANT

AREA OCCUPANCY LOAD

SF GROSS NET TABULAR ACTUAL DESIGN

103 CAR SEAT OFFICE B BUSINESS AREAS 100 SF 158 ● 2 2

104 ENGINE OFFICE B BUSINESS AREAS 100 SF 149 ● 2 2

107 JANITOR S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 29 ● 1 1

108 MACHINE ROOM S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 22 ● 1 1

110 TRUCK OFFICE B BUSINESS AREAS 100 SF 128 ● 2 2

111 SOUTH APPARATUS BAYS S2 PARKING GARAGE 200 SF 3024 ● 16 16

112 WASH BAY S2 PARKING GARAGE 200 SF 1070 ● 6 6

113 SHOP S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 194 ● 1 1

114 SHOP S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 130 ● 1 1

115 MECHANICAL ROOM S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 477 ● 2 2

118 I.T. S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 25 ● 1 1

119 DAY ROOM R2 DORMITORY 50 SF 567 ● 12 12

120 STORAGE S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 209 ● 1 1

121 NORTH APPARATUS BAYS S2 PARKING GARAGE 200 SF 1508 ● 8 8

122 EMS STORAGE CLOSET S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 72 ● 1 1

202 BUNK ROOM R2 DORMITORY 50 SF 68 ● 2 1 1

203 BUNK ROOM R2 DORMITORY 50 SF 70 ● 2 1 1

204 BUNK ROOM R2 DORMITORY 50 SF 70 ● 2 1 1

205 BUNK ROOM R2 DORMITORY 50 SF 70 ● 2 1 1

206 BUNK ROOM R2 DORMITORY 50 SF 70 ● 2 1 1

207 BUNK ROOM R2 DORMITORY 50 SF 70 ● 2 1 1

208 BUNK ROOM R2 DORMITORY 50 SF 70 ● 2 1 1

209 BUNK ROOM R2 DORMITORY 50 SF 70 ● 2 1 1

210 BUNK ROOM R2 DORMITORY 50 SF 70 ● 2 1 1

211 BUNK ROOM R2 DORMITORY 50 SF 92 ● 2 2 2

218 BUNK ROOM R2 DORMITORY 50 SF 84 ● 2 1 1

220 LAUNDRY/ JANITOR ROOM S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 65 ● 1 1

223 EXERCISE ROOM R2 EXERCISE ROOM 50 SF 706 ● 15 15

224 KITCHEN / DINING R2 RESIDENTIAL 200 SF 443 ● 3 3

225 TRAINING ROOM A3 ASSEMBLY, UNCONCENTRATED 15 SF 691 ● 47 47

226 TRAINING STORAGE CLOSET S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 72 ● 1 1

228 FOOD LOCKER S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 10 ● 1 1

229 FOOD LOCKER S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 10 ● 1 1

230 FOOD LOCKER S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 10 ● 1 1

232 STORAGE CLOSET S2 ACCESSORY STORAGE & MECHANICAL EQUIPMENT ROOM 300 SF 16 ● 1 1

150

c^`fifqv=l``rm^kq=il^a

USE CLASSIFICATION DESIGN OCCUPANCY LOAD

A3 47

B 6

R2 12

S2 45

110

NOTE:
THE FAILITY OCCUPANT LOAD WILL BE USED TO DETERMINE PLUMBING COUNTS
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1. CLASSIFICATION OF BUILDING
RISK CATEGORY (IBC TABLE 1604.5) IV

2. FLOOR LIVE LOADS UNIFORM CONCENTRATED

OFFICES 50  PSF 2000  LB
PARTITION ALLOWANCE 15  PSF

FIRST FLOOR CORRIDORS/LOBBIES 100  PSF 2000  LB
LOBBIES AND FIRST FLOOR CORRIDORS 100  PSF 2000  LB
SECOND FLOOR CORRIDORS 80  PSF 2000  LB
BUNK ROOMS 40  PSF

CONCENTRATED LOAD APPLIED OVER 2'-6" x 2'-6" AREA.

REDUCTION OF FLOOR LIVE LOAD HAS NOT BEEN UTILIZED.

3. ROOF LIVE LOADS

MINIMUM ROOF LIVE LOAD 20  PSF 300  LB

CONCENTRATED LOAD APPLIED OVER 2'-6" x 2'-6" AREA.

REDUCTION OF MINIMUM ROOF LIVE LOAD HAS NOT BEEN UTILIZED.

4. ROOF SNOW LOAD

GROUND SNOW LOAD (Pg) 35  PSF
IMPORTANCE FACTOR (ls) 1.1
EXPOSURE FACTOR (Ce) 1.0
THERMAL FACTOR (Ct) 1.0
FLAT ROOF SNOW LOAD (Pf = 0.7 x Ce x Ct x ls x Pg) 27.0  PSF
MINIMUM Pf FOR Pg > 20 PSF

Pf min = 20 x I 22  PSF

5. EXISTING BUILDING LATERAL SYSTEM WILL NOT BE ALTERED BY STRUCTURAL RENOVATION.

1. ALL CONCRETE WORK SHALL CONFORM TO THE REQUIREMENTS OF ACI 318-11 "BUILDING CODE
REQUIREMENTS FOR STRUCTURAL CONCRETE" AND ACI 301-10 "STANDARD SPECIFICATIONS FOR
STRUCTURAL CONCRETE".

2. CONCRETE SHALL BE NORMAL WEIGHT AND SHALL OBTAIN ULTIMATE 28 DAY COMPRESSIVE
STRENGTHS (F'c), AS FOLLOWS:

SLABS ON STEEL DECK 3500 PSI
ELEVATED SLABS AND BEAMS 4000 PSI

3. ALL EXTERIOR CONCRETE SHALL BE AIR-ENTRAINED.

4. REINFORCING STEEL SHALL BE AS FOLLOWS:

REINFORCING BARS: ASTM A615, GRADE 60, DEFORMED

WELDED WIRE FABRIC: ASTM A185, SHEET TYPE ONLY

WELDABLE REINFORCING BARS: ASTM A706 LOW ALLOW STEEL
REINFORCING BARS, DEFORMED

DEFORMED BAR ANCHORS (DBA) ASTM A496, DEFORMED,
(FOR CONCRETE REINFORCING)

LAP SPLICES SHALL BE CLASS B UNLESS NOTED OTHERWISE

WELDING PER AWS D1.4 STRUCTURAL WELDING CODE - REINFORCING STEEL

5. UNLESS OTHERWISE INDICATED, PROVIDE CONTROL JOINTS IN SLABS ON GRADE WITHIN THE BUILDING,
SUCH THAT THE AREA BOUNDED BY CONTROL JOINTS DOES NOT EXCEED 225 SQUARE FEET AND JOINT
SPACING DOES NOT EXCEED 15'-0" ON CENTER IN ANY ONE DIRECTION.  THE RATIO OF LENGTH TO WIDTH OF
THE AREA BOUNDED BY CONTROL JOINTS SHALL NOT EXCEED 1.5 TO 1.  PROVIDE DIAMOND OR CIRCULAR
BLOCKOUTS AT COLUMNS.

6. REINFORCE ALL RE-ENTRANT CORNERS OF SLAB CASTINGS WITH (2) #4 x 3'-0" LONG IN ADDITION TO
WELDED WIRE FABRIC.

7. PROVIDE BOND BREAK WHERE FLOOR SLAB ABUTS CMU OR CONCRETE WALL.

8. PLACE CONCRETE MONOLITHICALLY ON STEEL FLOOR DECK. CONSTRUCTION JOINTS MAY BE
PERMITTED ONLY AFTER APPROVAL OF THE ARCHITECT / STRUCTURAL ENGINEER.

9. CONCRETE THICKNESS INDICATED ON FLOOR DECK IS A MINIMUM THICKNESS AND MAY INCREASE TO
MAINTAIN A LEVEL SURFACE AS FLOOR FRAMING DEFLECTS DURING CONCRETE PLACEMENT.

1. ALL STRUCTURAL STEEL WORK SHALL CONFORM TO THE FOLLOWING AISC DOCUMENTS:

AISC 360-10 "SPECIFICATION FOR STRUCTURAL STEEL BUILDINGS", DATED JUNE 22, 2010.
AISC 303-10 "CODE OF STANDARD PRACTICE FOR STEEL BUILDINGS AND BRIDGES", DATED APRIL 14, 2010.
RCSC'S "SPECIFICATION FOR STRUCTURAL JOINTS USING HIGH STRENGTH BOLTS", DATED DECEMBER 31, 2009.

2. STRUCTURAL STEEL SHALL COMPLY WITH THE FOLLOWING SPECIFICATIONS:

WIDE FLANGE SHAPES ASTM A992 (FY=50 KSI)
MISCELLANEOUS SHAPES, PLATES & BARS ASTM A36 (FY=36 KSI)
HOLLOW STRUCTURAL SECTIONS (HSS)

SQUARE & RECTANGLE ASTM A500, GRADE B (FY=46 KSI)
ROUND ASTM A500 GRADE B (FY=42 KSI)

PIPE ASTM A53, GRADE B TYPE E OR S (FY=35 KSI)
HIGH STRENGTH BOLTS ASTM A325
WASHERS ASTM F436
HEAVY HEX NUTS ASTM A563
ANCHOR RODS ASTM A307
WELDING ELECTRODES E70 (LOW HYDROGEN)
THREADED ROD ASTM A36

3. UNLESS NOTED OTHERWISE, CONNECTIONS SHALL BE DESIGNED IN ACCORDANCE WITH AISC MANUAL
OF STEEL CONSTRUCTION, 14TH EDITION AS SIMPLE CONNECTIONS USING ALLOWABLE STRENGTH
DESIGN (ASD). CONNECTIONS FOR NON-COMPOSITE BEAMS SHALL BE DESIGNED FOR THE UNIFORM LOAD
CAPACITY INDICATED IN THE ALLOWABLE UNIFORM LOAD TABLES, PART 3, OF THE AISC MANUAL OF STEEL
CONSTRUCTION.

4. BOLTED JOINTS SHALL BE "SNUG TIGHTENED", AND SHALL HAVE THREADS EXCLUDED FROM THE SHEAR
PLANE, UNLESS OTHERWISE INDICATED.

5. WELDING SHALL BE IN ACCORDANCE WITH AWS D1.1 "STRUCTURAL WELDING CODE - STEEL".

6. WHERE STRUCTURAL STEEL IS EXPOSED BELOW GRADE, OR ENCASED IN CMU, PROVIDE MINIMUM 3" CONCRETE
COVER OR COAT WITH BITUMINOUS MASTIC.

7. STRUCTURAL STEEL EXPOSED TO WEATHER IN THE FINISHED WORK SHALL BE HOT DIPPED GALVANIZED IN
ACCORDANCE WITH ASTM A123, UNLESS NOTED OTHERWISE.

1. ALL STEEL DECK WORK SHALL CONFORM TO THE LATEST EDITION OF THE STEEL DECK INSTITUTE (SDI)
"DESIGN MANUAL FOR COMPOSITE DECKS, FORM DECKS AND ROOF DECKS", AND AMERICAN IRON AND
STEEL INSTITUTE (AISI) "SPECIFICATION FOR THE DESIGN OF COLD FORMED STEEL STRUCTURAL MEMBERS".

2. WELDING SHALL BE IN ACCORDANCE WITH AWS D1.3, "STRUCTURAL WELDING CODE - SHEET STEEL".

3. PERMANENT LOADS SHALL NOT BE SUSPENDED FROM STEEL ROOF DECK UNLESS APPROVED BY
ENGINEER.

4. STEEL DECK UP TO 2" DEEP SHALL BE INSTALLED WITH A MINIMUM OF 3 CONTINUOUS SPANS, UNLESS
NOTED OTHERWISE. STEEL DECK 3" DEEP OR GREATER SHALL BE INSTALLED WITH A MINIMUM OF 2
CONTINUOUS SPANS, UNLESS NOTED OTHERWISE. ANY LOCATIONS NOT MEETING THESE CONDITIONS SHALL
BE SPECIFICALLY IDENTIFIED ON THE STEEL DECK SHOP DRAWINGS FOR REVIEW BY THE ARCHITECT.

5. REFER TO "STEEL DECK SCHEDULE" FOR DECK TYPES AND FASTENING REQUIREMENTS.

1. INSTALL ALL ANCHORS IN ACCORDANCE WITH MANUFACTURER'S PUBLISHED PROCEDURES AT
NOT LESS THAN THE MINIMUM EDGE DISTANCES INDICATED IN THE MANUFACTURER'S LITERATURE.
SUBMIT MANUFACTURER'S PRODUCT DATA FOR REVIEW BY THE ARCHITECT.

2. ALL ANCHORS (INCLUDING THREADED RODS, NUTS, WASHERS) SHALL BE ZINC PLATED IN ACCORDANCE
WITH ASTM B633, FOR SERVICE CONDITION SC-1.

3. SCREW ANCHORS SHALL BE ONE OF THE FOLLOWING:

WEDGE-BOLT +, BY POWERS FASTENERS
TITEN HD, BY SIMPSON STRONG-TIE ANCHORING SYSTEMS
KWIK HUS-EZ, BY HILTI

HOLE DIAMETER THROUGH STEEL MEMBER SHALL BE 1/8 INCH LARGER THAN NOMINAL DIAMETER OF ANCHOR.

MINIMUM SCREW ANCHOR EMBEDMENTS SHALL BE AS FOLLOWS, UNO:
4" EMBEDMENT FOR 1/2" DIAMETER ANCHOR
5" EMBEDMENT FOR 5/8" DIAMETER ANCHOR
6" EMBEDMENT FOR 3/4" DIAMETER ANCHOR

4. ADHESIVE ANCHORS SHALL CONSIST OF THREADED ROD (ASTM A36), HEX NUT (ASTM A563),
WASHER (ASTM F436), AND ADHESIVE (TYPE PER NOTES A, B OR C BELOW).

ADHESIVE DOWELS SHALL CONSIST OF DEFORMED REINFORCING BAR (ASTM A615, GRADE 60) AND
ADHESIVE (TYPE PER NOTE A BELOW)

A. "ADHESIVE ANCHORS" OR "ADHESIVE DOWELS" INSTALLED IN SOLID CONCRETE SHALL UTILIZE
ONE OF THE FOLLOWING ADHESIVES:

HYBRID (FAST CURE)

ACRYLIC-TIE XP, BY SIMPSON STRONG-TIE ANCHORING SYSTEMS
HIT-HY 200, BY HILTI

EPOXY (SLOW CURE)

PE 1000+, BY POWERS FASTENERS
SET-XP, BY SIMPSON STRONG-TIE ANCHORING SYSTEMS
HIT RE 500-SD EPOXY ADHESIVE, BY HILTI

B. "ADHESIVE ANCHORS" INSTALLED IN SOLID GROUT FILLED CMU SHALL UTILIZE ONE OF THE
FOLLOWING ADHESIVES:

HIT-HY 70, BY HILTI
AC 100+ GOLD, BY POWERS FASTENERS
ACRYLIC-TIE, BY SIMPSON STRONG-TIE ANCHORING SYSTEMS
EPCON A7, BY ITW RED HEAD

C. "SCREEN TUBE ANCHORS" INSTALLED IN HOLLOW CMU SHALL UTILIZE ONE OF THE FOLLOWING ADHESIVES:

HIT-HY 70, BY HILTI
AC100+ GOLD, BY POWERS FASTENERS
ACRYLIC-TIE, BY SIMPSON STRONG-TIE ANCHORING SYSTEMS

5. EXPANSION ANCHORS SHALL BE ONE OF THE FOLLOWING:

POWER-STUD + SD1, BY POWERS FASTENERS
KWIK BOLT TZ, BY HILTI
STRONG-BOLT 2, BY SIMPSON STRONG-TIE ANCHORING SYSTEMS
TRUBOLT +, BY ITW RED HEAD

1. THE CONTRACT DOCUMENTS ARE COMPLEMENTARY AND WHAT IS REQUIRED BY ONE SHALL BE AS BINDING
AS REQUIRED BY ALL.  IN THE CASE OF A CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE BETTER
QUALITY.  IN THE CASE OF A CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE GREATER QUANTITY.

2. ALL WORK SHALL BE DONE IN ACCORDANCE WITH THE VIRGINIA UNIFORM STATEWIDE BUILDING CODE
(USBC), 2012 EDITION, EFFECTIVE JANUARY 1, 2012 (INTERNATIONAL BUILDING CODE 2012).

3. THE STRUCTURAL DRAWINGS ARE INTENDED TO BE USED IN CONJUNCTION WITH THE ARCHITECTURAL
DRAWINGS AND THE DRAWINGS OF THE OTHER ENGINEERING DISCIPLINES.

4. VERIFY AND COORDINATE MECHANICAL UNIT SUPPORTS AND OPENINGS WITH EQUIPMENT PURCHASED FOR
THE PROJECT. COORDINATE REQUIREMENTS FOR SLEEVES, HANGERS, INSERTS, ANCHORS AND ALL OTHER
ITEMS TO BE SET IN STRUCTURAL WORK.

5. SPECIAL INSPECTIONS ARE REQUIRED BY THE USBC (INTERNATIONAL BUILDING CODE 2012, SECTION 1704).
REFER TO THE STATEMENT OF SPECIAL INSPECTIONS PREPARED FOR THIS PROJECT AND THE FOLLOWING
PROJECT SPECIFICATIONS FOR SPECIFIC INSPECTION REQUIREMENTS.

033000 CAST-IN-PLACE CONCRETE
042000 UNIT MASONRY
051200 STRUCTURAL STEEL FRAMING
053100 STEEL DECKING

REFER TO SPECIFICATION SECTION 014000 FOR GENERAL INSPECTION REQUIREMENTS.
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1
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SECTION NUMBER
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EARTH

CAST IN PLACE CONCRETE

CLAY BRICK

SPLIT-FACE CONCRETE BLOCK

GROUT FILLED CONCRETE BLOCK

HOLLOW CONCRETE BLOCK

POROUS FILL

STRUCTURAL MATERIALS LEGEND

JBE (+X'-X")

BP1, BP2 ...

BP-A, BP-B ...

P-1, P-2 ...

-X'-X"

WP

+X'-X"

L1, L2 ...

X.X

(+X'-X")

(J)

(SL)

JOIST BEARING ELEVATION

BEAM BEARING PLATE MARK

COLUMN BASE PLATE MARK

CONCRETE PIER MARK

WALL FOOTING STEP

TOP OF FOOTING ELEVATION

WORK POINT

TOP OF SLAB ELEVATION

LINTEL MARK

COLUMN FOOTING MARK

TOP OF STEEL BEAM ELEVATION

INDICATES TOP OF STRUCTURAL MEMBER SHALL BE
IN SAME PLANE AS TOP OF JOIST

INDICATES TOP OF STRUCTURAL MEMBER SHALL BE
SLOPED

CENTERLINE

WFX.X WALL FOOTING MARK

(E) EXISTING

1. EXISTING CONSTRUCTION INDICATED ON THE STRUCTURAL DRAWINGS IS BASED ON INFORMATION OBTAINED
    FROM THE ORIGINAL DESIGN DRAWINGS AND ON LIMITED OBSERVATIONS OF EXISTING CONDITIONS. THIS
    INFORMATION, INCLUDING STRUCTURAL COMPONENT TYPE, SIZE AND ORIENTATION HAS NOT BEEN CONFIRMED
    IN ALL CASES, AND MAY NOT MATCH "AS-BUILT" EXISTING CONSTRUCTION. ALL EXISTING CONDITIONS AND
    DIMENSIONS RELATING TO THE PROPOSED NEW WORK SHALL BE VERIFIED BY THE CONTRACTOR PRIOR
    TO FABRICATION AND CONSTRUCTION OF STRUCTURAL ELEMENTS. DISCREPANCIES SHALL BE BROUGHT
    TO THE ATTENTION OF THE ARCHITECT.

2. EXISTING CONSTRUCTION IS INDICATED USING A LIGHTER LINE WEIGHT THAN PROPOSED NEW CONSTRUCTION
    IN PLANS AND SECTIONS.

1. PROVIDE TEMPORARY SHORING AND BRACING TO MAINTAIN THE EXISTING STRUCTURE IN PROPER
    ALIGNMENT UNTIL PERMANENT CONSTRUCTION AND LATERAL BRACING IS IN PLACE.

2. THE TEMPORARY SHORING DIAGRAMS ARE CONCEPTUAL ONLY. DESIGN OF TEMPORARY SHORING
    SHALL BE PROVIDED BY THE CONTRACTOR. DESIGN CALCULATIONS AND SHORING DRAWINGS SHALL
    BE SUBMITTED FOR REVIEW AND SHALL BE SIGNED AND SEALED BY A PROFESSIONAL ENGINEER
    LICENSED IN THE COMMONWEALTH OF VIRGINIA.

3. CAREFULLY EVALUATE THE SITUATION WHICH EXISTS PRIOR TO COMMENCEMENT OF WORK. NOTIFY
    THE ARCHITECT IF ANY CONDITIONS ARE DETECTED WHICH MAY AFFECT THE STABILITY OF THE EXISTING
    STRUCTURE OR THE SHORING.

4. MONITOR THE PERFORMANCE OF THE TEMPORARY SHORING AT ALL TIMES DURING THIS WORK AND HAVE
    ADDITIONAL SHORING READILY AVAILABLE ON SITE IN THE EVENT OF DEFLECTION OR OTHER MOVEMENT
    OF THE SHORING.
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X
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X

EQUIPMENT LOAD OR
MECHANICAL EQUIPMENT
CURB SUPPORRT

EXISTING TOP CHORD

HANGER
LOAD

WHERE CONCENTRATED LOAD EXCEEDING 150 LBS FALLS BETWEEN
BOT CHORD OR TOP CHORD PANEL POINTS WHERE DIM (X) IS 6" OR GREATER,
PROVIDE (2) L1x1x3/16 STRUTS TO PANEL POINTS, FIELD INSTALLED, AS SHOWN.

NOTES:
1. INSTALL STRUTS AT ALL SPRINKLER PIPE HANGERS WHERE DIM (X) IS 6" OR GREATER
2. C-CLAMPS PERMITTED WHEN LOAD IS LESS THAN 50 LBS.

1/8

TYP EA END
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PLAN LEGEND

HORIZ HORIZONTAL

HS HIGH STRENGTH

HSS HOLLOW STRUCTURAL SECTION

HT HEIGHT

IN INCH

INFO INFORMATION

INT INTERIOR

JBE JOIST BEARING ELEVATION

JS JOIST SUBSTITUTE

JST JOIST

JT JOINT

K KIP

LBS POUNDS

LF LINEAR FEET (FOOT)

LLH LONG LEG HORIZONTAL

LLV LONG LEG VERTICAL

LULA LIMITED USE LIMITED APPLICATION

M METER(S)

MAS MASONRY

MATL MATERIAL

MAX MAXIMUM

MECH MECHANICAL

MFR MANUFACTURER

MIN MINIMUM

MM MILLIMETER(S)

NOM NOMINAL

NS NON SHRINK

OC ON CENTER

OD OUTSIDE DIAMETER

OPNG OPENING

OPP OPPOSITE

PC CONC PRECAST CONCRETE

PLF POUNDS PER LINEAR FOOT

POLY POLYETHYLENE

PPT PRESSURE PRESERVATIVE
TREATED

PSF POUNDS PER SQUARE FOOT

R RADIUS

RD ROOF DRAIN

REF REFERENCE

REINF REINFORCING, REINFORCED

REQ'D REQUIRED

SIM SIMILAR

SL SLOPE

SOG SLAB ON GRADE

SPA SPACES

SS STAINLESS STEEL

STD STANDARD

STIFF STIFFENER

STRUCT STRUCTURAL

SUSP SUSPENDED

SYM SYMMETRY(RICAL)

T&B TOP AND BOTTOM

T&G TONGUE AND GROOVE

TOC TOP OF CONCRETE

TOS TOP OF STEEL

TOSL TOP OF SLAB

TOW TOP OF WALL

TYP TYPICAL

UNO UNLESS NOTED OTHERWISE

VB VAPOR BARRIER

VERT VERTICAL

VR VAPOR RETARDER

WP WORK POINT

WWF WELDED WIRE FABRIC

AB ANCHOR BOLT

AESS ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL

AFF ABOVE FINISHED FLOOR

ALUM ALUMINUM

APPROX APPROXIMATE

ARCH ARCHITECTURAL, ARCHITECT

AVG AVERAGE

BLDG BUILDING

BM BEAM

BOT BOTTOM

BRG BEARING

BTWN BETWEEN

CFSF COLD FORMED STEEL FRAMING

CIP CAST IN PLACE

CJ CONTROL JOINT

CLG CEILING

CLR CLEAR

CMU CONCRETE MASONRY UNIT

COL COLUMN

CONC CONCRETE

CONN CONNECTION

CONSTR CONSTRUCTION

CONT CONTINUOUS

CTR CENTER

DBA DEFORMED BAR ANCHOR

DBL DOUBLE

DIAG DIAGONAL

DIAM DIAMETER

DIM DIMENSION

DN DOWN

DWG DRAWING

EA EACH

EF EACH FACE

EJ EXPANSION JOINT

EL ELEVATION

ELECT ELECTRICAL

ELEV ELEVATOR

EOD EDGE OF DECK

EOS EDGE OF SLAB

EQ EQUAL

EW EACH WAY

EXIST EXISTING

EXP EXPANSION

EXT EXTERIOR

FD FLOOR DRAIN

FDN FOUNDATION

FF FINISHED FLOOR

FIN FINISHED

FLR FLOOR

FOB FACE OF BRICK

FOC FACE OF CONCRETE

FOM FACE OF MASONRY

FRMG FRAMING

FRT FIRE RETARDANT TREATED

FT FOOT

FTG FOOTING

GA GAGE

GALV GALVANIZED

GB GRADE BEAM

GC GENERAL CONTRACTOR

GRD GRADE

HD HEADED

HK HOOK
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(E) CONC BEAM (E) CONC BEAM (E) CONC BEAM (E) CONC BEAM

BP1

BP1

BP1 (TYP OF 4)

PROVIDE CONT L3-1/2x2-1/2x1/4 (LLH)
AT EA EDGE OF OPENING

W8x18

W8x18

NOTE D

NOTE E

LULA
ELEVATOR

REMOVE EXISTING DOUBLE
ANGLE LINTEL (+7'-4"±) AT
EXISTING OPENING

REMOVE  PORTION OF
EXISTING 8" CMU WALL

REMOVE  PORTION OF
EXISTING 8" CMU WALL

W8x18 W/5/16x0'-7"
BOT PL (BOT PL +9'-4")

W8x18 W/5/16x0'-7"
BOT PL (BOT PL +9'-4")

(E
) 

1
4

J5

3' - 6" 3' - 6" 3' - 6" 3' - 6" 3' - 6" 2' - 8" 2' - 8" 3' - 6"

3' - 6"

3' - 6" 3' - 6" 3' - 6" 3' - 6"

F-02
72 LBS

F-01
66 LBS

(E) 24J8

NOTE A

ACC-02
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NOTE A

REFER TO "TYPICAL
EXISTING DECK OPENING"
DETAIL ON DWG S0.1

REFER TO "TYPICAL
EXISTING DECK OPENING"
DETAIL ON DWG S0.1

NOTE C

1' - 6"

ACC-01
507 LBS

NOTE:  FAN F-05 LOCATED ABOVE WASH BAY NOT INDICATED ON PARTIAL PLAN.
 SIMILAR TO FAN F-02.

1
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' -
 4

"
1

0
' -

 4
 1
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"

NOTE E

11' - 7" 5' - 0"

5

S0.1 NOTE B

NOTE B

MAU-01
722 LBS

OAU-01
2367 LBS

REFER TO "TYPICAL
EXISTING DECK OPENING"
DETAIL ON DWG S0.1

NOTE D

5

S0.1
DSS-1B
93 LBS

2
" 

C
L

R

(TYP)
3" CLR

SAWCUT AND REMOVE
EXISTING FIRST FLOOR SLAB

(x5' - 10")

6' - 10"

ELEVATOR WALL
REFER TO ARCH DWGS

ELEVATOR WALL
REFER TO ARCH DWGS

EXISTING CONC
BEAM

1'-4" CONC WALL

FIN GRADEFIN GRADE

EXISTING FLOOR
SLAB

6"

POUR CONC WALL
WITHIN 2" OF EXISTING
CONC SLAB; DRY PACK
W/ NS GROUT

#5 DOWELS @ 12" OC
W/ 90 DEGREE HOOK

8" CONC
SEPARATE POUR

#5 @ 12" OC EA FACE
W/ CORNER BARS

#5 @ 12" OC EW

WATERSTOP;
ADHERE TO BOT
OF EXISTING BEAM

(2) #5 CONT W/
CORNER BARS

(2) #4 ADHESIVE DOWELS
W/ 90 DEGREE HOOK (HORIZ)
@ 2'-0" OC (5" EMBED)

(TYP)
2" CLR

8
"

TURN WATERSTOP
TO EA ADJOINING
SIDE WALL

NOTE:  REFER TO ARCH DRAWINGS FOR WATERPROOFING AROUND ELEVATOR PIT.

MATCH BOT OF
EXISTING BEAM

NOTE:  PROVIDE WATERSTOP ALONG VERTICAL JOINT BETWEEN
 EXISTING CONCRETE BEAM AND SIDE WALL.

8
"

SAWCUT AND REMOVE
EXISTING FIRST FLOOR SLAB

ELEVATOR WALL
REFER TO ARCH DWGS

FIN GRADE

2
" 

C
L

R3" CLR

1'-4" CONC WALL

POUR CONC WALL
WITHIN 2" OF EXISTING
CONC SLAB; DRY PACK
W/ NS GROUT

#5 DOWELS @ 12" OC
W/ 90 DEGREE HOOK

8" CONC
SEPARATE POUR

(2) #5 CONT W/
CORNER BARS

6"

#5 @ 12" OC EW

(TYP)
2" CLR

(2) #4 ADHESIVE DOWELS
W/ 90 DEGREE HOOK (HORIZ)
@ 2'-0" OC (5" EMBED)

#5 @ 12" OC EA FACE
W/ CORNER BARS

MATCH BOT OF
EXISTING BEAM

#4 @ 12" OC EW

1' - 0"

SUMP

2' - 0" x 2' - 0" 1' - 4"

8
"

3" CLR3
" 

C
L

R 8
"

2
' -

 0
"

2
' -

 0
"#4 @ 12" OC

24"

REFER TO ARCH
DWGS FOR GRATING

REFER TO ELEVATOR
PIT DETAIL FOR
ADDITIONAL INFO

WATERSTOP

DOWELS TO MATCH
WALL VERT REINF

3/4" CHAMFER

EDGE OF EQUIPMENT

#5 @ 16" OC EW
AT MID-DEPTH

REFER TO MECH, ELEC, PLUMBING AND CIVIL
DRAWINGS FOR EQUIPMENT REQUIRING EXTERIOR PAD

NOTE:  IF L OR W EXCEEDS 8'-0",THEN
 t = 8"; OTHERWISE t = 6"

L OR W (NOTE)
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 1/8" = 1'-0"

FIRST FLOOR FRAMING PLAN

 1/8" = 1'-0"

SECOND FLOOR FRAMING PLAN
 1/8" = 1'-0"

PARTIAL ROOF FRAMING PLAN

NOTE A: PROVIDE HSS4x4 POST W/ 10x1/2x0'-10" BASE PLATE W/ (4) 5/8" DIAM ADHESIVE ANCHORS OVER EXISTING 18x40 CONCRETE BEAM.
INSTALL TIGHT TO EXISTING 10WF BEAM AND PLATE LINTEL TO ALLOW CONNECTION OF EXISTING 10WF LINTEL TO HSS4x4 POST
WITH NEW SHEAR TAB. W14x22 BEAM AND PLATE LINTEL SHALL BE CONNECTED TO HSS4x4 POST.

NOTE A: PROVIDE HSS4x4 POST W/ 10x1/2x0'-10" BASE PLATE W/ (4) 5/8" DIAM ADHESIVE ANCHORS (5 " EMBED; 7" GAGE) OVER EXISTING 18x40 CONCRETE
BEAM. INSTALL POST TIGHT TO EXISTING 10WF39 BEAM AND PLATE LINTEL TO ALLOW CONNECTION OF EXISTING 10WF39 BEAM AND PLATE LINTEL
TO HSS4x4 POST WITH NEW DOUBLE SHEAR TAB. NEW W14x22 BEAM AND PLATE LINTEL SHALL BE CONNECTED TO HSS4x4 POST ON OPPOSITE SIDE.

NOTE B: SHORE EXISTING OPEN WEB STEEL JOISTS FOR 750 PLF TOTAL LOAD AND SHORE EXISTING 8"x16" CONCRETE BEAM FOR 400 PLF TOTAL LOAD.
PROVIDE NEW W14x22 W/ 5/16x0'-11" TOP PLATE LINTEL.

NOTE C: SHORE END OF EXISTING 10WF39 BEAM AND PLATE LINTEL FOR 17.5k TOTAL LOAD TO ALLOW REMOVAL OF EXISTING BEARING PLATE
AND CONNECTION TO HSS4x4 POST.

 3/4" = 1'-0"S1.1 S1.1

SECTION1

 3/4" = 1'-0"S1.1 S1.1

SECTION2

NOTE B: PROVIDE WATERSTOP BELOW EXISTING CONCRETE BEAM AND TURN TO EACH ADJOINING CONCRETE SIDE WALL.
 RUN WATERSTOP VERTICALLY AT JOINT OF EACH SIDE WALL AND EXISTING CONCRETE BEAM.

NOTE A: DIMENSIONS OF EXISTING 24J8 AND 14J5 ROOF JOISTS INDICATED ARE FROM EXISTING BUILDING DRAWINGS.
FIELD VERIFY LOCATIONS OF EXISTING ROOF JOISTS.

NOTE B: PROVIDE CONTINUOUS C6x10.5 ACROSS TOPS OF 4 EXISTING JOISTS (MIN). EXTEND 6" BEYOND EDGE OF
EACH END JOIST. WELD THRU EXISTING DECK TO EACH JOIST.

NOTE C: PROVIDE CONTINUOUS C6x10.5 ACROSS TOPS OF 3 EXISTING JOISTS (MIN). EXTEND 6" MIN BEYOND EDGE OF
EACH END JOIST. WELD THRU EXISTING DECK TO EACH JOIST.

NOTE E: REINFORCE MIDDLE 30' OF EXISTING JOIST TOP AND BOTTOM CHORDS (6 TOTAL JOISTS). REFER TO
"TYPICAL EXISTING JOIST TOP AND BOTTOM CHORD REINFORCING" DETAIL ON DRAWING S0.1.

NOTE D: PROVIDE CONTINUOUS C6x10.5 ACROSS TOPS OF 6 EXISTING JOISTS (MIN). EXTEND 6" MIN BEYOND EDGE OF
EACH END JOIST. WELD THRU EXISTING DECK TO EACH JOIST.

 3/4" = 1'-0"

ELEVATOR SUMP DETAIL

NOTES:

1. SECOND FLOOR INFILL SLAB CONSTRUCTION SHALL BE NORMAL WEIGHT CONCRETE SLAB ON GALVANIZED 9/16", 24 GAGE FORM DECK (2-1/2" TOTAL
THICKNESS TO MATCH EXISTING) REINFORCED WITH 6x6-W2.9xW2.9 WWF (MID-DEPTH). FASTEN TO ALL SUPPORTS USING WELDING WASHERS AT
30/4 PATTERN, AND AT 6" OC AT ALL EDGES.FASTEN SIDELAPS WITH #10 TEK SCREWS AT MID-SPAN AND NOT GREATER THAN 18" OC.

2. ALL BEAM AND PLATE LINTELS SHALL HAVE 8"x3/8"x0'-8" BEARING PLATES WELDED ON EACH END. LINTELS SHALL BEAR ON MINIMUM 8" DEEP GROUT
FILLED OR SOLID MASONRY.

NOTES:

1. ALL BEAM AND PLATE LINTELS SHALL HAVE 8"x3/8"x0'-8" BEARING PLATES WELDED ON EACH END. LINTELS SHALL
BEAR ON MINIMUM 8" DEEP GROUT FILLED OR SOLID MASONRY.

NO SCALE

EXTERIOR EQUIPMENT PAD

REVISIONS

DATE DESCRIPTION

NOTE D: PROVIDE (3) HSS3x3x1/4 POSTS W/ 5"x1/2"x0'-7" BASEPLATE W/ (4) 1/2" DIAM CONCRETE SCREW ANCHORS (3" EMBED), EQUALLY
SPACED WITHIN 7'-6" TALL KITCHEN WALL (1 POST AT EACH END).

NOTE E: PROVIDE (1) HSS3x3x1/4 POST W/ 5"x1/2"x0'-7" BASEPLATE W/ (4) 1/2" DIAM CONCRETE SCREW ANCHORS (3" EMBED), AT EACH END
OF 7'-6" TALL KITCHEN WALL (2 TOTAL POSTS).



KEYNOTE30

A123

AHU-02

SPACE NUMBER

BUILDING AREA (WHEN USED)

SPACE IDENTIFICATION TAG

EQUIPMENT NUMBER

UNIT DESIGNATION

EQUIPMENT IDENTIFICATION TAG

8

PIPE CAP

PIPE TURNED DOWN

PIPE TURNED UP

PIPE TEE UP

PIPE TEE DOWN

END OF LINE CLEANOUT PLUG
CO

CO

FLOOR CLEANOUT

PRESSURE GAUGE WITH GAUGE COCK

LIQUID FILLED THERMOMETER

UNION

GAS COCK

VALVE

VALVE IN RISER

AUTOMATIC BALANCING VALVE WITH FLOW TAPS

CONCENTRIC PIPE REDUCTION

SWING CHECK VALVE

PRESSURE REDUCING VALVE

SOLENOID OPERATED VALVE

TEMPERATURE AND PRESSURE RELIEF VALVE

VENTURI FLOW METER

POINT OF CONNECTION TO EXISTING

LIMIT OF DEMOLITION

STRUCTURAL GRID LINE WITH DESIGNATION

S

T&P

do^mef`p=pvj_lip=ibdbka

A

P6.1

1

P6.1

1

P6.1

abq^fi=qfqib

1/4"=1'-0"

N

P6.2P2.2

p^kfq^ov=ofpbo=af^do^j

1/4"=1'-0"

pN

P4.2

SECTION LETTER

DRAWING WHERE SECTION IS INDICATED

SECTION WHERE CUT

ENLARGED PLAN NUMBER

DRAWING WHERE ENALRGED PLAN IS INDICATED

ENLARGED PLAN WHERE CUT

DETAIL NUMBER

DRAWING WHERE DETAIL IS INDICATED

DETAIL TAG

DETAIL NUMBER
DRAWING WHERE DETAIL IS INDICATED
DRAWING WHERE DETAIL IS CUT
ADDITIONAL DRAWING REFERENCES

P2.3
P2.4

SANITARY RISER DIAGRAM IDENTIFIER
DRAWING WHERE SANITARY RISER IS INDICATED
DRAWING WHERE SANITARY RISER IS TAGGED
ADDITIONAL DRAWING REFERENCES

P2.2
P2.3
P2.4

S1

P6.1

SANITARY RISER IDENTIFIER

DRAWING WHERE SANITARY RISER IS TAGGED

SANITARY RISER TAG

D1

P6.1

DOMESTIC RISER IDENTIFIER

DRAWING WHERE SANITARY RISER IS TAGGED

DOMESTIC RISER TAG

aljbpqf`=ofpbo=af^do^j

1/4"=1'-0"

aN

P5.2

DOMESTIC RISER DIAGRAM IDENTIFIER
DRAWING WHERE DOMESTIC RISER IS INDICATED
DRAWING WHERE DOMESTIC RISER IS TAGGED
ADDITIONAL DRAWING REFERENCES

P2.2
P2.3
P2.4

crbi=d^p=ofpbo=af^do^j

1/4"=1'-0"

dN

P5.2

FUEL GAS RISER DIAGRAM IDENTIFIER
DRAWING WHERE FUEL GAS RISER IS INDICATED
DRAWING WHERE FUEL GAS RISER IS TAGGED
ADDITIONAL DRAWING REFERENCES

P2.2
P2.3
P2.4

WALL CLEANOUT
WCO

YARD CLEANOUT (CLEANOUT TO GRADE)
CO (GCO)

FLOOR DRAIN WITH TAG

FLOOR SINK WITH TAG

FD-1

FS-1

X" XXX

PIPE WITH SIZE AND SERVICE

PITCH DOWN IN DIRECTION OF ARROW AT INDICATED SLOPE

FLOW IN DIRECTION OF ARROW

1/8" FT

WATER HAMMER ARRESTOR (PLUMBING & DRAINAGE
INSTITUTE SIZE INDICATED)

A

TEMPERATURE/PRESSURE PLUG

FS

FLOW SWITCH

MANUAL BALANCING VALVE

BACKWATER VALVE

HOSE BIBB OR WALL HYDRANT

REDUCED PRESSURE PRINCIPLE BACKFLOW PREVENTER

DOUBLE CHECK BACKFLOW PREVENTER

PUMP

dbkbo^i=klqbp

THE CONTRACT DOCUMENTS ARE COMPLEMENTARY AND WHAT IS REQUIRED BY ONE SHALL
BE AS BINDING AS IF REQUIRED BY ALL. IN THE CASE OF A CONFLICT, DISAGREEMENT, OR
AMBIGUITY, PROVIDE THE BETTER QUALITY. IN THE CASE OF A CONFLICT, DISAGREEMENT, OR
AMBIGUITY, PROVIDE THE GREATER QUANTITY OF WORK.

COORDINATE PIPING LOCATIONS AND INSTALLATION WITH EACH TRADE TO AVOID CONFLICTS
WITH OTHER TRADES.

PROVIDE FLOOR CLEANOUTS INDICATED FLUSH WITH FLOOR FINISHES.

PROVIDE CLEANOUTS WHERE INDICATED AND ADDITIONAL CLEANOUTS AS REQUIRED BY
LOCAL CODE.

REFER TO DRAWINGS FROM EACH DISCIPLINE BEFORE ROUGHING-IN PLUMBING FIXTURES.

OBTAIN DIMENSIONS AND ROUTING IN FIELD BEFORE INSTALLATION OF PLUMBING AND
FIXTURES.

PROVIDE ISOLATION VALVES IN ACCORDANCE WITH DIAGRAMS, DETAILS, AND DIVISION 22
SPECIFICATIONS

A.

B.

C.

D.

E.

F.

G.

PLUMBING FIXTURE SCHEDULE

TAG FIXTURE HEIGHT A.F.F.

PIPE SIZE
LEED

USAGE DATA
NOTES

COLD
WATER

TEPID
WATER

HOT
WATER

VENT
SOIL
WASTE

P-1A FLOOR MOUNTED WATER CLOSET (ACCESSIBLE) TOP OF SEAT 17"-19" 1" N/A N/A 2" 4" 1.60 GPF 1, 2

P-1B FLOOR MOUNTED WATER CLOSET TOP OF SEAT 15" 1" N/A N/A 2" 4" 1.60 GPF 2

P-2A WALL-HUNG LAVATORY (ACCESSIBLE) RIM AT 34" 1/2" N/A 1/2" 1-1/2" 1-1/2" 0.50 GPM 1, 3

P-2B WALL-HUNG LAVATORY RIM AT 34" 1/2" N/A 1/2" 1-1/2" 1-1/2" 0.50 GPM 3

P-3A SINK (ACCESSIBLE) COUNTER MOUNTED REFER TO ARCH DWGS 1/2" N/A 1/2" 1-1/2" 1-1/2" 1.50 GPM 1, 3,

P-3B SINK COUNTER MOUNTED REFER TO ARCH DWGS 1/2" N/A 1/2" 1-1/2" 1-1/2" N/A 3, 5

P-4A  SERVICE BASIN (WALL HUNG) RIM AT 27-1/2" 1/2" N/A 1/2" 2" 3" N/A

P-4B SERVICE TUB(24"x18") RIM AT 30" 1/2" N/A 1/2" 2" 3" N/A

P-5A WATER COOLER BI-LEVEL WALL MOUNT (ACCESSIBLE) RIM AT 35 1/2" 1/2" N/A N/A 2" 1-1/2" N/A

P-6A INDIVIDUAL SHOWER(ACCESSIBLE)
CONTROLS AT 42"
SHOWERHEAD AT 78"

1/2" N/A 1/2" 1-1/2" 1-1/2" 2.0 GPM 1, 4

P-6B INDIVIDUAL SHOWER
CONTROLS AT 42"
SHOWERHEAD AT 78"

1/2" N/A 1/2" 1-1/2" 1-1/2" 2.0 GPM 1, 4

P-7A WASHER BOX CENTERLINE OF OUTLET AT 46" 1/2" N/A 1/2" N/A N/A N/A

P-8A RECESSED ICE MAKER BOX CENTERLINE OF OUTLET AT 24" 1/2" N/A 1/2" N/A N/A N/A

NOTES:

1.  THIS ACCESSIBLE FIXTURE, ACCESSORIES, AND INSTALLATION SHALL CONFORM TO THE VUSBC AND ASAD 2010 ADA STANDARDS FOR ACCESSIBLE DESIGN.

2.  LOCATE FLUSH ACTUATORS ON WIDE SIDE OF STALLS OR APPROACH AREAS.

3.  PROVIDE ASSE 1070 CERTIFIED MIXING VALVE IN STAINLESS STEEL WALL CABINET, ABOVE CEILING, OR BELOW FIXTURE.

4.  PROVIDE ASSE 1016 CERTIFIED MIXING VALVE.

5.  PROVIDE DISHWASHER HOOKUP WHERE DISHWASHER IS PRESENT, CONNECT HW IN SINK BASE AND CONNECT SANITARY THROUGH AIR GAP FITTING INTO DISHWASHER TAIL PIECE SINK DRAIN.

GAS WATER HEATER SCHEDULE

TAG

BASIS OF DESIGN

CAPACITY
(GALLONS)

RECOVERY
RATE (GPH)

TEMPERATURE
RISE (°F)

THERMAL
EFFICIENCY

FUEL DATA ELECTRICAL DATA

TEMPERATURE
SETTING (°F)

NOTES
MANUFACTURER MODEL INPUT RATE TYPE

MAX INLET
PRESSURE

(INCHES W.C.)
VOLTAGE PHASE HERTZ

EXGWH-1 EXISTING A.O. SMITH CYCLONE MXI BTH-199(A) 100 235 100 97% 199,900 BTUH NATURAL GAS 14" 120 1 60 140

1.  SCHEDULE PROVIDE FOR INFORMATION PURPOSE ONLY.

PUMP SCHEDULE

TAG

BASIS OF DESIGN

LOCATION SYSTEM TYPE PUMP TYPE

OPERATING DATA ELECTRICAL DATA CONNECTION SIZE

NOTES
MANUFACTURER MODEL

FLOW
(GPM)

PRESSURE
(FEET OF HEAD)

EFFICIENCY
POWER
(HP)

SPEED
(RPM)

VOLTS PHASE HERTZ INLET (IN) OUTLET (IN)

SP-1 GRUNDFOS
UNLIFT AP PUMP

OIL-SMART OSSIM-TP-1
ELEVATOR SHAFT FORCE MAIN SUMP 50.00 20.00 30% 1.5 3400 120 1 60 N/A 1.00 1

1.  PROVIDE FULLY PACKAGED OIL-SENSING ELEVATOR SUMP PUMP ASSEMBLY WITH AUDIBLE AND VISUAL ALARMS. MINIMUM REQUIRED PUMP FLOW SHALL BE 50GPM PER ELEVATOR

DRAIN SCHEDULE

TAG
BASIS OF DESIGN

STRAINER/GRATE NOTES
MANUFACTURER MODEL

3"FD-A JOSAM 30003-S 6"x6" SQUARE 1

1.  PROVIDE TRAP PRIMER TAP AND CONNECT TO TRAP PRIMER FROM FLUSH VALVE
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^__obsf^qflkp

OPP OPPOSITE

OSD OPEN SITE DRAIN

PC PRECAST

PCF POUNDS PER CUBIT FOOT

PD PUMP DISCHARGE

PLUMB PLUMBING

PLYWD PLYWOOD

POLY POLYETHYLENE

PPT PRESSURE PRESERVATIVE TREATED

PREFAB PREFABRICATE(D)

PROJ PROJECT

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PV PROPANE VENT

PVC POLYVINYL CHLORIDE

PVMT PAVEMENT

R RISER

RAD RADIUS

RD ROOF DRAIN (BOTTOM OUTLET)

RDS ROOF DRAIN (SIDE OUTLET)

REF REFERENCE

REQD REQUIRED

REQMT REQUIREMENTS

RL RAIN LEADER

RM ROOM

RO ROUGH OPENING

S SOUTH

SAN SANITARY

SCH SCHEDULE

SD STORM DRAIN

SDN STORM DRAIN NOZZLE

SHT SHEET

SIM SIMILAR

SLT SEALANT

SOG SLAB ON GRADE

SP SUMP PUMP

SPEC SPECIFICATION

SPR SPRINKLER

SQ SQUARE

SRD SECONDARY ROOF DRAIN

SS STAINLESS STEEL

SSD SECONDARY STORM DRAIN

STD STANDARD

STL STEEL

STOR STORAGE

STRUCT STRUCTURAL

SUSP SUSPENDED

THK THICK(-NESS)

TLT TOILET

TOSL TOP OF SLAB

TW DOMESTIC TEMPERED WATER (90° F)

TYP TYPICAL

UG UNDERGROUND

UNO UNLESS NOTED (INDICATED) OTHERWISE

V VENT

VAC VACUUM

VB VACUUM BREAKER

VERT VERTICAL

VTR VENT THROUGH ROOF

W WEST

W/ WITH

W/O WITHOUT

WB WATER HAMMER ARRESTER

WC WATER CLOSET

WSHP WATER SOURCE HEAT PUMP

WWF WELDED WIRE FABRIC

WWM WELDED WIRE MESH

XFMR TRANSFORMER

EWC ELECTRIC WATER COOLER

EWH ELECTRIC WATER HEATER

EX EXISTING

EXP EXPANSION

FD FLOOR DRAIN

FDC FIRE DEPARTMENT CONNECTION

FDN FOUNDATION DRAIN

FF FINISHED FLOOR

FFE FINISHED FLOOR ELEVATION

FG FINISHED GRADE

FH FIRE HYDRANT

FHC FIRE HOSE CABINET

FHS FIRE HOSE STATION

FHVC FIRE HOSE VALVE CABINET

FIX FIXTURE

FLR FLOOR

FLSHG FLASHING

FOR FUEL OIL RETURN

FOS FUEL OIL SUPPLY

FOV FUEL OIL VENT

FS FLOOR SINK

FT FOOT OR FEET

FVC FIRE VALVE CABINET

G NATURAL GAS

GWH GAS WATER HEATER

HB HOSE BIBB

HORIZ HORIZONTAL

HP HORSEPOWER

HTG HEATING

HW HOT WATER

HWR HOT WATER RETURN

HWS HOT WATER SUPPLY

ID INSIDE DIAMETER

IN INCH

INSUL INSULATE OR INSULATION

INV INVERT

JAN JANITOR

KIT KITCHEN

KW KITCHEN WASTE

LAB LABORATORY

LAV LAVATORY

LBS POUNDS

LF LINEAR FOOT (FEET)

LP PROPANE

LPV PROPANE VENT

MATL MATERIAL

MAX MAXIMUM

MECH MECHANICAL

MED MEDIUM

MFR MANUFACTURER

MH MANHOLE

MIN MINIMUM

MISC MISCELLANEOUS

MTD MOUNTED

N NORTH

N/A NOT APPLICABLE/AVAILABLE

NC NORMALLY CLOSED

NG NATURAL GAS

NGV NATURAL GAS VENT

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NO., (#) NUMBER

NOM NOMINAL

OC ON CENTER

OD OUTSIDE DIAMETER

OFF OFFICE

OH OVERHEAD

OPNG OPENING

@ AT

AAV AIR ADMITTANCE VALVE

ABV ABOVE

ADJ ADJUSTABLE

ADNL ADDITIONAL

AFF ABOVE FINISHED FLOOR

AFG ABOVE FINISHED GRADE

AHU AIR HANDLING UNIT

ALT ALTERNATE

ALUM ALUMINUM

AP ACCESS PANEL

APPR APPROXIMATE

ARCH ARCHITECTURAL

AUTO AUTOMATIC

AVG AVERAGE

BFF BELOW FINISHED FLOOR

BFG BELOW FINISHED GRADE

BLDG BUILDING

BO BOTTOM OF

BOT BOTTOM

BSMT BASEMENT

BTWN BETWEEN

CA COMPRESSED AIR

CI CAST IRON

CIP CAST-IN-PLACE CONCRETE

CL CENTERLINE

CLG CEILING

CLR CLEAR

CMP CORRUGATED METAL PIPE

CNTR COUNTER

CO CLEANOUT

COL COLUMN

CONC CONCRETE

CONDS CONDENSATE

CONSTR CONSTRUCT(ION)

CONT CONTINUATION

CONTR CONTRACT(-OR)

CORR CORRIDOR

CP CIRCULATING PUMP

CR CLASSROOM

CT COOLING TOWER

CU COPPER

CU FT CUBIC FEET

CU YD CUBIC YARD

CW COLD WATER

DB DRY BULB

DCW DOMESTIC COLD WATER

DEMO DEMOLISH OR DEMOLITION

DF DRINKING FOUNTAIN

DHR DOMESTIC HOT WATER RETURN

DHR(140) DOMESTIC HOT WATER RETURN (140°)

DHW DOMESTIC HOT WATER

DHW(140) DOMESTIC HOT WATER (140°)

DI DROP INLET

DIA DIAMETER

DIP DUCTILE IRON PIPE

DN DOWN

DS DOWNSPOUT

DT DRAIN TILE

DTL DETAIL

DTW DOMESTIC TEMPERED WATER

DWG DRAWING

E EAST

ELEC ELECTRICAL

EPBD ELECTRICAL PANELBOARD

EQ EQUAL

EQUIP EQUIPMENT

ETR EXISTING TO REMAIN
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REPRESENTED BY n

APPLIES TO DRAWING P1.0

hbvklqbp

1. REMOVE EXISTING PLUMBING FIXTURE, VALVES, AND ALL ASSOCIATED TRIM MATERIALS.

CAP ALL ASSOCIATED WASTE, VENT, AND DOMESTIC WATER PIPING BEHIND FINISH

SUBSTRATE. REFER TO DRAWINGS P2.1 AND P2.2  FOR RECONNECTION OF SANITARY AND

DOMESTIC PIPING.

2. EXISTING WATER HEATER TO REMAIN.

3. EXISTING FLOOR DRAIN TO REMAIN.

4. EXISTING WATER COOLER TO REMAIN.

5. REMOVE EXISTING KITCHEN FIXTURE, VALVES, AND ALL ASSOCIATED TRIM MATERIALS.

CAP ALL ASSOCIATED WASTE, VENT, AND DOMESTIC WATER PIPING BEHIND FINISH

SUBSTRATE.

6. REMOVE EXISTING GREASE INTERCEPTOR, VALVES, AND ALL ASSOCIATED TRIM MATERIALS.

CAP ALL ASSOCIATED WASTE, AND VENT PIPING BEHIND FINISH SUBSTRATE AND FINSH

FLOOR.

7. REMOVE EXISTING PLUMBING FIXTURE, VALVES, AND ALL ASSOCIATED TRIM MATERIALS.

CAP ALL ASSOCIATED WASTE, VENT, AND DOMESTIC WATER PIPING BEHIND FINISH

SUBSTRATE.

8. EXISTING WALL HYDRANT TO REMAIN.   
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2" SAN

SP-1

3" SAN

EX 4" SAN

EX 4" SAN EX 4" SAN

EX 4" SAN EX 4" SAN
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3

EX 4" SAN

5

2

EX 4" SAN

EX 4" SAN

6

4"SAN UP

TO CO

EX 4" SAN

EX 4" SAN

4" SAN

EX 4"SAN TO

MANHOLE

REFER TO CIVIL

EX 4"SAN

UP TO FD

EX 4"SAN

UP TO FD

EX 4"SAN

UP TO FD

EX 4"SAN

UP TO FD

EX 4"SAN

UP TO CO

EX 4"SAN

UP TO CO

EX 3"SAN

UP TO FD

EX 4"SAN

UP TO FD

EX 4"SAN

UP TO FD

EX 4"SAN

UP TO CO

EX 4"SAN

UP TO FD

EX 4"SAN

UP TO FD

EX 4"SAN

UP TO FD

EX OIL STORAGE

TANK

4"SAN UP

4" SAN

4" SAN

CO

EX 4" DOMESTIC

MAIN UP

EX GAS METER

TO REMAIN

EX 2" NG

EX 1" NG
EX 1 1/2"

EX 1 1/2"

EX OIL STORAGE

TANK

2

EX 4" SAN

EX 4" SAN

2

2

22

EX 4" SAN

EX 4" SAN EX 4" SAN

EX 4" SAN

2

EX 4" SAN EX 4" SAN

EX 4" SAN

2

2 2 2

2
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8

6
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 1/8" = 1'-0"

clrka^qflk=mi^k=J=mirj_fkd

1. 2" SAN UP

2. 4" SAN UP

3. 3" SAN UP

4. 2" V UP

5. 2" PD UP

6. REMOVE EXISTING ZURN Z-1186-E SIZE 600 OIL

INTERCEPTOR, PREPARE EXISTING 1 1/2" VENTS AND

EXISTING 1 1/2" SANITARY PIPING TO EXISTING OIL

STORAGE TANK FOR RECONNECTION. VERIFY PIPING

LAYOUT

7. ZURN Z-1186-E SIZE 600 OIL INTERCEPTOR, RECONNECT

EXISTING 1 1/2" VENTS AND EXISTING 1 1/2" SANITARY

PIPING TO EXISTING OIL STORAGE TANK

8. REMOVE CO PREPARE 4" SANITARY FOR NEW

CONNECTION

9. REMOVE EXISTING CO

REPRESENTED BY n

APPLIES TO DRAWINGS P2.0

hbvklqbp
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 1/8" = 1'-0"

bufpqfkd=clrka^qflk=mi^k
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1. 1/2" DHW & DCW DN

2. 1" DCW DN

3. 1/2" DHW & DCW UP

4. 1" DCW UP

5. 3/4" DHW & DCW DN

6. 1/2" DCW DN

7.  3/4" DHW & DCW UP

8. 1/2" DCW UP TO ICEMAKER

9. 1/2" DCW UP

10. 1/2" DHW DN
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1. 2" SAN DN & 2" V UP

2. 4" SAN DN

3. 3" SAN UP & DN

4. 3" SAN DN & 2" V UP

5. 2" SAN DN & 2" A.A.V

6. 2" SAN DN & 2" VTR

7. 2" V UP

8. 2" SAN UP

9. 4" SAN UP

10. 2" SAN DN

11. 3" SAN UP TO FD

12. 1 1/4" NG UP
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 1 1/4"NG DN

2"V

2"V
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 1/8" = 1'-0"

ollc=J=obp`rb=pnr^aENF

REPRESENTED BY n

APPLIES TO DRAWINGS P2.3

hbvklqbp

1. REMOVE EXISTING ROOF DRAIN AND ASSOCIATED PIPING FROM DRAIN TO OUTLET.
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TOILET/

SHOWER

214

TOILET/

SHOWER

213

P-6A

P-6B

P-1B

P-2B

P-2A

P-1A

1/2"DHW

& DCW

1/2"DHW

& DCW
1"DCW

FD-A

FD-A

1/2"DHW

& DCW

1"DCW

1/2"DHW

& DCW

P-1B

P-2BP-6B

P-1A

P-6A

FD-A

P-2A

2"VTR

2"SAN DN

2"V UP

2" V
2"V UP

& DN

2"SAN

4"SAN

FD-A

2"SAN DN

2"VTR

4"SAN2"SAN

1/2" DCW

1/2" DHW

1" DCW

1/2" DCW

1/2" DHW

1 1/2" DCW

1/2" DHW

P-6B

P-1B

P-2B

P-6A P-2A

P-1A

3/4" DHW

1" DCW

1/2" DCW

1/2" DHW1/2" DHW

1/2" DCW

1/2" DCW

1/2" DHW

1 1/2" DHW

1 1/2" DHW

1 1/2" DHW

1" DCW

P-5A

P-1A

P-2A

1/2" DHW

1/2" DCW

P-4A

1/2" DHW

1/2" DCW

EX 3/4" DCW

FOR CONT

REFER

TO P2.1

WHA-A

FOR CONT

REFER

TO P2.1

2" DCW

FOR CONT

REFER

TO P2.1

WHA-A

WHA-A

FOR CONT

REFER

TO P2.1

4" SAN

4" SAN

2" SAN

4" SAN

4" SAN

2" SAN

4" SAN

4" SAN

2" V

EX 4" SAN

EX 4" SAN

4" SAN

4" SAN

2" V1 1/2" V

2" SAN

2" V

2" V

2" V

EX 4" SAN

2" SAN

P-6B

P-1B

P-2B

P-6A

P-2A
P-1A

FOR CONT

REFER TO P2.2

2"VTR

2"VTR

FOR CONT

REFER TO P2.0

FOR CONT

REFER TO P2.2

FOR CONT

REFER TO P2.2

CO

3" SAN

FD-A

FD-A
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 1/4" = 1'-0"

pb`lka=cillo=mi^k=J=aljbpqf`=J=bki^odba=mi^k
N

NO SCALE
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O
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P

NO SCALE
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NOTE: 1.00 PSI PIPE SIZING BASED ON A 5.00" W.C. (0.18 PSI) DROP AND A LONGEST RUN HAVING AN
ESTIMATED EQUIVALENT LENGHT OF 300'. 7.00"-11.00" W.C. PIPE SIZING BASED ON A 0.30" W.C. DROP
REFER TO EACH REGULATOR OR LOCATION ON THIS DIAGRAM FOR INFORMATION REGARDING
FURTHEST EQUIVALENT LENGTHS FOR 7.00"-11.00" W.C. PIPING.

NATURAL GAS REGULATOR INFORMATION:
PROVIDE SERVICE AND LINE REGULATORS SIMILAR TO THOSE INDICATED. REFER TO AND COORDINATE
WITH, EQUIPMENT AND REGULATOR MANUFACTURER'S RECOMMENDATIONS AND LOCAL UTILITY
SERVICE
PROVIDE FOR FINAL SELECTIONS. ALL REGULATOR VENTS SHALL TERMINATE A MINIMUM OF 10' AWAY
FROM ALL OUTSIDE AND FRESH AIR INTAKES.

BELOW GRADE ISLAND GAS ROUTING; GAS PIPING INSTALLED BELOW GRADE AND BELOW BUILDING
SLAB
SHALL BE FULLY SLEEVED AND ENCASED AIR TIGHT WITH OUTER SHELL VENTED TO ATMOSPHERE TO
AVOID GAS LEAK ACCUMULATION BELOW THE BUILDING SLAB. GAS PIPING SHALL DROP IN THE
NEAREST
AVAILABLE WALL AND EXTEND BELOW GRADE TO THE ISLAND COOKING LINE. ISOLATION VALVES SHALL
BE PROVIDE AFF AT BASE EACH GRADE SLAB PENETRATION POINT.

OAH-01
(195 MBH)

1" NG

GR-2

MAU-01
(75 MBH)

GR-1

3/4" NG

1 1/4" NG

(270 MBH)

(270 MBH)

1 1/4" NG

GR-3

3/4" NG

GUH-01
(45 MBH)

GR-4

3/4" NG

1"NG TO
GAS RANGE
(90 MBH)

1" NG

EMERGENCY GAS SHUTOFF
INTERLOCKED WITH HOOD
FIRE SUPPRESSION SYSTEM

1" NG

GUH-02
(45 MBH)

GR-5

3/4" NG

1 1/4" NG

GUH-03
(45 MBH)

GR-6

3/4" NG

1 1/4" NG

(225 MBH)

(495 MBH)

1 1/2" NG

GRH-01
(50 MBH)

GR-7

3/4" NG

1 1/2" NG

GRH-02
(50 MBH)

GR-8

3/4" NG

1 1/2" NG

GRH-04
(50 MBH)

GR-9

GRH-05
(50 MBH)

GR-10

3/4" NG (6' - 2")
(0CFH)

3/4" NG

1 1/2" NG

1 1/2" NG

GRH-03
(50 MBH)

GR-11

3/4" NG

3/4"NG TO
EXISTING
HEATER

EX 3/4" NG

EX 1" NG

1 1/2" NG

1 1/2" NG

NG TO EXISTING GAS
WATER HEATER
TO REMAIN

NG TO EXISTING GAS
GENERATOR TO
BE REMOVED

EXISTING GAS
METER
TO REMAIN

GAS REGULATOR SCHEDULE

TAG
BASIS OF DESIGN LOAD PRESSURE

ORFICE
ORFICE
ANGLE

CONNECTION SIZE
NOTES

MANUFACTURER MODEL SPRING SERVICE MBH INLET OUTLET VENT (IN) INLET (IN)
OUTLET
(IN)

GR-1 SENSUS
143-80-2
3/4" x 3/4"

GREEN
143-62-021-17

MECHANICAL MAKE-UP
AIR UNIT (MAU-01)

75 1 PSI 7" w.c. 3/8" N/A 1" 3/4" 3/4" 2

GR-2 SENSUS
143-80-2
3/4" x 3/4"

GREEN
143-62-021-17

MECHANICAL OUTSIDE
AIR UNIT (OAU-01)

195 1 PSI 7" w.c. N/A N/A N/A 1" 1" 2

GR-3 MAXITROL
325-5L

3/4" x 3/4"
N/A

MECHANICAL
HEATER (GUH-01)

45 1 PSI 7" w.c. N/A N/A N/A 3/4" 3/4" 1, 2

GR-4 MAXITROL
325-5L
1" x 1"

N/A KITCHEN RANGE 90 1 PSI 7" w.c. N/A N/A N/A 1" 1" 1, 2

GR-5 MAXITROL
325-5L

3/4" x 3/4"
N/A

MECHANICAL
HEATER (GUH-02)

45 1 PSI 7" w.c. N/A N/A N/A 3/4" 3/4" 1, 2

GR-6 MAXITROL
325-5L

3/4" x 3/4"
N/A

MECHANICAL
HEATER (GUH-03)

45 1 PSI 7" w.c. N/A N/A N/A 3/4" 3/4" 1, 2

GR-7 MAXITROL
325-5L

3/4" x 3/4"
N/A

MECHANICAL
HEATER (GRH-01)

50 1 PSI 7" w.c. N/A N/A N/A 3/4" 3/4" 1, 2

GR-8 MAXITROL
325-5L

3/4" x 3/4"
N/A

MECHANICAL
HEATER (GRH-02)

50 1 PSI 7" w.c. N/A N/A N/A 3/4" 3/4" 1, 2

GR-9 MAXITROL
325-5L

3/4" x 3/4"
N/A

MECHANICAL
HEATER (GRH-04)

50 1 PSI 7" w.c. N/A N/A N/A 3/4" 3/4" 1, 2

GR-10 MAXITROL
325-5L

3/4" x 3/4"
N/A

MECHANICAL
HEATER (GRH-05)

50 1 PSI 7" w.c. N/A N/A N/A 3/4" 3/4" 1, 2

GR-11 MAXITROL
325-5L

3/4" x 3/4"
N/A

MECHANICAL
HEATER (GRH-03)

50 1 PSI 7" w.c. N/A N/A N/A 3/4" 3/4" 1, 2

1.  PROVIDE REGULATOR WITH VENT LIMITER DEVICE.
2.  PROVIDE INCREASER AND DECREASER FITTINGS WHERE REQUIRED TO PROVIDE DESIRED INLET AND OUTLET CONNECTION SIZES TO VARYING REGULATOR BODY SIZES.

CONNECTED GAS LOAD SCHEDULE

TAG DESCRIPTION LOCATION INPUT (BTUH)

EX-GWH-1 DOMESTIC WATER HEATER - CONDENSING MECHANICAL 200,000

OAU-01 OUTDOOR AIR UNIT ROOF 195,000

MAU-01 MAKE UP AIR UNIT ROOF 75,000

GUH-01 GAS UNIT HEATER NORTH APPARATUR BAY 45,000

GUH-02 GAS UNIT HEATER NORTH APPARATUR BAY 45,000

GUH-03 GAS UNIT HEATER NORTH APPARATUR BAY 45,000

GRH-01 MECHANICAL INFRARED HEATER SOUTH APPARATUR BAY 50,000

GRH-02 MECHANICAL INFRARED HEATER SOUTH APPARATUR BAY 50,000

GRH-03 MECHANICAL INFRARED HEATER SOUTH APPARATUR BAY 50,000

GRH-04 MECHANICAL INFRARED HEATER SOUTH APPARATUR BAY 50,000

GRH-05 MECHANICAL INFRARED HEATER SOUTH APPARATUR BAY 50,000

RANGE RANGE KITCHEN 90,000

TOTAL CONNECTED LOAD 945,000
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SLOPE SLOPE

DIM. MAY VARY

DIM. MAY VARY

FINISHED FLOOR

CLAMP PAN TIGHTLY INTO DRAIN COLLAR

DRAIN BODY POURED IN PLACE

NO-HUB CONNECTION

TILE AND SETTING BED
FLOOR FINISH MAY VARY

FLOOR DRAIN STRAINER

WATER-PROOF MEMBRANE

CONCRETE FLOOR SLAB

FINISHED WALL MAY VARY IN MATERIAL.
REFER TO ARCHITECTURAL DRAWINGS FOR
WALL AND PARTITION TYPE DESIGNATIONS

ACCESS COVER

SECURING SCREW

CLEANOUTCL

1'-4" AFF

P-TRAP WITH
CLEANOUT PLUG

3" WASTE
STANDPIPE

PIPE CLAMP
(TYPICAL)

3" WASTE

FINISHED FLOOR

PIPE CLAMP

2" VENT

1/2"DCW SUPPLY

WATER HAMMER
ARRESTORS (WHA-A)

1
8
" 

M
IN

IM
U

M

1/2"DHW SUPPLY

NOTE: ALL PIPING INDICATED ON THIS
DETAIL SHALL BE CONSIDERED
CONCEALED UNLESS OTHERWISE NOTED.

NOTES:
1. WATER HAMMER ARRESTOR.
2. BALL VALVE. VALVE SIZE SHALL BE EQUAL TO

NOMINAL SIZE OF ARRESTOR OUTLET (MINIMUM 1/2").
3. BRANCH PIPE EQUAL TO NOMINAL SIZE OF ARRESTOR

OUTLET (MINIMUM 1/2").

NOTE #3

NOTE #2

NOTE #1

CLEVIS HANGER

PIPE INSULATION -
UPPER HALF OF PIPE

HIGH DENSITY INSULATION
INSERT - COVERS LOWER
HALF (180°) OF PIPE TYPE 40 PROTECTION

SHIELD - COVERS LOWER
HALF (180°)

CLAMP

UNISTRUT OR EQUAL
CHANNEL SUPPORT SYSTEM

SHIELD

PIPE INSULATION

INSERT

UNISTRUT OR EQUAL
CHANNEL SUPPORT SYSTEM

CLEVIS HANGER

PIPE INSULATION

INSERT

SHIELD

CLEVIS HANGER TRAPEZE SYSTEM

NOTE:
1. FOR COLD PIPE MAINTAIN INTEGRITY OF VAPOR BARRIER

AT SEAM BETWEEN INSERT AND PIPE INSULATION.

2"

2"
2"

2"

CARRIER PIPE

CLAMP

PIPE INSULATION -
UPPER HALF OF PIPE

CARRIER PIPE

HIGH DENSITY INSULATION
INSERT - COVERS LOWER
HALF (180°) OF PIPE

TYPE 40 PROTECTION
SHIELD - COVERS LOWER
HALF (180°)

1
/4

".

PIPE

WALL SLEEVE - MIN. 2
1/2" SCHEDULE 40
STEEL PIPE TYP FOR ALL
PIPE PENETRATIONS

BACKER ROD
AND SEALANT

FIBERGLASS INSULATION

5000 PSI NON-SHRINK GROUT

MASONRY

MASONRY

PRESSURE REGULATOR
VALVE WITH VENT

NOTES:
1. REGULATOR AND GAS PIPING FROM DIRT LEG TO EQUIPMENT SHALL BE

SIZED IN ACCORDANCE WITH MANUFACTURERS RECOMMENDATIONS.
2. REGULATOR SHALL MEET EQUIPMENT MANUFACTURER PRESSURE AND

FLOW REQUIREMENTS.
3. ALL REGULATOR VENTS SHALL TERMINATE A MINIMUM OF 10'-0" AWAY

FROM ALL OUTSIDE AND FRESH AIR INTAKES AND OPERABLE DOORS AND
WINDOWS.

FINISHED FLOOR

UNION

VENT TO EXTERIOR OF BUILDING
AND PROVIDE INSECT SCREEN AND
TERMINATE THRU GOOSENECK

GAS TIGHT
BALL VALVE

REFER TO DWG PX.X
FOR PIPE SIZE

CAP8
" 

M
IN

 D
IR

T
 L

E
G

2'-0" MIN

6".

FLOOR TOPPING

REMOVE EXISTING
STRAINER AND GRATE

EXISTING CONCRETE
FLOOR SLAB ON GRADE

FILL P-TRAP AND FLOOR DRAIN
BODY WITH COMPACTED SAND UP
TO BOTTOM OF STRAINER BODY

FILL REMAINDER OF DRAIN BODY WITH
HYDRAULIC CEMENT AND FINISH TO
RECEIVE FLOOR TOPPING AND FINISHES

FINISHED FLOOR

GALVANIZED STEEL
ADJUSTABLE CLEVIS
HANGER

GALVANIZED STEEL TAGGED 1/4" PLATE
DEADMAN NUTS, BOLTS, WASHERS, ETC...

3

1

24" FOR PIPES 4" AND SMALLER
30" FOR PIPES 6" AND LARGER

NOTE: REFER TO STRUCTURAL AND ARCHITECTURAL PLANS FOR FOUNDATION SYSTEM DETAILS
AND ADDITIONAL INFORMATION FOR TYPICAL SUPPORTED PLUMBING FOUNDATION PIPING.

GALVANIZED STEEL HUNG PVC PIPES

GALVANIZED STEEL HANGER ASSEMBLY ROD
AND CLEVIS HANGER. ROD SIZE AND HANGER
INCREMENTS SHALL BE BASED ON ASTM F 2536

EARTH

CLEAN WASH GRAVEL

STRUCTURAL SLAB CARRYING
FIRST FLOOR AND HUNG UTILITIES

4" SQUARE

TYPICAL BOTH SIDES

D
IM
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SAND OR OTHER LIGHT WEIGHT FILL
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NO SCALE

cillo=ao^fk=fk=lmbk=^ob^=abq^fi

NO SCALE

t^ii=`ib^klrq=abq^fi

NO SCALE

t^pefkd=j^`efkb=pq^kamfmb=ao^fk=abq^fi

NO SCALE

t^qbo=e^jjbo=^oobpqlo=abq^fi

NO SCALE

mfmb=prmmloq=^ka=qeboj^i=pefbia=abq^fip

NO SCALE

mfmb=pibbsb=abq^fi

REVISIONS

DATE DESCRIPTION

NO SCALE

d^p=mfmb=`lkkb`qflk=abq^fi

NO SCALE

pi^_=lk=do^ab=cillo=ao^fk=ab`ljjfpflkfkd=abq^fi

NO SCALE

clrka^qflk=pi^_=mfmb=prmmloq=abq^fi



B

THE FOLLOWING DATA SHALL BE USED FOR BID PURPOSES ONLY.  CONFIRM DATA
PRIOR TO CALCULATING PIPE SIZES:

LOCATION OF TEST: 80 MARYLAND AVENUE

STATIC PRESSURE: 108 PSI

RESIDUAL PRESSURE: 97 PSI

FLOW AT TIME OF TEST: 1524 GPM

DATE OF TEST: 11/05/2015

TIME OF TEST: 9:45AM

ELEVATION: 1,288'

abpfdk=cilt=a^q^

1. THE CONTRACT DOCUMENTS ARE COMPLEMENTARY AND WHAT IS REQUIRED BY ONE SHALL BE AS BINDING AS IF REQUIRED BY ALL.  IN THE CASE OF A CONFLICT, DISAGREEMENT, OR
AMBIGUITY, PROVIDE THE BETTER QUALITY.  IN THE CASE OF A CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE GREATER QUANTITY OF WORK.

2. COORDINATE THE LOCATION OF ALL SPRINKLER PIPING WITH THE WORK OF OTHER TRADES. SPRINKLER PIPING SHALL NOT BE INSTALLED WHERE ITS LOCATION INHIBITS ACCESS TO
EQUIPMENT ABOVE THE CEILING, FILTER ACCESS, OR INFRINGES UPON CLEARANCES DICTATED BY THE NATIONAL ELECTRIC CODE.

3. VERIFY DIMENSIONS AND ROUTING IN FIELD PRIOR TO FABRICATION OF PIPING.

4. REFER TO THE LIFE SAFETY PLANS FOR LOCATIONS OF FIRE AND SMOKE SEPARATION ASSEMBLIES.

5. THE ENTIRE BUILDING SHALL BE FULLY SPRINKLERED WITH A HYDRAULICALLY DESIGNED WET PIPE SPRINKLER SYSTEM IN ACCORDANCE WITH NFPA 13 2010 EDITION AND THE LOCAL
AUTHORITY HAVING JURISDICTION.

6. HYDRAULIC CALCULATIONS SHALL BE BASED ON A CURRENT WATER FLOW TEST PERFORMED WITHIN ONE YEAR OF THE SUBMISSION OF THE FIRE PROTECTION DOCUMENTS.

7. PROVIDE PROTECTION OF PIPING AGAINST DAMAGE WHERE SUBJECT TO EARTHQUAKES IN ACCORDANCE WITH NFPA 13 SECTION 9.3.

dbkbo^i=klqbp

do^mef`p=pvj_lip=ibdbka

VALVE

GATE VALVE

VALVE IN RISER

CHECK VALVE

S

SOLENOID VALVE

FLOW SWITCH

PRESSURE REDUCING VALVE

DOUBLE CHECK BACKFLOW PREVENTER

FIRE PROTECTION WET SPRINKLER PIPINGF

FIRE PROTECTION DRY SPRINKLER PIPINGDP

FIRE PROTECTION DRY SPRINKLER PIPING

UNION

PRESSURE GAUGE WITH GAUGE COCK

PIPE TURNED UP

PIPE TURNED DOWN

PIPE TEE UP

PIPE TEE DOWN

PIPE CAP

1/8"/FT

PITCH PIPE DOWN IN DIRECTION OF ARROW AT INDICATED SLOPE

FLOW IN DIRECTION OF ARROW

CONCENTRIC PIPE REDUCTION

ECCENTRIC PIPE REDUCTION

FIRE DEPARTMENT CONNECTION

FIRE EXTINGUISHING GAS PIPINGFG

PENDANT SPRINKLER HEAD

C CONCEALED PENDANT SPRINKLER HEAD

E

CE

EXTENDED COVERAGE PENDANT SPRINKLER HEAD

CONCEALED EXTENDED COVERAGE PENDANT SPRINKLER HEAD

PENDANT SPRINKLER HEAD WITH GUARD

UPRIGHT SPRINKLER HEAD

EXTENDED COVERAGE UPRIGHT SPRINKLER HEADE

UPRIGHT SPRINKLER HEAD WITH GUARD

◦

◦

◦

E

CE

SIDEWALL SPRINKLER HEAD

EXTENDED COVERAGE SPRINKLER HEAD

CONCDEALED EXTENDED COVERAGE SIDEWALL SPRINKLER HEAD

EXTINGUISHING AGENT DISCHARGE NOZZLE

COMBINATION AUDIBLE AND STROBE ALARM

MANUAL PULL STATION

ABORT SWITCH

IONIZATION SMOKE DETECTOR

PHOTOELECTRIC SMOKE DETECTOR

H

F

A

I

P

KEYNOTE

LIMIT OF DEMOLITION

30

A123

SPACE NUMBER

BUILDING AREA (WHEN USED)

SPACE IDENTIFICATION TAG

AHU-02

EQUIPMENT NUMBER

UNIT DESIGNATION

EQUIPMENT IDENTIFICATION TAG

A

M6.1

1

M2.5

1

M4.1

abq^fi=qfqib

1/4"=1'-0"

N

M4.1M2.2

pb`qflk=qfqib

1/4"=1'-0"

^

M3.1M2.2

SECTION LETTER

DRAWING WHERE SECTION IS INDICATED

SECTION WHERE CUT

ENLARGED PLAN NUMBER

DRAWING WHERE ENALRGED PLAN IS INDICATED

ENLARGED PLAN WHERE CUT

DETAIL NUMBER

DRAWING WHERE DETAIL IS INDICATED

DETAIL TAG

DETAIL NUMBER
DRAWING WHERE DETAIL IS INDICATED
DRAWING WHERE DETAIL IS CUT
ADDITIONAL DRAWING REFERENCES

M2.3
M2.4

SECTION LETTER
DRAWING WHERE SECTION IS INDICATED
DRAWING WHERE SECTION IS CUT
ADDITIONAL DRAWING REFERENCES

M2.2
M2.3
M2.4

8 STRUCTURAL GRID LINE WITH DESIGNATION

INDICATES AREAS OF THE BUILDING IN WHICH THE SPACING
OF HEADS IS BASED ON LIGHT HAZARD CLASSIFICATION
PROVIDING A DENSITY OF 0.10 GPM PER SQUARE FOOT
OVER 1500 SQUARE FEET.

INDICATES AREAS OF THE BUILDING IN WHICH THE SPACING
OF HEADS IS BASED ON ORDINARY HAZARD GROUP 1
CLASSIFICATION PROVIDING A DENSITY OF 0.15 GPM PER
SQUARE FOOT OVER 1500 SQUARE FEET.

INDICATES AREAS OF THE BUILDING IN WHICH THE SPACING
OF HEADS IS BASED ON ORDINARY HAZARD GROUP 2
CLASSIFICATION PROVIDING A DENSITY OF 0.20 GPM PER
SQUARE FOOT OVER 1500 SQUARE FEET.

INDICATES AREAS OF THE BUILDING IN WHICH THE SPACING
OF DRY SPRINKLER HEADS IS BASED ON ORDINARY HAZARD
GROUP 2 CLASSIFICATION PROVIDING A DENSITY OF
0.20GPM PER SQUARE FOOT OVER 1500 SQUARE FEET.

INDICATES AREAS OF THE BUILDING THAT WILL REQUIRE
ORDINARY HAZARD GROUP 1 ANITFREEZE PROTECTION,
BRANCHING FROM THE LINE THAT SERVES THE AREA. REFER
TO ANTI-FREEZE DETAIL.

INDICATES AREAS OF THE BUILDING IN WHICH THE SPACING
OF HEADS IS BASED ON EXTRA HAZARD GROUP 1
CLASSIFICATION PROVIDING A DENSITY OF 0.30 GPM PER
SQUARE FOOT OVER 2500 SQUARE FEET.

INDICATES AREAS OF THE BUILDING IN WHICH THE SPACING
OF HEADS IS BASED ON EXTRA HAZARD GROUP 2
CLASSIFICATION PROVIDING A DENSITY OF 0.40 GPM PER
SQUARE FOOT OVER 2500 SQUARE FEET.

PUMP

POINT OF CONNECTION TO EXISTING

pmofkhibo=eb^ap

1. PROVIDE BRASS UPRIGHT SPRINKLER HEADS IN SPACES WITHOUT CEILINGS.

2. SPRINKLER HEADS INSTALLED IN GYPSUM BOARD CEILINGS SHALL BE CONCEALED
TYPE WITH WHITE FLAT COVER PLATES.

3. SPRINKLER HEADS INSTALLED IN ACOUSTIC TILE CEILINGS SHALL BE WHITE
RECESSED GLASS BULB TYPE WITH MATCHING TWO-PIECE ESCUTCHEONS, AND
SHALL BE CENTERED IN THE TILE PANELS.

4
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- 

6
"

1

2

3

6

4

5

7

8

9
10

11

12

EXISTING 4"
DOMESTIC SUPPLY

EXISTING 2-1/2"
DOMESTIC WATER

TO SPRINKLER
SYSTEM

REPRESENTED BY n

APPLIES TO DETAIL 1 THIS DRAWING

ofpbo=abq^fi=hbvklqbp

1. 4" FLANGED TEE (BY DIVISION 21)

2. 4" DOUBLE CHECK VALVE ASSEMBLY WITH TAMPER SWITCHES

3. RISER CHECK VALVE WITH TRIM

4. CAPPED GROOVED TEE FOR BACKFLOW PREVENTER TESTING

5. FLOW SWITCH

6. INSPECTORS TEST/DRAIN COMBINATION - CONNECT TO MAIN DRAIN AND PIPE TO OUTSIDE.

7. PIPE 2" MAIN DRAIN TO OUTSIDE - PROVIDE GALVANIZED PIPE THROUGH WALL AND
GALVANIZED 45 DEGREE ELBOW AND DISCHARGE ONTO SPLASH BLOCK.

8. 4" GATE VALVE (BY DIVISION 22)

9. 2-1/2" ANGLE HOSE VALVE WITH NATIONAL STANDARD THREADS PROVIDED BY DIVISION 21
INSTALLED BY DIVISION 22.

10. 4" x 2-1/2" REDUCER OR REDUCING COUPLING (BY OTHERS)

11. 2-1/2" FLANGED DIELECTRIC FITTING (BY OTHERS)

12. DRAIN ELBOW AND 1" GLOBE VALVE - AUX DRAIN 

LULA
ELEVATOR

109

CAR SEAT
OFFICE

103

ENGINE
OFFICE
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TRUCK OFFICE

110
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JANITOR

107

DAY ROOM

119

STORAGE

120

EMS STORAGE
CLOSET
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WOMEN

116

MACHINE
ROOM
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STAIR 1

117

STAIR 2

123

SHOP

113

SHOP

114

WASH BAY
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111

NORTH
APPARATUS

BAYS

121

I.T.

118
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115
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1
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3 3 3 33333

4" x 2-1/2" x 2-1/2" FLUSH
MOUNTED CHROME
PLATED FDC

CHECK VALVE  AND BALL
DRIP PIPED TO OUTSIDE

1

FP0.1

5

DOWN 1" TO SIDEWALL
AT BOTTOM OF SHAFT

OUTSIDE ELECTRIC BELL PROVIDED
BY DIVISION 21 WIRED BY DIVISION 28

6

BUNK ROOM

202

BUNK ROOM

203

BUNK ROOM

204

BUNK ROOM

205

BUNK ROOM

206

BUNK ROOM

207

BUNK ROOM

208

BUNK ROOM

209

BUNK ROOM

210

BUNK ROOM

218

TOILET/SHOWER

201

TOILET/SHOWER

219

TRAINING
ROOM

225

EXERCISE
ROOM

223

LAUNDRY/
JANITOR ROOM

220

KITCHEN /
DINING

224

CORRIDOR

222

CORRIDOR

221

TOILET/
SHOWER

213

TOILET/
SHOWER

214

BUNK ROOM

211

LULA
ELEVATOR

216

STAIR 1

217

STAIR 2

227

TRAINING
STORAGE
CLOSET

226

PARTIAL HEIGHT
PARTITION

4

PARTIAL HEIGHT
PARTITION

REPRESENTED BY n

APPLIES TO DRAWINGS FP0.1

cillo=mi^kp=hbvklqbp

1. PROVIDE PROTECTION ABOVE AND BELOW THE EXISTING STORAGE PLATFORM IN THIS SPACE.

2. PROVIDE PROTECTION AT THE APPARATUS BAY ROOF DECK AND BELOW SHOP 114 CEILING.

3. PROVIDE HORIZONTAL SIDEWALL SPRINKLER TO PROTECT BELOW OVERHEAD DOOR.

4. SPINKLER PROTECTION IS NOT REQUIRED AT THE TOP OF THE ELEVATOR HOISTWAY PER NFPA
13 SECTION 8.15.5.5.

5. PROVIDE SIDEWALL SPRINKLER LOCATED NOT MORE THAN 2 FEET ABOVE THE FLOOR OF THE
HYDRAULIC ELEVATOR HOISWAY.

6. NONCOMBUSTIBLE EXTERIOR CANOPY W/ NO STORAGE BELOW. NO SPRINKLER PROTECTION
REQUIRED.
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@ AT

ABV ABOVE

AFF ABOVE FINISHED FLOOR

AFG ABOVE FINISHED GRADE

AHU AIR HANDLING UNIT

BLDG BUILDING

CL CENTERLINE

CLG CEILING

COL COLUMN

CONC CONCRETE

CONT CONTINUATION

CORR CORRIDOR

CR CLASSROOM

CU CUBIC

CU FT CUBIC FEET

DCW DOMESTIC COLD WATER

DEG DEGREE(S)

DEMO DEMOLISH OR DEMOLITION

DIA DIAMETER

DIP DUCTILE IRON PIPE

DN DOWN

DP DRY PIPE

DS DOWNSPOUT

DTL DETAIL

DWG DRAWING

E EAST

ECGH ELECTRIC CEILING HEATER

EF EXHAUST FAN

EH-1 EXTRA HAZARD GROUP 1

EH-2 EXTRA HAZARD GROUP 2

ELEC ELECTRICAL

EQ EQUAL

EQUIP EQUIPMENT

ET EXPANSION TANK

ETR EXISTING TO REMAIN

EWH ELECTRIC WATER HEATER

EX EXISTING

EXP EXPANSION

F FARENHEIT

FD FIRE DAMPER

FDC FIRE DEPARTMENT CONNECTION

FG FINISHED GRADE

FH FIRE HYDRANT

FHC FIRE HOSE CABINET

FHS FIRE HOSE STATION

FHVC FIRE HOSE VALVE CABINET

FLR FLOOR

FP FIRE PROTECTION

FT FOOT OR FEET

FVC FIRE VALVE CABINET

GAL GALLON(S)

GPM GALLONS PER MINUTE

GUH GAS-FIRED UNIT HEATER

HB HOSE BIB

HD HEAD

HORIZ HORIZONTAL

HP HORSEPOWER

HW HOT WATER

ID INSIDE DIAMETER

IN INCH

INSUL INSULATE OR INSULATION

JAN JANITOR

KIT KITCHEN

KW KILOWATT(S)

LAB LABORATORY

LAV LAVATORY

LBS POUNDS

LF LINEAR FOOT (FEET)

LH LIGHT HAZARD

MATL MATERIAL

MAX MAXIMUM

MECH MECHANICAL

MFR MANUFACTURER

MH MANHOLE

MIN MINIMUM

MISC MISCELLANEOUS

MTD MOUNTED

N NORTH

NA NOT APPLICABLE/AVAILABLE

NC NORMALLY CLOSED

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NO. OR # NUMBER

OC ON CENTER

OD OUTSIDE DIAMETER

OFF OFFICE

OH-1 ORDINARY HAZARD GROUP 1

OH-2 ORDINARY HAZARD GROUP 2

P PUMP

PC PRECAST

PIV POST INDICATOR VALVE

POLY POLYETHYLENE

PREFAB PREFABRICATE(D)

PROJ PROJECT

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PSIG POUNDS PER SQUARE INCH GAUGE

PVC POLYVINYL CHLORIDE

R RISER

REF REFERENCE

REQ REQUIRED

RM ROOM

RPM REVOLUTIONS PER MINUTE

RTU ROOF TOP UNIT

S SOUTH

SAN SANITARY

SCH SCHEDULE

SD SMOKE DAMPER

SHT SHEET

SIM SIMILAR

SP STATIC PRESSURE

SPEC SPECIFICATION

SPR SPRINKLER

SQ SQUARE

STD STANDARD

STL STEEL

STOR STORAGE

SW SWITCH

T TEMPERATURE

THK THICK(NESS)

TLT TOILET

TOSL TOP OF SLAB

TYP TYPICAL

UG UNDERGROUND

UH UNIT HEATER

UI UNLESS UNDICATED

UNO UNLESS NOTED (INDICATED) OTHERWISE

V VOLTS

VERT VERTICAL

W WEST

W/ WITH

W/O WITHOUT

WH WATER HEATER

 1/2" = 1'-0"FP0.1 FP0.1
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A AMPERE(S)
AD ACCESS DOOR
AFF ABOVE FINISHED FLOOR
ALT ALTERNATE
APD AIR PRESSURE DROP
BHP BRAKE HORSEPOWER
BTUH BRITISH THERMAL UNITS PER HOUR
CFM CUBIC FEET PER MINUTE
CHWR CHILLED WATER RETURN
CHWS CHILLED WATER SUPPLY
CLG COOLING
COM COMMON
CWR CONDENSER WATER RETURN
CWS CONDENSER WATER SUPPLY
D DRAIN
DB DRY BULB TEMPERATURE
dBA A-WEIGHTED DECIBELS
DCW DOMESTIC COLD WATER
DIA DIAMETER
DN DOWN
DWG DRAWING
EA EXHAUST AIR
EAT ENTERING AIR TEMPERATURE
EER ENERGY EFFICIENCY RATIO
EQ EQUAL
ESP EXTERNAL STATIC PRESSURE
EWT ENTERING WATER TEMPERATURE
EX EXISTING
F DEGREES FAHRENHEIT
FC FAIL CLOSED
FD FIRE DAMPER
FLA FULL LOAD AMPS
FO FAIL OPEN
FPM FEET PER MINUTE
FT FOOT, FEET
GA GAUGE
GAL GALLON(S)
GPH GALLONS PER HOUR
GPM GALLONS PER MINUTE
HP HORSEPOWER
HPWR HEAT PUMP WATER RETURN
HPWS HEAT PUMP WATER SUPPLY
HTG HEATING
HWR HOT WATER RETURN
HWS HOT WATER SUPPLY
HX HEAT EXCHANGER
HZ HERTZ
IN INCH
IPLV INTEGRATED PART-LOAD VALUE
KW KILOWATT(S)
LAT LEAVING AIR TEMPERATURE
LBS POUNDS
LWT LEAVING WATER TEMPERATURE
MAX MAXIMUM
MBH ONE THOUSAND BTUH
MCA MINIMUM CIRCUIT AMPACITY
MFR MANUFACTURER
MIN MINIMUM
MOD MOTOR-OPERATED DAMPER
MOP MAXIMUM OVERCURRENT PROTECTION
NC NORMALLY CLOSED (FOR PLANS, DETAILS)
NC NOISE CRITERIA (FOR SCHEDULES)
NIC NOT IN CONTRACT
NO NORMALLY OPEN
OA OUTSIDE AIR
OC ON CENTER
PH PHASE
PSIG POUNDS PER SQUARE INCH GAUGE
RA RETURN AIR
RD REFRIGERANT DISCHARGE
RH RELATIVE HUMIDITY
RL REFRIGERANT LIQUID
RPM REVOLUTIONS PER MINUTE
RS REFRIGERANT SUCTION
SA SUPPLY AIR
SEER SEASONAL ENERGY EFFICIENCY RATIO
TD TRANSFER DUCT
TYP TYPICAL
UNO UNLESS NOTED (INDICATED) OTHERWISE
V VOLTAGE, VOLTS
VD VOLUME DAMPER
VFD VARIABLE FREQUENCY DRIVE
W WATT(S)
W/ WITH
W/O WITHOUT
WB WET BULB TEMPERATURE
WC WATER COLUMN
WPD WATER PRESSURE DROP
WWM WELDED WIRE MESH
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DETAIL NUMBER
DRAWING WHERE DETAIL IS INDICATED
DRAWING WHERE DETAIL IS REFERENCED
ADDITIONAL DRAWING REFERENCES

M2.3
M2.4

SECTION NUMBER
DRAWING WHERE SECTION IS INDICATED
DRAWING WHERE SECTION IS REFERENCED
ADDITIONAL DRAWING REFERENCES

M2.2
M2.3
M2.4

A123

AHU-12

S1
325

SPACE NUMBER

BUILDING AREA (WHEN USED)

SPACE IDENTIFICATION TAG

EQUIPMENT NUMBER

UNIT DESIGNATION

EQUIPMENT IDENTIFICATION TAG

TAG, REFER TO DIFFUSER, GRILLE AND REGISTER SCHEDULE

DIFFUSER, GRILLE OR REGISTER TAG

AIRFLOW (CFM)

C STRUCTURAL GRID LINE WITH DESIGNATION

1

M4.1

1

M3.1

1

M5.1

SECTION NUMBER

DRAWING WHERE SECTION IS INDICATED

SECTION CALLOUT

ENLARGED PLAN NUMBER

DRAWING WHERE ENLARGED PLAN IS INDICATED

ENLARGED PLAN CALLOUT

DETAIL NUMBER

DRAWING WHERE DETAIL IS INDICATED

DETAIL TAG

KEYNOTE15

MECHANICAL EQUIPMENT WITH REQUIRED
SERVICE CLEARANCE INDICATED

RECTANGULAR DUCT (FIRST DIMENSION
REFERS TO SIDE VIEWED)

ROUND DUCT SIZE

FLAT OVAL DUCT SIZE

FLEXIBLE DUCTWORK

18x8

18ø

18/12

SD

FLEXIBLE CONNECTOR

DUCT-MOUNTED SMOKE DETECTOR

DUCT WITH DUCT LINER

TO AWAY

TO AWAY

TO AWAY

MANUAL BALANCING DAMPER IN DUCT

FIRE DAMPER IN DUCT

SMOKE DAMPER IN DUCT

COMBINATION FIRE/SMOKE DAMPER IN DUCT

MOTORIZED DAMPER IN DUCT

SUPPLY/MAKEUP AIR DUCT SECTIONS

RETURN AIR DUCT SECTIONS

EXHAUST AIR DUCT SECTIONS

DOUBLE WALL, EXPOSED DUCT18ø

FABRIC DUCT18ø

M

AP DUCT WITH ACCESS PANEL

LINEAR BAR GRILLE, LENGTH AS INDICATED

SUPPLY DIFFUSER

RETURN OR EXHAUST GRILLE

SUPPLY DIFFUSER WITH DIRECTIONAL BLOW,
SOLID HATCH INDICATES BLANK OFF PANEL

SD

H

T

S

C

T

SMOKE DETECTOR

HUMIDITY SENSOR

THERMOSTAT, LINE VOLTAGE

THERMOSTAT, LOW VOLTAGE

TEMPERATURE SENSOR

CARBON DIOXIDE SENSOR

CARBON MONOXIDE SENSOR

SENSOR WELL

DOOR UNDERCUT

DOOR LOUVER

CM

UC

DL

SUPPLY AIRFLOW ARROW

RETURN OR EXHAUST AIRFLOW ARROW

EXISTING TO BE REMOVED

POINT OF CONNECTION TO EXISTING

LIMIT OF DEMOLITION

LINEAR SLOT DIFFUSER, LENGTH AS INDICATED

DUCT ACCESS DOOR

ar`qtloh=ibdbka

DUCT WITH END CAP

dbkbo^i=klqbp
A. THE CONTRACT DOCUMENTS ARE COMPLEMENTARY AND WHAT IS REQUIRED BY ONE SHALL BE AS BINDING AS IF REQUIRED BY ALL.  IN THE CASE OF A CONFLICT, DISAGREEMENT, OR

AMBIGUITY, PROVIDE THE BETTER QUALITY.  IN THE CASE OF A CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE GREATER QUANTITY OF WORK.

B. DRAWINGS ARE DIAGRAMMATIC AND INTENDED TO CONVEY SCOPE AND GENERAL ARRANGEMENT ONLY. DO NOT SCALE DRAWINGS. LOCATIONS OF ALL ITEMS INDICATED ON THE
DRAWINGS OR CALLED FOR IN THE SPECIFICATIONS THAT ARE NOT DEFINITIVELY FIXED BY DIMENSIONS ARE APPROXIMATE. COORDINATE CONTRACT DOCUMENTS PROJECT
REQUIREMENTS, WORK OF OTHERS, AND EQUIPMENT AND MATERIALS PURCHASED WITH FIELD DIMENSIONS, MANUFACTURER'S REQUIREMENTS FOR INSTALLATION,  OPERATION,
AND MAINTENANCE, CONTRACTOR'S INTENDED MEANS AND METHODS OF INSTALLATION, AND CONTRACTOR'S FABRICATED ITEMS TO ENSURE A PROPER FIT AND INSTALLATION.

C. MAINTAIN MAXIMUM HEADROOM AND SPACE CONDITIONS AT ALL POINTS. WHERE HEADROOM AND SPACE CONDITIONS APPEAR INADEQUATE, NOTIFY THE ARCHITECTS PRIOR TO
PROCEEDING WITH INSTALLATION. MAINTAIN A MINIMUM OF 7'-0" CLEARANCE ABOVE FINISHED FLOOR TO UNDERSIDE OF PIPES, DUCTS, CONDUITS, SUSPENDED EQUIPMENT, ETC.,
THROUGHOUT ACCESS ROUTES IN MECHANICAL ROOMS.

D. FIELD VERIFY AND COORDINATE ALL DUCT AND PIPING DIMENSIONS BEFORE FABRICATION. MAKE MODIFICATIONS IN THE LAYOUT AS NEEDED TO PREVENT CONFLICT WITH WORK
OF OTHER TRADES OR FOR PROPER EXECUTION OF THE WORK.  

E. INSTALL ALL EQUIPMENT AND APPURTENANCES IN ACCORDANCE WITH MANUFACTURER'S RECOMMENATIONS, CONTRACT DOCUMENTS, AND APPLICABLE CODES AND REGULATIONS.

F. COORDINATE LOCATIONS AND SIZES OF ALL FLOOR, WALL, AND ROOF OPENINGS WITH ALL OTHER TRADES. COORDINATE ALL PIPING AND EQUIPMENT SUPPORTED FROM STRUCTURE
WITH GENERAL CONSTRUCTION WORK.

G. PROVIDE TRAPPED DRAIN PIPING FROM DRAIN PANS OF ALL COOLING COILS, FANS AND OTHER ACTIVE DRAINS EXPOSED TO SYSTEM AIRSTREAM. PROVIDE TRAP AT CONNECTION
WITH WATER SEAL DEPTH ONE INCH GREATER THAN UNIT OPERATING PRESSURE. DIRECT DRAINS TO NEAREST FLOOR DRAIN, MOP SINK, OR OTHER LOCATION APPROVED BY THE
ARCHITECT.

H. INSTALL PIPING, DUCTWORK, AND CONDUIT CONCEALED IN AREAS HAVING CEILINGS AND/OR FURRED SPACES UNLESS OTHERWISE INDICATED.

I. ALL EQUIPMENT, VALVES, DAMPERS, DAMPER AND VALVE OPERATORS SHALL BE PROVIDED WITH ADEQUATE ACCESS FOR SERVICING, MAINTENANCE, AND REPLACEMENT.

J. SIZE ALL SPLIT-SYSTEM REFRIGERANT PIPING IN ACCORDANCE WITH THE MANUFACTURER'S INSTALLATION INSTRUCTIONS.

K. DUCT DIMENSIONS MAY BE MODIFIED ONLY WITH PRIOR APPROVAL FROM ARCHITECT.  DUCT DIMENSIONS ARE IN INCHES AND INSIDE CLEAR.

L. FOR LOCATION OF REGISTERS, GRILLES, AND DIFFUSERS WITHIN CEILING GRID, REFER TO ARCHITECTURAL REFLECTED CEILING PLANS.

M. ELEVATION INDICATED FOR RECTANGULAR DUCT, GRILLE AND LOUVER OPENINGS IS TO THE TOP OF ROUGH OPENING UNLESS OTHERWISE INDICATED. ELEVATION INDICATED FOR
ROUND DUCTWORK AND PIPING IS TO CENTERLINE.

bnrfmjbkq=fabkqfcf`^qflk

AHU AIR-HANDLING UNIT
AS AIR SEPARATOR
B BOILER
BCU BLOWER COIL UNIT
CCC CLOSED-CIRCUIT COOLING TOWER
CH CHILLER
CHWP CHILLED WATER PUMP
CRAC COMPUTER ROOM AIR CONDTIONER
CT COOLING TOWER
CUH CABINET UNIT HEATER
CWP CONDENSER WATER PUMP
ECH ELECTRIC CEILING HEATER
ERU ENERGY RECOVERY UNIT
ERV ENERGY RECOVERY VENTILATOR
ET EXPANSION TANK
EUH ELECTRIC UNIT HEATER
EWH ELECTRIC WALL HEATER
FCU FAN COIL UNIT
HP HEAT PUMP
HWP HOT WATER PUMP
HX HEAT EXCHANGER
MAU MAKEUP AIR UNIT
OAU OUTDOOR AIR UNIT
P PUMP
PTAC PACKAGED TERMINAL AIR CONDITIONER
PTHP PACKAGED TERMINAL HEAT PUMP
RTU ROOFTOP UNIT
SSI SPLIT-SYSTEM INDOOR UNIT
SSO SPLIT-SYSTEM OUTDOOR UNIT
TU TERMINAL UNIT
UH UNIT HEATER
WSHP WATER-SOURCE HEAT PUMP

REVISIONS
DATE DESCRIPTION
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dofiibI=obdfpqboI=C=afccrpbo=p`ebarib

TAG MANUFACTURER MODEL NUMBER MOUNTING STYLE NECK SIZE FACE SIZE MAX NC LEVEL NOTES
S1 PRICE SCD SURFACE 8" 12x12 30 -
S2 PRICE SCD LAY-IN 6" 24x24 30 -
S3 PRICE SCD LAY-IN 8" 24x24 30 -
S4 PRICE SCD LAY-IN 10" 24x24 30 -
R1 PRICE 535FF-SM-L SURFACE 10x10 12x12 30 1
R2 PRICE 535FF-TB-L LAY-IN 22x22 24x24 30 1
E1 PRICE 80-F SURFACE 6x6 8x8 30 -
E2 PRICE 80-F SURFACE 8x6 10x8 30 -
E3 PRICE 535-F-L SURFACE 12x12 14x14 25 -
T1 PRICE 535-F-L SURFACE 6x6 8x8 25 -
T2 PRICE 80-F SURFACE 6x6 8x8 25 -

d^pJcfoba=o^af^kq=eb^qbo=p`ebarib

TAG MANUFACTURER
MODEL

NUMBER LOCATION
CAPACITY

(BTUH)
FUEL INLET

SIZE FUEL SOURCE

INLET
PRESSURE

(IN WG)

ELECTRICAL DATA

(V) (PH) (HZ)
GRH-01 RE-VERBER-RAY DX3L-20-50 111 SOUTH APPARATUS BAYS 50,000 1/2" NATURAL GAS 5.0 120 1 60
GRH-02 RE-VERBER-RAY DX3L-20-50 111 SOUTH APPARATUS BAYS 50,000 1/2" NATURAL GAS 5.0 120 1 60
GRH-03 RE-VERBER-RAY DX3L-20-50 121 NORTH APPARATUS BAYS 50,000 1/2" NATURAL GAS 5.0 120 1 60
GRH-04 RE-VERBER-RAY DX3L-20-50 112 WASH BAY 50,000 1/2" NATURAL GAS 5.0 120 1 60
GRH-05 RE-VERBER-RAY DX3L-20-50 112 WASH BAY 50,000 1/2" NATURAL GAS 5.0 120 1 60

c^k=p`ebarib

TAG MANUFACTURER MODEL NUMBER SERVING TYPE
AIRFLOW

(CFM)
ESP

(IN WC)
FAN WHEEL

(RPM) DRIVE TYPE SONES CONTROL METHOD
MOTOR

(HP)
ELECTRICAL DATA WEIGHT

(LBS) NOTES(V) (PH) (HZ)
F-01 GREENHECK CUE-121-VG KITCHEN HOOD CENTRIFUGAL ROOF UPBLAST 1000 1.00 1426 DIRECT 7.1 HOOD INTERLOCK 1/2 120 1 60 66 1
F-02 GREENHECK G-141-VG 121 NORTH APPARATUS BAY ROOF MTD. CENTRIFUGAL 2300 0.40 1354 DIRECT 8.4 WALL SWITCH 3/4 208 3 60 72 2,3
F-03 GREENHECK CWB-180HP 111 SOUTH APPARATUS BAYS CENTRIFUGAL SIDEWALL 3000 0.25 1132 BELT 15.3 WALL SWITCH 3/4 208 3 60 110 3
F-04 GREENHECK CWB-180HP 111 SOUTH APPARATUS BAYS CENTRIFUGAL SIDEWALL 3000 0.25 1132 BELT 15.3 WALL SWITCH 3/4 208 3 60 110 3
F-05 GREENHECK G-141-VG 112 WASH BAY ROOF MTD. CENTRIFUGAL 3000 0.25 1695 DIRECT 19.6 WALL SWITCH 1 208 3 60 72 2,3
F-06 GREENHECK SE1-12-432-VG 115 MECHANICAL ROOM SIDEWALL PROPELLER 900 0.30 1551 DIRECT 9.6 THERMOSTAT 1/4 120 1 60 61 2,4

s^of^_ib=obcofdbo^kq=slirjb=pmifq=pvpqbj=eb^q=ob`lsbov=fkallo=rkfq=p`ebarib

TAG MFR MODEL NUMBER LOCATION
SUPPLY AIR

(CFM)
OUTSIDE AIR

(CFM)
ESP

(IN WC)

COOLING HEATING ELECTRICAL DATA

WEIGHT
(LBS)

TOTAL
CAPACITY

(BTUH)

SENSIBLE
CAPACITY

(BTUH)

INDOOR EAT  (°F)
CAPACITY

(BTUH)

INDOOR
EAT DB

(°F)
MCA
(A)

MOCP
(A)

SERVICE

DB WB V PH HZ
SSI-01 DAIKIN FXMQ07PBVJU 221 CORRIDOR 250 120 0.25 7780 6060 84.0 71.0 8960 67.0 0.6 15 208 1 60 55
SSI-02 DAIKIN FXMQ07PBVJU 221 CORRIDOR 320 120 0.25 7780 6060 84.0 71.0 8960 67.0 0.6 15 208 1 60 55
SSI-03 DAIKIN FXMQ07PBVJU 221 CORRIDOR 300 60 0.25 7780 6060 84.0 71.0 8960 67.0 0.6 15 208 1 60 55
SSI-04 DAIKIN FXMQ07PBVJU 221 CORRIDOR 300 60 0.25 7780 6060 84.0 71.0 8960 67.0 0.6 15 208 1 60 55
SSI-05 DAIKIN FXMQ07PBVJU 221 CORRIDOR 300 60 0.25 7780 6060 84.0 71.0 8960 67.0 0.6 15 208 1 60 55
SSI-06 DAIKIN FXMQ07PBVJU 221 CORRIDOR 320 120 0.25 7780 6060 84.0 71.0 8960 67.0 0.6 15 208 1 60 55
SSI-07 DAIKIN FXMQ07PBVJU 221 CORRIDOR 300 60 0.25 7780 6060 84.0 71.0 8960 67.0 0.6 15 208 1 60 55
SSI-08 DAIKIN FXMQ30PBVJU 223 EXERCISE ROOM 1100 360 0.25 30900 25400 84.0 71.0 35900 67.0 2.8 15 208 1 60 101
SSI-09 DAIKIN FXMQ24PBVJU 225 TRAINING ROOM 700 375 0.25 24700 17800 84.0 71.0 28500 67.0 2.8 15 208 1 60 79
SSI-10 DAIKIN FXMQ48PBVJU 224 KITCHEN/DINING 1400 305 0.25 49400 34300 84.0 71.0 57000 67.0 3.4 15 208 1 60 101
SSI-11 DAIKIN FXMQ24PBVJU 119 DAY ROOM 700 400 0.25 24700 17800 84.0 71.0 28500 67.0 1.8 15 208 1 60 79
SSI-12 DAIKIN FXMQ24PBVJU 110 TRUCK OFFICE 700 400 0.25 24700 17800 84.0 71.0 28500 67.0 1.8 15 208 1 60 79

s^of^_ib=obcofdbo^kq=slirjb=pmifq=pvpqbj=eb^q=ob`lsbov=lrqallo=rkfq=p`ebarib

TAG MANUFACTURER MODEL NUMBER LOCATION

COOLING
CAPACITY

(BTUH)

AMBIENT AIR
TEMPERATURE

(°F)

HEATING
CAPACITY

(BTUH)

ELECTRICAL DATA

REFRIGERANT
WEIGHT

(LBS)
MCA
(A)

MOCP
(A)

SERVICE
V PH HZ

ACC-01 DAIKIN REYQ72TTJU ROOF 72,000 95.0 70,000 30 35 208 3 60 R-410A 507
ACC-02 DAIKIN REYQ144TTJU ROOF 120,000 95.0 98,000 43 50 208 3 60 R-410A 703

_o^k`e=pbib`qlo=rkfq=p`ebarib

TAG MANUFACTURER MODEL NUMBER LOCATION SERVING REFRIGERANT
NUMBER OF
BRANCHES

ELECTRICAL DATA

WEIGHT
(LBS)

MCA
(A)

MOCP
(A)

SERVICE
V PH HZ

BS-01 DAIKIN BS8Q54TVJ 221 CORRIDOR ACC-1 R-410A 8 0.8 15 208 1 60 73
BS-02 DAIKIN BS6Q54TVJ 222 CORRIDOR ACC-2 R-410A 6 0.6 15 208 1 60 73

lrqpfab=^fo=rkfq=p`ebarib

TAG MFR MODEL NUMBER

SUPPLY FAN

OUTSIDE
AIRFLOW

(CFM)

EXHAUST/RELIEF FAN ENTHALPY WHEEL COOLING COIL HOT GAS REHEAT COIL INDIRECT GAS HEATING COIL ELECTRICAL DATA

WEIGHT
(LBS)

DESIGN
AIRFLOW

(CFM)
ESP

(IN WC)

FAN WHEEL

MOTOR
SIZE
(HP)

DESIGN
AIRFLOW

(CFM)
ESP

(IN WC)

FAN WHEEL

MOTOR
SIZE
(HP)

OUTDOOR AIR EXHAUST AIR

WHEEL
MOTOR

SIZE
(HP)

TOTAL
CAPACITY

(BTUH)

SENSIBLE
CAPACITY

(BTUH)

EAT LAT

SENSIBLE
CAPACITY

(BTUH)
EAT
(°F)

LAT
(°F)

INPUT
CAPACITY

(BTUH)

OUTPUT
CAPACITY

(BTUH)
EAT
(°F)

LAT
(°F) MCA MOCP

SERVICE

DIA
(IN) TYPE

SPEED
(RPM)

DIA
(IN) TYPE

SPEED
(RPM)

DESIGN
AIRFLOW

(CFM)

SUMMER WINTER

DESIGN
AIRFLOW

(CFM)

SUMMER WINTER

DB
(°F)

WB
(°F)

DB
(°F)

WB
(°F) (V) (PH) (HZ)

EAT LAT EAT LAT EAT LAT EAT LAT
DB
(°F)

WB
(°F)

DB
(°F)

WB
(°F)

DB
(°F)

WB
(°F)

DB
(°F)

WB
(°F)

DB
(°F)

WB
(°F)

DB
(°F)

WB
(°F)

DB
(°F)

WB
(°F)

DB
(°F)

WB
(°F)

OAU-01 AAON RN-011 2,240 1.00 22.0 PLENUM 1471 3 2,240 1,550 0.75 18.5 PLENUM 1262 1 2,240 94.0 74.0 85.8 70.5 14.0 11.0 40.0 29.1 1,550 77.0 66.0 88.6 71.4 68.0 45.0 31.2 23.7 1/20 113,820 71,550 85.8 70.5 53.7 53.6 42,000 53.7 70.0 195,000 156,000 40.00 105.70 58 70 208 3 60 2,367

j^hbJrm=rkfq=p`ebarib

TAG MANUFACTURER MODEL SERVING
AIR FLOW

(CFM)
FAN SPEED

(RPM)
MOTOR

(HP)
ESP

(IN WC) DRIVE TYPE SONES

INDIRECT GAS-FIRED HEATER ELECTRICAL DATA

CONTROLLED BY
WEIGHT

(LBS)
INPUT
(MBH)

OUTPUT
(MBH)

EAT
(°F)

LAT
(°F) MCA MOCP

SERVICE
V PH HZ

MAU-01 GREENHECK DG-108-H10 KITCHEN HOOD 800 1171 1/3 0.25 BELT 7.9 75 60 14 70 3 15 208 3 60 HOOD INTERLOCK 582

pmifq=pvpqbj=fkallo=rkfq=p`ebarib

TAG MANUFACTURER
MODEL

NUMBER LOCATION
SUPPLY AIR

(CFM)
TOTAL CAPACITY

(BTUH)

INDOOR EAT  (°F) ELECTRICAL DATA

WEIGHT
(LBS)DB WB

MCA
(A)

MOCP
(A)

SERVICE
V PH HZ

DSS-1A DAIKIN FTXN18KVJU 108 MACHINE ROOM 500 18000 80 67 1.2 10 208 1 60 27

pmifq=pvpqbj=lrqallo=rkfq=p`ebarib

TAG MANUFACTURER MODEL NUMBER LOCATION

AMBIENT AIR
TEMPERATURE

(°F)

ELECTRICAL DATA

REFRIGERANT
WEIGHT

(LBS)
MCA
(A)

MOCP
(A)

SERVICE
V PH HZ

DSS-1B DAIKIN RKN18KEVJU5 ROOF 95.0 15 20 208 1 60 R-410A 93

bib`qof`=rkfq=eb^qbo=p`ebarib

TAG MFR
MODEL

NUMBER LOCATION TYPE

HEATING
CAPACITY

(KW)
AIRFLOW

(CFM)

ELECTRICAL DATA
WEIGHT

(LBS)(V) (PH) (HZ)
EUH-01 MARKEL F3326TD-RP 101 VESTIBULE SURFACE-MOUNTED WALL 4.0 250 208 1 60 41

d^pJcfoba=rkfq=eb^qbo=p`ebarib

TAG MANUFACTURER
MODEL

NUMBER LOCATION
INPUT
(BTUH)

OUTPUT
(BTUH)

EAT
(°F)

FUEL INLET
SIZE FUEL TYPE

INLET
PRESSURE

(IN WG)

ELECTRICAL DATA

FLA
(A)

SERVICE
(V) (PH) (HZ)

GUH-01 RE-VERBER-RAY UH-45 121 NORTH APPARATUS BAYS 45,000 36,000 60 1/2" NATURAL GAS 5.0 2.7 120 1 60
GUH-02 RE-VERBER-RAY UH-45 121 NORTH APPARATUS BAYS 45,000 36,000 60 1/2" NATURAL GAS 5.0 2.7 120 1 60
GUH-03 RE-VERBER-RAY UH-45 121 NORTH APPARATUS BAYS 45,000 36,000 60 1/2" NATURAL GAS 5.0 2.7 120 1 60

GENERAL NOTES:
A. PROVIDE INTEGRAL THERMOSTAT AND DISCONNECT.
B. PROVIDE 4" SURFACE MOUNTING SLEEVE.

GENERAL NOTES:
A. INDOOR UNIT RECEIVES POWER FROM OUTDOOR UNIT THROUGH FIELD INTERCONNECTING WIRING.
B. PROVIDE INTERGRAL DRAIN PAN LEVEL SENSOR CONFORMING TO UL 508. SENSOR SHALL DISABLE UNIT ON DETECTION OF MOISTURE.
C. PROVIDE AUTOMATIC CONDENSATE PUMP, ASPEN MINI ORANGE OR APPROVED EQUAL. PROVIDE FACTORY OR FIELD-INSTALLED CHECK VALVE AND HARDWIRED ELECTRICAL CONNECTION.

REFER TO FLOOR PLANS FOR ROUTING.

GENERAL NOTES:
A. SCHEDULE OUTSIDE AND EXHAUST AIRFLOWS DO NOT INCLUDE ANY ALLOWANCE FOR PURGE AIRFLOW OR SEAL LEAKAGE IN ENTHALPY WHEEL. FINAL EXHAUST FAN AND OUTSIDE AIRFLOW SETPOINTS SHALL INCORPORATE ADJUSTED VALUES.

NOTES:
1. PROVIDE UL 762 RATED FAN. MINIMUM DISCHARGE HEIGHT OF FAN TO BE 40" ABOVE ROOF.
2. PROVIDE FAN SPEED CONTROL.
3. PROVIDE MOTORIZED BACKDRAFT DAMPER AND INTERLOCK WITH FAN OPERATION.
4. SIDEWALL PROPELLER EXHAUST FAN. PROVIDE MOTOR-SIDE BACK GUARD, WALL HOUSING, MOTORIZED BACKDRAFT DAMPER, AND DISCONNECT. DIVISION 26 WIRE FAN IN SERIES WITH WALL-MOUNTED THERMOSTAT AND PARALLEL WITH MOTORIZED INTAKE DAMPER. REFER TO MECHANICAL ROOM

VENTILATION DETAIL ON DRAWING M5.1.

GENERAL NOTES:
A. UNIT SHALL HAVE BUILT-IN CONDENSATE LIFT AND INTEGRAL DRAIN PAN LEVEL SENSOR.

GENERAL NOTES:
A. PROVIDE LOW VOLTAGE THERMOSTAT AND INTERLOCK AS SHOWN ON M2.1.2.

GENERAL NOTES:
A. PROVIDE LOW VOLTAGE THERMOSTAT.

GENERAL NOTES:
A. MAKE-UP AIR UNIT SHALL BE CONTROLLED BY KITCHEN HOOD KH-1.

NOTES:
1. PROVIDE WITH 1" THICK MERV-8 RATED FILTER.

REVISIONS
DATE DESCRIPTION
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 1/8" = 1'-0"

cfopq=cillo=mi^k=J=abjlifqflk=J=jb`e^kf`^i

 1/8" = 1'-0"

pb`lka=cillo=mi^k=J=abjlifqflk=J=jb`e^kf`^i

REPRESENTED BY X

APPLIES TO M1.1 FIRST FLOOR PLAN - DEMOLITION - MECHANICAL

hbvklqbp

1. REMOVE EX ELECTRIC UNIT HEATER.

2. EX UTILITY FAN FOR VEHICLE EXHAUST SYSTEM.

3. REMOVE EX SIDEWALL FAN.

4. EX GAS-FIRED UNIT HEATER.

5. EX 6" UP TO FLUE ON ROOF.

6. EX REFRIGERANT LINES UP TO EX CONDENSING UNIT ON ROOF.

7. EX 12" DOWN TO HOSE DRIER.

8. EX 12x12 UP TO EX GOOSENECK ON ROOF.

9. EX VEHICLE EXHAUST SYSTEM CONTROL PANEL.

10. EX 3/4" D DOWN TO STORM RISER BELOW SLAB. CAP PIPE AT FLOOR.

11. EX 6x8 UP TO SECOND FLOOR.

12. EX 12x12 UP TO EX EXHAUST FAN ON ROOF.

13. EX ELECTRIC UNIT HEATER.

14. EX SIDEWALL FAN.

15. EX 30x30 UP TO EX EXHAUST FAN ON ROOF.

REPRESENTED BY X

APPLIES TO M1.1 SECOND FLOOR PLAN - DEMOLITION - MECHANICAL

hbvklqbp

1. REMOVE EX ELECTRIC UNIT HEATER.

2. EX 22x22 UP TO EX EXHAUST FAN ON ROOF.

3. REMOVE EX KITCHEN EXHAUST HOOD.

4. EX 32x12 UP TO EX ROOFTOP UNIT.

5. EX 6x8 DOWN TO FIRST FLOOR.

6. EX 16x16 UP TO EX EXHAUST FAN ON ROOF.

7. EX 16x38 UP TO EX ROOFTOP UNIT.

REVISIONS
DATE DESCRIPTION



1

3

2

4

4

4

4 5

5

5

C AOM
M
ON
WE

A L T
H O F V I R G

I N
I

RP

EENIGNELANOIS
SE

FO
R

3/4/16

JASON P. FORSYTH

Lic. No. 038767

^
o`

e
fqb

`
qp

PO
MM
=k
l
oc
l
ih
=p
qo
bb
qI
=o
f̀
e
j
l
k
a
I=s

^
=O
PO
PM

me
l
k
b=
EU
MQ

F=T
VQ
JT
RR
R=
==c
^
u=
EU
MQ
F=
PR
RJ
RS
VM

j
l
pb
ib
v

K̀
l
j

PROJECT NO: DATE:

PL
QL
OM
NS
=O
WO
QW
MU
=m
j

ollc

abjlifqflk

mi^k=J

jb`e^kf`^i

`
fqv
=l
c=
e^
oo
fp
l
k_
ro
d
I=s
fo
d
fk
f̂

e^
oo
fp
l
k_
ro
d
=cf
ob
pq̂

qfl
k=
@N

UM
=j
^
ov
i^
k
a=̂

sb
I=e
^
oo
fp
l
k
_r
od
I=s
fo
d
fk
f̂
=O
OU
MN

jNKO

550358 MARCH 4, 2016

 1/8" = 1'-0"

ollc=abjlifqflk=mi^k=J=jb`e^kf`^i

REPRESENTED BY X

APPLIES TO DRAWING M1.2

hbvklqbp

1. REMOVE EX CONDENSING UNIT AND ASSOCIATED PIPING AND EQUIPMENT SUPPORT.

2. REMOVE EX EXHAUST AIR GOOSENECK.

3. EX GAS-FIRED UNIT HEATER FLUE.

4. REMOVE EX EXHAUST FAN.

5. REMOVE EX ROOFTOP UNIT.

REVISIONS
DATE DESCRIPTION
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 1/8" = 1'-0"
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 1/8" = 1'-0"

pb`lka=cillo=mi^k=J=ar`qtloh

REPRESENTED BY X

APPLIES TO M2.1.1 FIRST FLOOR PLAN - DUCTWORK

hbvklqbp

1. EX ELECTRIC UNIT HEATER.

2. EX UTILITY FAN FOR VEHICLE EXHAUST SYSTEM TO REMAIN.

3. EX SIDEWALL FAN.

4. EX GAS-FIRED UNIT HEATER TO REMAIN.

5. EX 6" UP TO FLUE ON ROOF.

6. EX 12" DOWN TO HOSE DRIER.

7. EX 12x12 UP TO GOOSENECK ON ROOF.

8. EX VEHICLE EXHAUST SYSTEM CONTROL PANEL.

9. EX 30x30 UP TO F-05 ON ROOF.

10. 10x12 UP TO SECOND FLOOR.

11. 12x8 UP TO SECOND FLOOR.

12. 4" COMBUSTION AIR INTAKE FROM INFRARED HEATER UP TO ROOF IN ACCORDANCE WITH
INFRARED HEATER MANUFACTURER'S INSTRUCTIONS.

13. 4" EXHAUST FLUE FROM INFRARED HEATER UP TO ROOF IN ACCORDANCE WITH INFRARED
HEATER MANUFACTURER'S INSTRUCTIONS.

14. 18x18 UP TO SECOND FLOOR.

15. 30x18 BELLMOUTH OPENING. COVER WITH 1/2" x 1/2" WELDED WIRE MESH.

16. 10x10 DOWN TO GRILLE WITH MANUAL BALANCING DAMPER IN VERTICAL.

17. 24x24 DUCT OPENING. COVER WITH 1/2" x 1/2" WELEDED WIRE MESH.

18. SIDEWALL CONCENTRIC COMBUSTION AIR INTAKE AND VENT TERMINATION IN ACCORDANCE
WITH MANUFACTURER'S INSTRUCTIONS.

19. 22x22 DOWN TO GRILLE WITH MANUAL BALANCING DAMPER IN VERTICAL.

20. COVER OPENING WITH 1/2" x 1/2" WELDED WIRE MESH.

21. COORDINATE EXACT LOCATION WITH EXISTING WALL PENETRATION.

22. CENTRAL VARIABLE REFRIGERANT VOLUME SYSTEM CONTROLLER.

REPRESENTED BY X

APPLIES TO M2.1.1 SECOND FLOOR PLAN - DUCTWORK

hbvklqbp

1. 30x12 UP TO OAU-01 ON ROOF.

2. 28x12 UP TO OAU-01 ON ROOF.

3. 24x26 UP TO MAU-01 ON ROOF.

4. 10x10 UP TO F-01 ON ROOF.

5. KITCHEN HOOD KH-01. KH-01 SHALL BE TYPE I ACCUREX MODEL XBEW  SINGLE WALL
CANOPY HOOD OR APPROVED EQUAL. HOOD SHALL BE 48"x42"x24" WITH TOP OUTLET AND
INTERGRAL SHORT CIRCUIT SUPPLY PLENUM WITH TOP OUTLET. PROVIDE ZERO CLEARANCE
TOP, BACK, AND RIGHT. PROVIDE BACKSPLASH 80" HEIGHT x 48" LONG. PROVIDE FIRE
SUPPRESSION SYSTEM FOR HOOD WITH CONTROLS AND CHEMICAL TANK LOCATED IN UTILITY
CABINET LOCATED ON LEFT SIDE OF HOOD. PROVIDE WITH UL LISTED LIGHT FIXTURES AND UL
LISTED STAINLESS STEEL FILTERS OR APPROVED EQUAL. PROVIDE WITH CONTROLS TO TURN
ON EXHAUST FAN AND MAKE-UP AIR FAN UPON DETECTION OF HEAT AND SHUT OFF FANS UPON
ACTIVATION OF FIRE SUPPRESSION SYSTEM. CONTROL CENTER SHALL BE PREWIRED WITH FAN
STARTERS AND OVERLOAD PROTECTION FOR FANS AND LOCATED IN UTILITY CABINET.

6. 10x12 DOWN TO FIRST FLOOR.

7. 12x8 DOWN TO FIRST FLOOR.

8. 22x22 DOWN TO GRILLE WITH MANUAL BALANCING DAMPER IN VERTICAL.

9. 12x12 DOWN TO GRILLE WITH MANUAL BALANCING DAMPER IN VERTICAL.

10. 18x18 UP TO F-02 ON ROOF.

11. 18x18 DOWN TO FIRST FLOOR.

12. 10x10 DOWN TO GRILLE WITH MANUAL BALANCING DAMPER IN VERTICAL.

13. 6x6 DOWN TO GRILLE WITH MANUAL BALANCING DAMPER IN VERTICAL.

14. 4" DRYER VENT TERMINATION IN ACCORDANCE WITH MANUFACTURER'S INSTRUCTIONS.

REVISIONS
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REPRESENTED BY X

APPLIES TO M2.1.2 SECOND FLOOR PLAN - PIPING

hbvklqbp

REPRESENTED BY X

APPLIES TO M2.1.2 FIRST FLOOR PLAN - PIPING

hbvklqbp

1. REFRIGERANT LINE SETS DOWN TO FIRST FLOOR.

2. REFRIGERANT LINE SETS UP TO DSS-1B ON ROOF.

3. REFRIGERANT SUCTION AND LIQUID UP TO ACC-02 ON ROOF.

4. REFRIGERANT SUCTION AND LIQUID UP TO ACC-01 ON ROOF.

5. 1 1/4" D DOWN TO FIRST FLOOR.

6. 1 1/4" D DOWN TO 8" ABOVE ROOF.

1. REFRIGERANT LINE SETS UP TO SECOND FLOOR.

2. 1 1/4" D DOWN WALL IN MECHANICAL ROOM. DRAIN SHALL PENETRATE EXTERIOR WALL TO
EMPTY OUT ON GRADE. PENETRATION SHALL BE AT SAME HEIGHT AS BOTTOM OF DOWNSPOUT.

3. 1 1/4" D UP TO SECOND FLOOR.

dbkbo^i=klqbp
A. SIZE AND ROUTE REFRIGERANT PIPING IN ACCORDANCE WITH MANUFACTURER'S

INSTRUCTIONS.

REVISIONS
DATE DESCRIPTION
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REPRESENTED BY X
APPLIES TO DRAWING M2.2

hbvklqbp

1. 12x12  EXHAUST AIR GOOSENECK. REFER TO EXHAUST AIR GOOSENECK DETAIL ON DWG M5.1.
COORDINATE LOCATION WITH EXISTING DUCT PENETRATION.

2. COORDINATE LOCATION WITH EXISTING DUCT PENETRATION.

3. REFER TO CONDENSING UNIT SUPPORT DETAIL ON DWG M5.1.

4. COMBINE DRAINS AND RUN TO NEAREST DOWNSPOUT. ONE DRAIN CONNECTION INDICATED.
COORDINATE EXACT NUMBER OF DRAIN CONNECTIONS WITH EQUIPMENT MANUFACTURER.

REVISIONS
DATE DESCRIPTION
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 1/4" = 1'-0"M2.1.1 M4.1

pb`qflkN
 1/4" = 1'-0"M4.1

pb`qflkO

 1/4" = 1'-0"M2.1.1 M4.1

pb`qflkP
 1/4" = 1'-0"M4.1

pb`qflkQ
 1/4" = 1'-0"M4.1

pb`qflkR
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NOTES:
- FLEXIBLE DUCT SHALL BE INSTALLED OVER METAL DUCT (BEAD/LIP ON METAL DUCT)
AND ANCHORED W/ A SINGLE NYLON MECHANICAL BAND.
- IN EXPOSED AREAS PROVIDE RIGID GALVANIZED STEEL DUCTWORK IN LIEU OF FLEXIBLE
DUCTWORK INDICATED. SUPPORT IN ACCORDANCE WITH REQUIREMENTS SPECIFIED
FOR STEEL DUCTWORK.

1 1/2" WIDE 10 GAGE GALVANIZED
STEEL SUPPORT STRAP TO STRUCTURE
ON BOTH SIDES OF DUCT. MAINTAIN 6"
CLEAR FROM CONNECTIONS TO HARD DUCT.

VOLUME DAMPER

FLEXIBLE DUCT

RECTANGULAR TO ROUND EXPANDED
SIDE TAKEOFF W/ DAMPER. DAMPER
OPERATOR SHALL INCLUDE STANDOFF
TO EXTEND HANDLE BEYOND SURFACE
OF INSULATION. INSULATION SHALL
NOT BE COMPRESSED AT DAMPER
OPERATOR.

NOTES:
- FLEXIBLE DUCT SHALL BE INSTALLED OVER METAL DUCT (BEAD/LIP ON METAL DUCT)
AND ANCHORED W/ A SINGLE NYLON MECHANICAL BAND.
- IN EXPOSED AREAS PROVIDE RIGID GALVANIZED STEEL DUCTWORK IN LIEU OF FLEXIBLE
DUCTWORK INDICATED. SUPPORT IN ACCORDANCE WITH REQUIREMENTS SPECIFIED
FOR STEEL DUCTWORK.

1 1/2" WIDE 20 GAGE GALVANIZED
STEEL SUPPORT STRAP WITH 0.106"
DIAMETER ZINC COATED, CARBON
STEEL, SOFT TEMPER WIRE TO
OVERHEAD STRUCTURE. MAINTAIN 6"
CLEAR FROM CONNECTIONS TO HARD
DUCT.

VOLUME DAMPER

FLEXIBLE DUCT

RECTANGULAR TO ROUND EXPANDED
SIDE TAKEOFF W/ DAMPER. DAMPER
OPERATOR SHALL INCLUDE STANDOFF
TO EXTEND HANDLE BEYOND SURFACE
OF INSULATION. INSULATION SHALL
NOT BE COMPRESSED AT DAMPER
OPERATOR.

MAINTAIN AIR TIGHT VAPOR BARRIER
AT TRANSITION FROM INSULATED
DUCT TO FLEXIBLE DUCT

DUCT MAIN

AIRFLOW

AI
RF
LO
W

NOTE:
REFER TO BRANCH TAKE-OFF
DETAIL FOR BRANCH
TAKE-OFF REQUIREMENTS

W

D

DUCT MAIN

DUCT EXTENSION = 12"
OR 1/2 W, WHICHEVER
IS GREATER

BRANCH W
2

W2 / 4, 4" MINIMUM

AIRFLOWAIRFLOW

AI
RF
LO
W

NOTE:
REFER TO BRANCH TAKE-OFF
DETAIL FOR BRANCH
TAKE-OFF REQUIREMENTS

W

D

DUCT MAIN

DUCT EXTENSION = 12"
OR 1/2 W, WHICHEVER
IS GREATER

EQUIPMENT

SYSTEM DUCT

FLEXIBLE CONNECTION

EQUIPMENT DUCT CONNECTION
COLLAR OR OPENING

NOTE: THIS DETAIL APPLIES TO ALL DUCT CONNECTIONS TO AIR
HANDLING UNITS AND FANS UNLESS OTHERWISE INDICATED

3" 3"6"

ATTACH TO STRUCTURE

PRE-INSULATED FLEXIBLE DUCT

LAY-IN ACOUSTICAL PANEL CEILING

24x24 CEILING DIFFUSER

SEMI-RIGID ELBOW
SUPPORT TO MAINTAIN
1.5D RADIUS

PROVIDE 4" DUCT COLLAR. ATTACH WITH
MINIMUM OF 4 SHEET METAL SCREWS EVENLY
DISTRIBUTED AROUND COLLAR.
DIFFUSER INSULATION

REFER TO DRAWINGS
FOR DUCT SIZES AND
LOCATIONS OF OPEN
END DUCTS.

1/2" WWM

1"x1" WELDED STEEL
ANGLE FRAME OR
DUCT MATE FLANGE.

80°F

ROOM
THERMOSTAT

INTAKE MOD

N

F-06

BEAM CLAMP (TYP)

STRUCTURAL
STEEL BEAMS

VIBRATION
ISOLATOR
(TYP OF 4)

FLEX CONNECTION

1/2" DIA
THREADED ROD

SUPPLY DUCTRETURN DUCT

1 1/4" DIA CONDENSATE DRAIN
CONTINUOUS SLOPED AWAY
FROM UNIT

DOUBLE NUT (TYP)

STEEL CHANNEL SUPPORT
(UNISTRUT) DESIGNED BY
CONTRACTOR

SSI-XX

SLOPE UNIT PER
MANUFACTURER'S
REQUIREMENT

PROVIDE MOISTURE SENSOR AT
SECONDARY DRAIN TO
AUTOMATICALLY SHUT DOWN
UNIT UPON DETECTION OF
MOISTURE.

DRAIN SHALL BE FULL SIZE
OF DRAIN CONNECTION

UNIT

SLOPE TO NEAREST
ROOF/FLOOR DRAIN

K = 1" FOR EACH 1" OF MAXIMUM
      NEGATIVE STATIC PRESSURE + 1"
H = 1/2K
L = H + K + PIPE DIAMETER + INSULATION

NOTES:

1. LOCATE TRAP AS CLOSE AS POSSIBLE TO UNIT
OUTLET WITH BOTTOM BELOW SUPPORT STRUCTURE.

2. COORDINATE MOUNTING/CURB HEIGHT AS REQUIRED
TO PROVIDE PROPER CONDENSATE DRAINAGE/TRAP HEIGHT.

3. NOTIFY ARCHITECT BEFORE FABRICATION IF PHYSICAL
CONDITIONS PREVENT INSTALLATION OF DEPTH INDICATED.

L

H

CAP OR PLUG, HAND
TIGHTEN, TYPICAL

K

CONDENSING UNIT CURB EQUIPMENT SUPPORT, THYBAR
MODEL# TEMS-1 (2"x6") 14" TALL

METAL DECK

MEMBRANE ROOF

INSULATION

6" MINIMUM

BOLT TO CURB W/ 1/2"
NEOPRENE ISOLATOR, TYP
OF 4 MOUNTING POINTS

ELEVATION

CONDENSING UNIT
CURB EQUIPMENT SUPPORTS

PLAN

CURB ATTACHED TO DECK

REFER TO PLANS
FOR GRILLE SIZE

CEILING

1" DUCT LINER

REFER TO PLANS
FOR DUCT SIZE

REFER TO PLANS
FOR GRILLE SIZE

PROVIDE BIRD
SCREEN

EXHAUST DUCTWORK,
REFER TO PLAN FOR SIZE

ROOFING PENETRATION. FLASHING
AND WEATHER PROOFING BY ROOFER
TO MAINTAIN ROOF WARRANTY.

ROOF

SECURE FASTENERS TO
SHEET METAL PLENUM

SIDEWALL
PROPER FAN

WIRE GUARD

WALL HOUSING
WITH GUARD

EXISTING LOUVER

MOTORIZED BACKDRAFT
DAMPER

EXHAUST AIR

20 GAUGE SHEET METAL
CAP. ATTACH TO
EXISTING WALL

R-7 INSULATION
BOARD

20 GAUGE SHEET METAL

NOTE: PROVIDE SHEET METAL PLENUM
THE FULL-SIZE OF THE EXISTING LOUVER.

AIRFLOWAIRFLOW

AI
RF
LO
W

1/2 W 1/2 W

NOTE:
REFER TO BRANCH TAKE-OFF
DETAIL FOR BRANCH
TAKE-OFF REQUIREMENTS

W

D

DUCT MAIN

UNIT

ROOF

LIGHT

RECTANGULAR ELBOW
WITH 1" ACOUSTIC
LINING AND EXTERNAL
INSULATION. NOTE 2

NOTE 1

NOTES:

1. 1.5 D RADIUS ELBOW SHOWN. PROVIDE SHORT RADIUS ELBOW WHERE REQUIRED FOR
LIMITED CEILING SPACE.

2. ELBOW SHALL BE HEAVY GAGE WITH 1" ACOUSTIC LINING.
MEDIUM PRESSURE VAV SYSTEMS - 12 GAGE
LOW PRESSURE SINGLE ZONE UNITS - 16 GAGE

FLEXIBLE DUCT
CONNECTION

ROOF CURB

GENERAL NOTE: DETAIL APPLIES TO SUPPLY AND RETURN DUCT AT OUTSIDE AIR UNIT

15'-0" MINIMUM RECTANGULAR DUCT WITH 1" ACOUSTIC LINER

SPRING CURB ASSEMBLY

MECHANICAL
EQUIPMENT
BASE

UPPER CURB FLASHING
FURNISHED BY SPRING
CURB MANUFACTURER

LOWER CURB FLASHING
FURNISHED BY SPRING
CURB MANUFACTURER
AND FIELD INSTALLED

MEMBRANE ROOF

RIGID INSULATION

STEEL DECK

4" RIGID INSULATION
AS SPECIFIED FOR ROOF

TOP OF LOWER
CURB FLASHING

PROVIDE MINERAL FIBER BOARD
INSULATION TO 4" BELOW
STRUCTURAL FRAMING PROVIDE
CONTINUOUS VAPOR BARRIER AT
INTERFACE BETWEEN MFB INSULATION

MAKE DUCT CONNECTION
TO EQUIPMENT

FLEXIBLE CONNECTORSUPPLY OR RETURN DUCT

FILL CURB WITH SOUND
BATT INSULATION.

PROVIDE TWO LAYERS OF
MOISTURE-RESISTANT 5/8"
GYPSUM BOARD IN BOTTOM OF
CURB WITH STAGGERED JOINTS
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NO SCALE
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NO SCALE

_o^k`e=q^hblcc=ql=afccrpboJpfab
NO SCALE

ar`q=bka=lc=j^fk=abq^fi
NO SCALE
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NO SCALE
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NO SCALE
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NO SCALE

jb`e^kf`^i=ollj=sbkqfi^qflk

NO SCALE

pmifq=pvpqbj=fkallo=rkfq=abq^fi=EppJuuF
NO SCALE

kbd^qfsb=mobpprob
`lkabkp^qb=ao^fk=abq^fi

NO SCALE

`lkabkpfkd=rkfq=prmmloq=abq^fi
NO SCALE
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bue^rpq=^fo=dllpbkb`h=abq^fi

NO SCALE
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33.0ft
¼"×½" *

30.0ft
¼"×½" *

18.0ft
¼"×½" *

9.0ft
¼"×½" *

18.0ft
¼"×½" *

25.0ft
¼"×½" *

33.0ft
¼"×½" *

27.0ft
⅜"×⅝"

57.0ft
⅜"×⅝"

30.0ft
⅜"×⅝"

34.0ft
⅜"×⅝"

62.0ft
⅜"×⅝"

15.0ft
⅜"×¾"×⅝" *

15.0ft
½"×1⅛"×¾"

ACC-1

REYQ72TTJU

BS-1

BS8Q54TVJ

SSI-01

FXMQ07PBVJU

SSI-02

FXMQ07PBVJU

SSI-03

FXMQ07PBVJU

SSI-04

FXMQ07PBVJU

SSI-05

FXMQ07PBVJU

SSI-06

FXMQ07PBVJU

SSI-07

FXMQ07PBVJU

ACC-2

REYQ120TTJU

BS-2

BS6Q54TVJ

SSI-09

FXMQ30PBVJU

SSI-10

FXMQ24PBVJU

SSI-11

FXMQ48PBVJU

SSI-12

FXMQ24PBVJU

SSI-13

FXMQ24PBVJU

OUT F1,F2

IN F1,F2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

OUT F1,F2

TO CENTRALIZED CONTROLLER

OUT F1,F2

IN F1,F2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

F1,F2IN F1,F2

P1,P2

OUT F1,F2

TO CENTRALIZED CONTROLLER

OUT F1,F2

L1, L2, L3 30A 3ph

L1, L2 0.8A 1ph

L1, L2 0.6A 1ph

L1, L2 0.6A 1ph

L1, L2 0.6A 1ph

L1, L2 0.6A 1ph

L1, L2 0.6A 1ph

L1, L2 0.6A 1ph

L1, L2 0.6A 1ph

L1, L2, L3 43A 3ph

L1, L2 0.6A 1ph

L1, L2 2.8A 1ph

L1, L2 1.8A 1ph

L1, L2 3.4A 1ph

L1, L2 1.8A 1ph

L1, L2 1.8A 1ph

ACC-1
REYQ72TTJU

BS-1
BS8Q54TVJ

SSI-01
FXMQ07PBVJU

BRC1E73

SSI-02
FXMQ07PBVJU

BRC1E73

SSI-03
FXMQ07PBVJU

BRC1E73

SSI-04
FXMQ07PBVJU

BRC1E73

SSI-05
FXMQ07PBVJU

BRC1E73

SSI-06
FXMQ07PBVJU

BRC1E73

SSI-07
FXMQ07PBVJU

BRC1E73

ACC-2
REYQ120TTJU

BS-2
BS6Q54TVJ

SSI-09
FXMQ30PBVJU

BRC1E73

SSI-10
FXMQ24PBVJU

BRC1E73

SSI-11
FXMQ48PBVJU

BRC1E73

SSI-12
FXMQ24PBVJU

BRC1E73

SSI-13
FXMQ24PBVJU

BRC1E73

ACC-1 (7)
REYQ72TTJU

ACC-2 (5)
REYQ120TTJU

i-Touch Manager
DCM601A71
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NO SCALE

soc=mfmfkd=p`ebj^qf`

NO SCALE

soc=tfofkd=p`ebj^qf`
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^sbo^db=j^fkq^fkba

fiirjfk^qflk=ibsbip

TASK FOOTCANDLES

CLASSROOMS 55
OFFICES 50
ELECTRICAL ROOMS 30
MECHANICAL ROOMS 30
LOCKER ROOMS/BUNKS 20
TOILETS 20
KITCHEN 70
DINING 40

NOTE: REFER TO 'TYPICAL COMMUNICATION OUTLET DETAIL' FOR BOX & CONDUIT REQUIREMENTS.  REFER TO
TELECOMMUNICATION DEVICE DETAILS FOR CABLING AND TERMINAL JACK REQUIREMENTS.

SYMBOL DESCRIPTION

X

`ljjrkf`^qflkp=ibdbka

E

TELECOMMUNICATIONS OUTLET, SUBSCRIPT NUMBER INDICATES OUTLET TYPE.  MOUNT AT +3'-10"AFF.

TELECOMMUNICATIONS OUTLET, SUBSCRIPT NUMBER INDICATES OUTLET TYPE.  MOUNT AT +1'-6"AFF.
X

[MISC COMMUNICATIONS OUTLET] , MOUNT AT +1'-6"AFF.

INTERCOM STATION WITH PUSHBUTTON, MOUNT AT +4'-6"AFF.

PUSHBUTTON SWITCH, MOUNT AT +4'-6"AFF. SUBSCRIPT "E" INDICATES EMERGENCY FUNCTIONS.

CATV OUTLET, MOUNT AT +[1'-6"] [7'-6"]AFF.

WALL CLOCK, MOUNT AT +7'-6"AFF. SUBSCRIPT "D" INDICATES DOUBLE FACE CLOCK.

MICROPHONE OUTLET, WALL MOUNT AT +1'-6"AFF, FLUSH FLOOR MOUNT.  SUBSCRIPT NUMBER INDICATES
NUMBER OF JACKS TO PROVIDE IN OUTLET.

SOUND SYSTEM SPEAKER, RECESS WALL MOUNT AT +7'-6"AFF.  'WG' WHERE PRESENT INDICATES
PROVIDE PROTECTIVE WIRE GUARD.

TELECOMMUNICATIONS EQUIPMENT RACK.

2” EMT CONDUIT SLEEVE WITH NYLON BUSHING EACH END UNO, THRU WALL AT +6” ABOVE FINISHED CEILING.

TELECOMMUNICATIONS GROUND BUS BAR, MOUNT AT +1'-6"AFF.

TELECOMMUNICATIONS MAIN GROUND BUS BAR, MOUNT AT +1'-6"AFF.

# #

SOUND SYSTEM SPEAKER, RECESS CEILING MOUNT.  'WG' WHERE PRESENT INDICATES PROVIDE
PROTECTIVE WIRE GUARD.

M M

S

S

TGB

TMGB

WIRELESS ACCESS POINTWA

SYMBOL DESCRIPTION

abjlifqflk=ibdbka

REMOVE DEVICES, EQUIPMENT, IN ACCORDANCE
WITH THE GENERAL DEMOLITION NOTES.

DEVICES ARE EXISTING TO REMAIN.

WITHIN HATCHED AREAS, DISCONNECT AND REMOVE ALL ELECTRICAL MATERIALS INCLUDING BUT
NOT LIMITED TO LIGHTS, DEVICES, EQUIPMENT, SPEAKERS, FIRE ALARM, COMMUNICATIONS, AND
CIRCUITRY.

SYMBOL DESCRIPTION

cfob=^i^oj=ibdbka

FIRE ALARM DUCT SMOKE DETECTOR, FURNISH AND CONNECT UNDER DIVISION 28.  INSTALL UNDER
DIVISION 23. VERIFY LOCATION WITH DIVISION 23 PRIOR TO ROUGH-IN.  PROVIDE ACCESSIBLE KEY
OPERATED REMOTE TEST SWITCH FOR EACH DETECTOR. "X" DENOTES ZONE

SMOKE DETECTOR, CEILING MOUNT.  SUBSCRIPT 'G'  WHEN PRESENT INDICATES PROVIDE DEVICE GUARD.
"X" DENOTES ZONE

S

FIRE ALARM TAMPER SWITCH, PROVIDE UNDER DIVISION 23, MONITOR UNDER DIVISION 28.TS

FIRE ALARM FLOW SWITCH, PROVIDE UNDER DIVISION 23, MONITOR UNDER DIVISION 28.
"X" DENOTES ZONE

FS

FIRE ALARM MONITOR MODULE. NOT ALL MONITOR MODULES ARE INDICATED ON DRAWINGS.
PROVIDE QUANTITY AND IN LOCATIONS REQUIRED TO ACCOMPLISH SPECIFIED MONITORING
FUNCTIONS.

M

C
FIRE ALARM CONTROL MODULE. NOT ALL CONTROL MODULES ARE INDICATED ON DRAWINGS.
PROVIDE QUANTITY AND IN LOCATIONS REQUIRED TO ACCOMPLISH SPECIFIED CONTROL
FUNCTIONS.

FIRE ALARM SPRINKLER BELL, MOUNT AT +10'-0"AFF.B

SD
X

X

X

dbkbo^i=klqbp

A. THE CONTRACT DOCUMENTS ARE COMPLEMENTARY AND WHAT IS REQUIRED BY ONE SHALL BE AS BINDING AS IF
REQUIRED BY ALL.  IN THE CASE OF A CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE BETTER QUALITY.
IN THE CASE OF A CONFLICT, DISAGREEMENT, OR AMBIGUITY, PROVIDE THE GREATER QUANTITY OF WORK.

B. SUBSCRIPT LETTER BESIDE DEVICE INDICATES THE TYPE AS FOLLOWS:

3R WEATHERPROOF (NEMA 3R)
W WALL MOUNT AT +4'-6"AFF
IG ISOLATED GROUND
P PILOT LIGHT AT THE SWITCH HANDLE
WG WIRE GUARD
C MOUNT +6" ABOVE COUNTER TOP BACK SPLASH
WP WEATHERPROOF

C. FOLLOW MOUNTING HEIGHTS INDICATED IN THE ELECTRICAL LEGEND UNLESS OTHERWISE INDICATED.  MEASURE
ALL MOUNTING HEIGHTS FROM THE DEVICE CENTER LINE UNLESS OTHERWISE INDICATED.

D. VERIFY EXACT FEEDER LOCATIONS FOR MECHANICAL EQUIPMENT.

E. EQUIPMENT CONNECTIONS ARE INDICATED IN THEIR APPROXIMATE LOCATIONS.  VERIFY EXACT LOCATIONS OF
ALL CONNECTIONS WITH OTHER TRADES SUPPLYING EQUIPMENT TO AVOID CONFLICTS AT INSTALLATION.

F. LOCATED ALL SWITCHES FOR LOCAL CONTROL OF LIGHTING ON STRIKE SIDE OF SINGLE DOORS UNLESS
OTHERWISE INDICATED.

G. PROVIDE SPECIFIC BREAKER ARRANGEMENT FOR THE PANEL BOARDS WHEREVER PHYSICALLY POSSIBLE.
PROVIDE AS-BUILT DRAWINGS INDICATING ACTUAL BRANCH CIRCUIT ARRANGEMENT. PROVIDE TYPE WRITTEN
PANELBOARD DIRECTORIES INDICATING ACTUAL BRANCH CIRCUIT ARRANGEMENT.

H. ALL CONDUIT RUNS INDICATED ARE DIAGRAMMATIC, COORDINATE ROUTING IN ALL SPACES WITH OTHER TRADES.

I. CONDUCTOR CROSS HATCHING IS INDICATED TO CLARIFY BRANCH CIRCUIT AND/OR SWITCHING ARRANGEMENTS.

J. ALL PANELBOARDS INDICATED ARE HOUSED IN A SINGLE WIDTH ENCLOSURE, UNO.  THE CONTRACTOR SHALL FIELD
VERIFY ROOM LAYOUT AND ADJUST ACCORDINGLY, AT NO COST TO THE OWNER, IF PROVIDING ANY PANELBOARD
ENCLOSURES.

K. WHERE POWER AND COMMUNICATION OUTLETS ARE INDICATED IN CLOSE PROXIMITY ON THE DRAWINGS, FIELD
COORDINATE THE LOCATIONS TO PLACE THE OUTLETS ADJACENT TO EACH OTHER.

L. ALL EXTERIOR RECEPTACLES SHALL BE LABELED "WR" - WEATHER RESISTANT.

M. WHERE MULTI-WIRE BRANCH CIRCUITS ARE PROVIDED (TWO OR MORETHREE LINE-TO-NEUTRAL CIRCUITS
SHARING A NEUTRAL) PROVIDE A MULTI-POLE BREAKER OR LISTED BREAKER TIE TO SIMULTANEOUSLY
DISCONNECT ALL UNGROUNDED CONDUCTORS AT THE POINT OF ORIGINATION. CONTRACTOR'S OPTION TO
PROVIDE DEDICATED  LABELED COLOR CODED NEUTRAL CONDUCTORS FOR EACH LINE-TO-NEUTRAL CIRCUIT
RATHER THAN BREAKER TIES. REFER TO 2011 NEC 210.4.

A123

SPACE NUMBER

BUILDING AREA (WHEN USED)

SPACE IDENTIFICATION TAG

do^mef`p=pvj_lip=ibdbka

1

E4.1

1

E3.1

1

E5.1

abq^fi=qfqib

1/4"=1'-0"

N

E5.1E2.2

pb`qflk=qfqib

1/4"=1'-0"

N

E4.1

SECTION NUMBER

DRAWING WHERE SECTION IS INDICATED

SECTION WHERE CUT

ENLARGED PLAN NUMBER

DRAWING WHERE ENLARGED PLAN IS INDICATED

ENLARGED PLAN WHERE CUT

DETAIL NUMBER

DRAWING WHERE DETAIL IS INDICATED

DETAIL TAG

DETAIL NUMBER
DRAWING WHERE DETAIL IS INDICATED
DRAWING WHERE DETAIL IS CUT
ADDITIONAL DRAWING REFERENCES

E2.3
E2.4

SECTION NUMBER
DRAWING WHERE SECTION IS INDICATED
DRAWING WHERE SECTION IS CUT
ADDITIONAL DRAWING REFERENCES

E2.2
E2.3
E2.4

SYMBOL DESCRIPTION

ifdeqfkd=ibdbka

LIGHT SWITCH, RATED 120/277 VOLTS, 20-AMPS, MOUNT AT +3'-10"AFF.  SUBSCRIPT/SUPERSCRIPT LETTERS,
NUMBERS, AND SYMBOLS INDICATES SWITCH TYPE AS FOLLOWS:

3 INDICATES 3-WAY LIGHT SWITCH
4 INDICATES 4-WAY LIGHT SWITCH
D INDICATES DIMMER SWITCH.
DOS INDICATES DIMMER SWITHCH WITH INTEGRAL OCCUPANCY SENSOR
P INDICATES PILOT LIGHT, ON WHEN SWITCH IS ON
K INDICATES KEY OPERATED LIGHT SWITCH
OS INDICATES SWITCH WITH INTEGRAL OCCUPANCY SENSOR
OS INDICATES DUAL RELAY INTEGRAL OCCUPANCY SENSOR, WIRED FOR MULTI-LEVEL 

SWITCHING

LOWER CASE LETTER INDICATES LIGHT FIXTURE CONTROL DESIGNATION

INDICATES SWITCHES WIRED FOR INBOARD/OUTBOARD SWITCHING.

OMNI-DIRECTIONAL LIGHTING CONTROL OCCUPANCY DETECTOR, CEILING MOUNT.

DIRECTIONAL LIGHTING CONTROL OCCUPANCY DETECTOR, WALL MOUNT AT 6" BELOW FINISHED CEILING.

PHOTOELECTRIC CELL FOR LIGHTING CONTROL. WALL MOUNT AT +10-0"AFF.  AIM NORTH.PE

FLUORESCENT LIGHT FIXTURE, CEILING MOUNT.

FLUORESCENT LIGHT FIXTURE ON LIFE-SAFETY POWER, CEILING MOUNT.

LIGHTING FIXTURE.

LIGHTING FIXTURE ON EMERGENCY POWER.

WALL WASHER LIGHTING FIXTURE.

LIGHT FIXTURE, WALL MOUNT, HEIGHT AS INDICATED.

EXIT SIGN, CEILING MOUNT. DIRECTIONAL ARROWS AS INDICATED. SHADING INDICATES FACE(S) OF SIGN.

EXIT SIGN, WALL MOUNT. DIRECTIONAL ARROWS AS INDICATED. SHADING INDICATES FACE(S) OF SIGN.

2

SYMBOL DESCRIPTION

lkb=ifkb=af^do^j=ibdbka

CIRCUIT BREAKER

FUSED SWITCH

TRANSFORMER

TRANSFER SWITCH

FEEDER DESIGNATIONXXX

CURRENT TRANSFORMERCT

PT POTENTIAL TRANSFORMER

SYMBOL DESCRIPTION

mltbo=ibdbka

APPLIANCE RECEPTACLE, MOUNT AT +1'-6" AFF. PROVIDE NEMA CONFIGURATION TO MATCH PLUG FOR
EQUIPMENT SERVED.

APPLIANCE RECEPTACLE, MOUNT AT +1'-6"AFF. PROVIDE NEMA CONFIGURATION TO MATCH PLUG FOR
EQUIPMENT SERVED.  CONNECT TO EMERGENCY POWER, PROVIDE RED DEVICE.

DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.

DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.  CONNECT TO EMERGENCY POWER, PROVIDE
RED DEVICE.

DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.

DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.  CONNECT TO EMERGENCY POWER, PROVIDE
RED DEVICE.

DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +7'-6"AFF.

DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +7'-6"AFF.  CONNECT TO EMERGENCY POWER, PROVIDE
RED DEVICE.

GFCI DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.  PROVIDE NEMA 3R "WHILE IN USE"
ENCLOSURE.

GFCI DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.

GFCI DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.  CONNECT TO EMERGENCY POWER,
PROVIDE RED DEVICE.

GFCI DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.

GFCI DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.  CONNECT TO EMERGENCY POWER,
PROVIDE RED DEVICE.

DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.

DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.  CONNECT TO EMERGENCY POWER,
PROVIDE RED DEVICE.

DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.

DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.  CONNECT TO EMERGENCY POWER,
PROVIDE RED DEVICE.

SINGLE RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.

SINGLE RECEPTACLE, NEMA 5-20R, MOUNT AT +3'-10"AFF.

SPD DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT AT +1'-6"AFF.

LINE VOLTAGE THERMOSTAT. DIVISION 23 FURNISH, DIVISION 26 INSTALL. REFER TO DIVISION 23 DRAWINGS
FOR LOCATIONS AND QUANTITY.

PUSHBUTTON CONTROLLER.

CORD REEL OUTLET, CEILING MOUNT.

[NON-] METALLIC SURFACE RACEWAY, DEVICES AS INDICATED, MOUNT AT +1'-6"AFF, UNO.

JUNCTION BOX, CONCEALED ABOVE CEILING, UNO.

ENCLOSED CIRCUIT BREAKER, CHARACTERISTICS AS INDICATED.

MUSHROOM SWITCH, HEAVY DUTY WITH LEGEND PLATE. MOUNT W/HANDLE AT +3'-10" AFF, UNO.

MANUAL MOTOR STARTER, OVERLOAD PROTECTION AS REQUIRED PER NAME PLATE RATINGS, WITH 'ON'
INDICATOR PILOT LIGHT.  FLUSH MOUNT W/HANDLE AT +3'-10"AFF, UNO.

DISCONNECT SWITCH, FUSIBLE OR NON-FUSIBLE AS INDICATED.  MOUNT W/HANDLE AT +4'-6"AFF, UNO.

MAGNETIC MOTOR STARTER, WITH OVERLOAD RELAYS AS REQUIRED TO SERVE MANUFACTURER
REQUIREMENTS OF EQUIPMENT SERVED. PROVIDE WITH HAND-OFF-AUTOMATIC SELECTOR SWITCH AND
INDICATOR LIGHTS.. MOUNT W/HANDLE AT +4'-6"AFF, UNO.

COMBINATION MAGNETIC STARTER AND DISCONNECT SWITCH.  WITH OVERLOAD ELEMENTS AND FUSING
AS REQUIRED TO SERVE MANUFACTURER REQUIREMENTS OF EQUIPMENT SERVED. PROVIDE WITH HAND-
OFF-AUTOMATIC SELECTOR SWITCH AND INDICATOR LIGHTS.. MOUNT W/HANDLE AT +4'-6"AFF, UNO.

EQUIPMENT POWER CONNECTION.

MOTOR CONNECTION.

CONNECTION TO DIV 23 MOTORIZED DAMPER, VERIFY LOCATION.

POWER FOR ELECTRIC DOOR LOCK CONNECTION.

EMERGENCY GENERATOR.

BRANCH CIRCUIT RUN CONCEALED, UNO.  DASHED INDICATES CIRCUITRY REQUIRED TO BE RUN BELOW
SLAB.

STRAIGHT LINEWORK FOR CIRCUITRY INDICATES ON EMERGENCY POWER CIRCUIT.  INDICATED FOR
CLARITY ONLY, ACTUAL HOMERUN DESIGNATION OVERRIDES THIS SYMBOLOGY.

BRANCH CIRCUIT HOME RUN TO PANELBOARD AND CIRCUIT INDICATED.

PANELBOARD.

TRANSFORMER, PROVIDE CONCRETE HOUSEKEEPING PAD UNLESS NOTED OTHERWISE.

RELAY, N/O OR N/C AS INDICATED.

RELAY, NORMALLY OPEN.

RELAY, NORMALLY CLOSED.

T

J

CB

E

M

EL

G

T

R

POWER FOR ELECTRIC DOOR STRIKE CONNECTION.ES

FEEDER TAG.  REFER TO FEEDER SCHEDULE ON DWG E5.1.XXX

PUSHBUTTON.

HC MOTORIZED DOOR PUSH-BUTTON

C

AO
M
M
O
N
W

E
A
L T

H O F
V

I
R
G
I
N
I

R

P

E
E

N

I
GNELANO

IS
S

E

F
O
R

03-04-2016

HAROLD A. LANNA

Lic. No. 13231

^
o
`
e
fq
b
`
qp

P
O
M
M
=k
l
o
c
l
ih
=p
qo
b
b
qI
=o
f`
e
j
l
k
a
I=
s
^
=O
P
O
P
M

m
e
l
k
b
=E
U
M
Q
F=
T
V
Q
JT
R
R
R
==
=c
^
u
=E
U
M
Q
F=
P
R
R
JR
S
V
M

j
l
p
b
ib
v

K`
l
j

PROJECT NO: DATE:

P
L
Q
L
O
M
N
S
=O
WO
M
WO
S
=m
j

ibdbkapI

^__obsf^qflkp

^ka=dbkbo^i

klqbp

`
fq
v
=l

c=
e
^
o
o
fp
l
k
_
r
o
d
I=
s
fo
d
fk

f^

e
^
o
o
fp
l
k
_
r
o
d
=c
fo
b
p
q^

qf
l
k
=@
N

U
M
=j

^
o
v
i^

k
a
=^

s
b
I=
e
^
o
o
fp
l
k
_
r
o
d
I=
s
fo
d
fk

f^
=O
O
U
M
N

bMKN

550358 MARCH 4, 2016

^__obsf^qflkp

1P SINGLE PHASE

3P THREE PHASE

A AMPS

AFF ABOVE FINISHED FLOOR

AL ALUMINUM

ATS AUTOMATIC TRANSFER SWITCH

BFC BELOW FINISHED CEILING

BFG BELOW FINISHED GRADE

BKR BREAKER

C CONDUIT

CATV COMMUNITY ANTENNA TELEVISION (CABLE)

CB CIRCUIT BREAKER

CBL CABLE

CCTV CLOSED CIRCUIT TELEVISION

CKT CIRCUIT

CLG CEILING

CLR CLEAR

CO. COMPANY

COMB COMBINATION

COMM COMMUNICATIONS

CU COPPER

DIA DIAMETER

DISC DISCONNECT

DIV DIVISION

DWG DRAWING

EC EMPTY CONDUIT

ELEC ELECTRICAL

ELEV ELEVATOR

EQ EQUIPMENT

ETR EXISTING TO REMAIN

EWC ELECTRIC WATER COOLER

EX EXISTING

EXT EXTERIOR

FLA FULL LOAD AMPS

FPND FUSE PER NAMEPLATE DATA

G GROUND

GE GROUND FAULT PROTECTION FOR EQUIPMENT, 6-50mA PER NEC 427.22 (PROVIDE
ACCESSORY FOR INDICATED BREAKER)

GFCI GROUND FAULT CIRCUIT INTERRUPT

GFP GROUND FAULT PROTECTION FOR PERSONNEL, 4-6mA (PROVIDE ACCESSORY FOR
INDICATED BREAKER)

HC HORIZONTAL CROSS CONNECT

HP HORSEPOWER

Hz HERTZ

IAW IN ACCORDANCE WITH

IC INTERMEDIATE CROSS-CONNECT

J-BOX JUNCTION BOX

KVA KILOVOLT AMPS

KW KILOWATTS

L LOCKOUT TO PREVENT UNAUTHORIZED SWITCHING (PROVIDE ACCESSORY FOR
INDICATED BREAKER)

LC ROUTE CIRCUIT TO LOAD VIA LIGHTING CONTACTOR, REFER TO LC SCHEDULE

LED LIGHT EMITTING DIODE

LTG LIGHTING

LTS LIGHTS

MAX MAXIMUM

MC MAIN CROSS CONNECT

MCA MINIMUM CIRCUIT AMPACITY

MCB MAIN CIRCUIT BREAKER

MCC MOTOR CONTROL CENTER

MIN MINIMUM

ML MAINTENANCE LOCK (PROVIDE ACCESSORY FOR INDICATED BREAKER)

MLO MAIN LUG ONLY

MOCP MAXIMUM OVER CURRENT PROTECTION.

MTD MOUNTED

N NEUTRAL

N/C NORMALLY CLOSED

N/O NORMALLY OPEN

NO. NUMBER

PBD PANELBOARD

PD PROTECTIVE DEVICE

RCPT RECEPTACLE

REC RECEPTACLE

SEC SECURITY

SPD SURGE PROTECTIVE DEVICE

SPEC. SPECIFICATION(S)

ST SHUNT TRIP, 120V COIL (PROVIDE ACCESSORY FOR INDICATED BREAKER)

SW SWITCH

SWBD SWITCHBOARD

TBB TELECOMMUNICATIONS BONDING BACKBONE

TC TELECOMMUNICATIONS CLOSET

TELECOM TELECOMMUNICATIONS

TGB TELECOMMUNICATIONS GROUNDING BUS BAR

TMGB TELECOMMUNICATIONS MAIN GROUNDING BUS BAR

TYP TYPICAL

UNO UNLESS NOTED (INDICATED) OTHERWISE

V VOLTS

VFD VARIABLE FREQUENCY DRIVE

W WATTS

W/ WITH

XFER TRANSFER

XFMR TRANSFORMER

REVISIONS

DATE DESCRIPTION



E E E

EMERGENCY GENERATOR

EXISTING POWER COMPANY
TRANSFORMER, C.T. AND
METER

P/BD MDP-1

4

ATS-XATS-E

A

A

5

1

2

3

6

6

TEST WELL

D-24
D-23

D-22

BATTERY CHARGER
BLOCK HEATER
STRIP HEATER

REPRESENTED BY n

APPLIES TO DRAWING E1.0

hbvklqbp

1. THE ELECTRICAL SERVICE IS PROVIDED BY HARRISONBURG  ELECTRIC COMMISSION. THE
EXISTING TRANSFORMER, C.T. CABINET AND METER SHALL REMAIN IN PLACE TO SERVE THE
FIRE STATION.

2. REUSE EXISTING SERVICE CONDUITS TO SERVE   THE FIRE  STATION. PROVIDE NEW
CONDUCTORS.

3. TRANSITION CONDUITS THROUGH BUILDING SLAB TO MPD-1.

4. OBTAIN EXISTING 150KW, 120/208VOLT, 3-PHASE, 4-WIRE GENERATOR FROM OWNER. PROVIDE
CONCRETE PAD. INSTALL FUEL TANK AND GENERATOR ON PAD. PROVIDE UNDERGROUND
EMERGENCY FEEDERS FROM GENERATOR TO AUTOMATIC TRANSFER SWITCHES ATS-X AND
ATS-E.

5. TRANSITION FEEDERS FROM UNDERGROUND TO THE EXPOSED SLAB BELOW THE BUILDING.

6. RUN FEEDERS ALONG THE EXPOSED SLAB TO THE AUTOMATIC TRANSFER SWITCHES.

1" SCH. 40 PVC
CONDUITS FOR
CONTROLS

1-1/2" SCH. 40
PVC CONDUITS
FOR CONTROLS

PROVIDE SAND BACKFILL
PROVIDE CONDUIT SPACERS EVERY 6'-0"

1" CONDUITS FOR
BATTERY CHARGER
STRIP HEATER
BLOCK HEATER

TWO 2 1/2" SCH.
40 PVC CONDUIT

6"

1'-6"

FINISH GRADE

WARNING TAPE

6 1/4"

5
"

8 1/2" 6 1/4"

1
1
"

5
"
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3

3

3

3

3

3

3

3

3
3

3

3
33

1

1 1
1

1

1

1 1

1

1

2

2

2

2

2

2 2

3

3

3

3

3
3

3

3

3

3

WASH BAY

112

SHOP

113
SHOP

114

SOUTH
APPARATUS

BAYS

111

MECHANICAL
ROOM

115

STAIR 1

117

WOMEN

116

NORTH
APPARATUS

BAYS

121
STAIR 2

123

EMS STORAGE
CLOSET

122

STORAGE

120
3

3

4

4

4

4

STAIR 2

227

TRAINING
STORAGE
CLOSET

226

STAIR 1

217

2

2

3

3 3

3

3 3

3

3

3

3

3

3

3

3

3

2

dbkbo^i=abjlifqflk=klqbp

A. PROVIDE ALL ELECTRICAL DEMOLITION WORK REQUIRED TO INSTALL THE WORK INDICATED. REMOVE, REROUTE,
AND RECONNECT ALL BRANCH CIRCUITS THAT WILL REMAIN IN USE BUT INTERFERES WITH THE WORK.

B. REMOVE ALL EXISTING CONDUITS THAT WILL NOT BE REUSED AND WHERE THEY WILL BE EXPOSED AFTER
COMPLETION. ABANDON ALL OTHERS IN THE WALLS ONLY.  DISCONNECT ALL WIRING INDICATED AND/OR
REQUIRED TO BE REMOVED FROM ALL POWER SOURCES. REMOVE ALL WIRING FROM ABANDONED CONDUITS
AND PROVIDE BLANK COVER PLATES FOR BOXES NOT UTILIZED FOR THE WORK.

C. MAINTAIN CONTINUITY OF ALL EXISTING CIRCUITS TO REMAIN OR PORTIONS THEREOF AFFECTED BY THE WORK.

D. BEFORE DEMOLITION, VERIFY WITH THE OWNER ALL EQUIPMENT TO BE SALVAGED TO OWNER AND NOT
REMOVED FROM THE SITE. FOR ALL REMAINING EQUIPMENT INDICATED FOR REMOVAL (AND NOT RELOCATED),
REMOVE AND DISPOSE IN A LEGAL MANNER.

E. EXERCISE CARE IN REMOVING DEMOLITION ITEMS. REPAIR OR REPLACE ALL DAMAGE CAUSED TO EXISTING
CONSTRUCTION AND EQUIPMENT TO REMAIN.

F. DRAWINGS ARE BASED UPON EXISTING PLANS AND FIELD INVESTIGATION WITHOUT DEMOLITION. VISIT THE
EXISTING BUILDING AND BECOME FAMILIAR WITH ALL EXISTING CONDITIONS AND EXAMINE ALL DRAWINGS TO
AVOID CONFLICTS.

G. WHERE DEMOLITION OF TELECOMMUNICATIONS DEVICES OCCUR, REMOVE CABLING NOT INDICATED TO REMAIN
BACK TO POINT OF ORIGIN.

H. DEMOLITION FLOOR PLANS ARE PROVIDED FOR REFERENCE ONLY TO AID IN DEFINING THE SCOPE OF DEMOLITION
WORK.

REPRESENTED BY n

APPLIES TO DRAWING E1.1

hbvklqbp

1. THE  EXISTING EXTERIOR LIGHT FIXTURES SHALL REMAIN. EXISTING CIRCUITRY, SWITCHING
AND CONTROL SHALL REMAIN IN PLACE.

2. THE EXISTING LIGHT FIXTURES, EXIT SIGNS, TOGGLE SWITCHES AND CIRCUITRY SHALL
REMAIN IN PLACE.

3. REMOVE EXISTING LIGHT FIXTURES, TOGGLE SWITCHES AND CIRCUITRY. REFER TO DRAWING
E2.1.1 FOR CIRCUITING OF NEW LIGHT FIXTURES, CONTROL AND CIRCUITRY. REUSE EXISTING
CONDUIT WHERE APPLICABLE.

4. REPLACE EXISTING LIGHT SWITCH WITH AN OCCUPANCY SENSOR TOGGLE SWITCH. C
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A
T
S

J

J J

SBSB
SBSB

J

J

J
J

J

EM

B

ECH-2

RF-7

1 2 2 2
2

1

1

3

3

4 4

4

4

5

5
5

A

5

5

6

5

5

5

5

5

5

5

5
5

5

5

3

7 7

7 7

4

2 2 2 2

8

8

9

10

1

1

7

1

1

1

1

1

1
1

1

11 11 11

3

3

3

3

EWR-14

EWR-2

RF-7

RF-8

RF-9

ECH-7

1
1

1

11

1

1

1

1

1

2

4

3

1

1
1

1

5 5

4

2

4

3

3

4

6

6

1

5
5

5

5

5

5

dbkbo^i=abjlifqflk=klqbp

A. PROVIDE ALL ELECTRICAL DEMOLITION WORK REQUIRED TO INSTALL THE WORK INDICATED. REMOVE, REROUTE,
AND RECONNECT ALL BRANCH CIRCUITS THAT WILL REMAIN IN USE BUT INTERFERES WITH THE WORK.

B. REMOVE ALL EXISTING CONDUITS THAT WILL NOT BE REUSED AND WHERE THEY WILL BE EXPOSED AFTER
COMPLETION. ABANDON ALL OTHERS IN THE WALLS ONLY.  DISCONNECT ALL WIRING INDICATED AND/OR
REQUIRED TO BE REMOVED FROM ALL POWER SOURCES. REMOVE ALL WIRING FROM ABANDONED CONDUITS
AND PROVIDE BLANK COVER PLATES FOR BOXES NOT UTILIZED FOR THE WORK.

C. MAINTAIN CONTINUITY OF ALL EXISTING CIRCUITS TO REMAIN OR PORTIONS THEREOF AFFECTED BY THE WORK.

D. BEFORE DEMOLITION, VERIFY WITH THE OWNER ALL EQUIPMENT TO BE SALVAGED TO OWNER AND NOT
REMOVED FROM THE SITE. FOR ALL REMAINING EQUIPMENT INDICATED FOR REMOVAL (AND NOT RELOCATED),
REMOVE AND DISPOSE IN A LEGAL MANNER.

E. EXERCISE CARE IN REMOVING DEMOLITION ITEMS. REPAIR OR REPLACE ALL DAMAGE CAUSED TO EXISTING
CONSTRUCTION AND EQUIPMENT TO REMAIN.

F. DRAWINGS ARE BASED UPON EXISTING PLANS AND FIELD INVESTIGATION WITHOUT DEMOLITION. VISIT THE
EXISTING BUILDING AND BECOME FAMILIAR WITH ALL EXISTING CONDITIONS AND EXAMINE ALL DRAWINGS TO
AVOID CONFLICTS.

G. WHERE DEMOLITION OF TELECOMMUNICATIONS DEVICES OCCUR, REMOVE CABLING NOT INDICATED TO REMAIN
BACK TO POINT OF ORIGIN.

H. DEMOLITION FLOOR PLANS ARE PROVIDED FOR REFERENCE ONLY TO AID IN DEFINING THE SCOPE OF DEMOLITION
WORK.

REPRESENTED BY n

APPLIES TO FISRT FLOOR DEMOLITION

hbvklqbp

1. REPLACE RECEPTACLE WITH A GFI RECEPTACLE.

2. REMOVE ELECTRICAL CONNECTION, DISCONNECT SWITCH AND CONTROL TO
OVERHEAD DOOR. BRANCH CIRCUIT SHALL REMAIN TO SERVE NEW DOOR.

3. EXISTING CIRCUIT SHALL REMAIN.

4. REMOVE ELECTRICAL CONNECTION AND BRANCH CIRCUIT. TO HEATER. CONCEALED
CONDUIT SHALL BE ABANDON IN PLACE.

5. REMOVE RECEPTACLE AND BRANCH CIRCUIT. DOWNSTREAM RECEPTACLES SHALL
REMAIN ENERGIZED. REMOVE WIRING AND EXPOSED CONDUIT BACK TO P/BD WHERE
APPICABLE. CONCEALED CONDUIT SHALL REMAIN IN PLACE.

6. REMOVE APPLIANCE CONNECTION AND BRANCH CIRCUIT. REMOVE WIRING AND
EXPOSED CONDUIT BACK TO P/BD WHERE APPICABLE. CONCEALED CONDUIT SHALL
REMAIN IN PLACE.

7. REMOVE FAN CONNECTION AND BRANCH CIRCUIT. REMOVE WIRING AND EXPOSED
CONDUIT BACK TO P/BD WHERE APPICABLE. CONCEALED CONDUIT SHALL REMAIN IN
PLACE.

8. REMOVE EMERGENCY GENERATOR AND TRANSFER SWITCH. REMOVE FEEDERS AND
GAS CONNECTION.

9. REMOVE SWITCHBOARD. REMOVE FEEDER TO TRANSFOMER. SERVICE CONDUIT
SHALL BE REUSED TO SERVE NEW SERVICE.

10. REMOVE ELECTRICAL CONNECTION AND BRANCH CIRCUIT TO AIR HANDLING UNIT.

11. EXISTING MECHANICAL UNIT TO REMAIN.

REPRESENTED BY n

APPLIES TO SECOND FLOOR DEMOLITION

hbvklqbp

1. REMOVE RECEPTACLE AND BRANCH CIRCUIT. DOWNSTREAM RECEPTACLES SHALL REMAIN
ENERGIZED. REMOVE WIRING AND EXPOSED CONDUIT BACK TO P/BD WHERE APPICABLE.
CONCEALED CONDUIT SHALL REMAIN IN PLACE.

2. REMOVE APPLIANCE CONNECTION AND BRANCH CIRCUIT. REMOVE WIRING AND EXPOSED
CONDUIT BACK TO P/BD WHERE APPICABLE. CONCEALED CONDUIT SHALL REMAIN IN PLACE.

3. REMOVE FAN CONNECTION AND BRANCH CIRCUIT. REMOVE WIRING AND EXPOSED
CONDUIT BACK TO P/BD WHERE APPICABLE. CONCEALED CONDUIT SHALL REMAIN IN PLACE.

4. REMOVE ELECTRICAL CONNECTION AND BRANCH CIRCUIT. TO HEATER. CONCEALED
CONDUIT SHALL BE ABANDON IN PLACE.

5. REMOVE COMMUNICATION OUTLET AND CABLING. PROVIDE BLANK COVERPLATE.

6. EXISTING MECHANICAL UNIT TO REMAIN.
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O
S

OS

O
S

O
S

O
S

OS

O
S

3
4

3

3

3

3OS

O
S

3 3

43

O
S

OS

O
S

ATS ATS

3
3

D
O
S

D
O
S

D
O
S

D
O
S

D
O
S

D
O
S

D
O
S

D
O
S

D
O
S

D
O
SD
O
S

OS

O
S

OS

3

O
S

O
S

3

3

3 3

CAR SEAT
OFFICE

103

ENGINE
OFFICE

104

TRUCK OFFICE

110

JANITOR

107

DAY ROOM

119

STORAGE

120

EMS STORAGE
CLOSET

122

WOMEN

116

MACHINE
ROOM

108

STAIR 1

117

STAIR 2

123

SHOP

113

SHOP

114

WASH BAY

112

SOUTH
APPARATUS

BAYS

111

NORTH
APPARATUS

BAYS

121

MECHANICAL
ROOM

115

CORRIDOR

102

MEN

106

VESTIBULE

101

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2 C2

C2

C2

C2 C2

C2

C2

C2
C2

C2

C2

C2

C2

C2

C2

C2

C2 C2

C2

C2

C2

C2

C2

C2

C2

C2 C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C1

C1

C1

C1

C1

C1

C1

C1

C1

C1

C1

C1

C1

C1

C1

C1

C1 C1

C1

C1

C1

C1

C1

C1

C1

C1

A1

A1

A1

A1

A1

A1

B

A1

B

A1

A1

A1

A1F A1

A1

A1

A1

A1

A1

C1

DF

C1

DF

BF

BF

B-1

D-15
B-2

B-3B-4D-17B-5

A-2

A-1

EM-11

EM-12

EM-12

I.T.

118

D-6

D-5

D-3

D-3

D-2

D-2
D-2

D-2

D-2

D-2

D-2

D-2
D-2

D-2

D-4

D-4

D-4

D-4

D-4

D-4

D-1

D-1D-1D-1

D-1 D-1

D-13
D-11

D-11
D-18

C2 D-1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

RELOCATE CIRCUIT
TO PANEL D

F F F F F F F
F

2 2 2 2 2 2 2 2

EM-36

EM-36 EM-36 EM-36EM-36EM-36EM-36EM-36

D-2
B

D-19

TO EXTERIOR LIGHTS ON
CIRCUIT EM-12

B-7

X1

D-2

D-2
X1

X1
D-2

3

3

3

4

E

A

B

M1

EM

MDP2 D MDP1

BUNK ROOM

202

BUNK ROOM

203

BUNK ROOM

204

BUNK ROOM

205

BUNK ROOM

206

BUNK ROOM

207

BUNK ROOM

208

BUNK ROOM

209

BUNK ROOM

210

BUNK ROOM

218

TOILET/SHOWER

201

TOILET/SHOWER

219

TRAINING
ROOM

225

EXERCISE
ROOM

223

LAUNDRY/
JANITOR ROOM

220

KITCHEN /
DINING

224

CORRIDOR

222

CORRIDOR

221

TOILET/
SHOWER

213

TOILET/
SHOWER

214

BUNK ROOM

211

LULA
ELEVATOR

216

STAIR 1

217

STAIR 2

227

TRAINING
STORAGE
CLOSET

226

DF DF DF DF

B3
B3

B3

B3

B3

B3

B3

B3

B3

B3B3

DF DF

DF DF

DF
DF

A3

A3

A3

B

B

BBB

B

B B

B B

B

A1 A1 A1 A1 A1

A2

A2

A2 A2

A2

A2 A2

A2

A2

B

A1 A1 A1 A1

W

W

W

W

D-9

D-9

D-9

D-9

D-9

D-9

D-9

D-9
D-9

D-9
D-9

D-9
D-9

D-9
D-9

D-8

D-8

D-8D-8

D-8D-8

D-8

D-8

D-8

D-8

D-8

D-7

D-7D-7

D-7 D-7 D-7

D-7D-7D-7

D-10 D-10 D-10 D-10

D-10

D-10

D-10D-10

D-10D-10

D-10

D-10

D-10

D-10
D-10

D-10

D-10

D-10

D-10

D-10

D-10

D-10

D-10

D-18

D-18

C-6

D-13

D-13

D-13

D-9

D-9

D-9

C

C

C
B

B

D-9

D-9

D-9

D-9

D-9

C

C

C

A3

D-10

E
1

A3

D-10

M2

C

C

AO
M
M
O
N
W

E
A
L T

H O F
V

I
R
G
I
N
I

R

P

E
E

N

I
GNELANO

IS
S

E

F
O
R

03-04-2016

HAROLD A. LANNA

Lic. No. 13231

^
o
`
e
fq
b
`
qp

P
O
M
M
=k
l
o
c
l
ih
=p
qo
b
b
qI
=o
f`
e
j
l
k
a
I=
s
^
=O
P
O
P
M

m
e
l
k
b
=E
U
M
Q
F=
T
V
Q
JT
R
R
R
==
=c
^
u
=E
U
M
Q
F=
P
R
R
JR
S
V
M

j
l
p
b
ib
v

K`
l
j

PROJECT NO: DATE:

P
L
Q
L
O
M
N
S
=O
WO
M
WP
O
=m
j

cfopq=^ka

pb`lka=cillo

mi^kp=J=ifdeqfkd

`
fq
v
=l

c=
e
^
o
o
fp
l
k
_
r
o
d
I=
s
fo
d
fk

f^

e
^
o
o
fp
l
k
_
r
o
d
=c
fo
b
p
q^

qf
l
k
=@
N

U
M
=j

^
o
v
i^

k
a
=^

s
b
I=
e
^
o
o
fp
l
k
_
r
o
d
I=
s
fo
d
fk

f^
=O
O
U
M
N

bOKNKN

550358 MARCH 4, 2016

 1/8" = 1'-0"

cfopq=cillo=mi^k=J=ifdeqfkd

 1/8" = 1'-0"

pb`lka=cillo=mi^k=J=ifdeqfkd

INTERIOR LIGHT FIXTURE SCHEDULE

FIXTURE LAMP

MOUNTING

OPTIONS
REFERENCE

NOTE
COMMENTS

TYPE DESCRIPTION MANUFACTURER SERIES NO. WATTAGE LUMENS COLOR QUANTITY TYPE COLOR TEMP. BI-LEVEL DIMMING
INTEGRAL

SWITCH

INTEGRAL OCC./VAC.

SENSOR*
BAS DAYLIGHTING

BATTERY

PACK

A1 2X4 TROFFER LITHONIA LIGHTING 2ALL4-30L-MVOLT-EZ1-LP840 25 3096 lm WHITE 1 LED 4000 K CEILING RECESSED Y

A1F 2X4 TROFFER LITHONIA LIGHTING 2ALL4-30L-MVOLT-EZ1-LP840 25 3096 lm WHITE 1 4000 K RECESSED FLANGE

A2 2X4 TROFFER LITHONIA LIGHTING 2ALL4-40L-MVOLT-EZ1-LP840 32 3938 lm WHITE 1 LED 4000 K CEILING RECESSED Y

A3 2X4 TROFFER LITHONIA LIGHTING 2ALL4-30L-MVOLT-EZ1-LP840 25 2971 lm WHITE 1 LED 4000 K CEILING RECESSED

B 2X2 TROFFER LITHONIA LIGHTING 2ALL2-20L-MVOLT-EZ1-LP840 18 2064 lm WHITE 1 LED 4000 K CEILING RECESSED Y

B3 2X2 TROFFER LITHONIA LIGHTING 2ALL2-20L-MVOLT-EZ1-LP840 18 2064 lm WHITE 1 LED 4000 K CEILING RECESSED Y

BF 2X2 TROFFER LITHONIA LIGHTING 2ALL2-20L-MVOLT-EZ1-LP840 20 2064 lm WHITE 1 LED 4000 K RECESSED FLANGE

C RECESSED MOUNT CAN FIXTURE LITHONIA LIGHTING REAL6D6 8 600 lm WHITE 1 LED 4000 K CEILING RECESSED

C1 1X4 INDUSTRIAL LITHONIA LIGHTING ALL4-20L-MVOLT-EZ1-LP840 21 2280 lm WHITE 1 LED 4000 K SURFACE

C2 1X4 INDUSTRIAL LITHONIA LIGHTING ALL4-30L-MVOLT-EZ1-LP840 30 3249 lm WHITE 1 LED 4000 K SURFACE

DF 1X4 RECESSD TROFFER LITHONIA LIGHTING TL430LFWA19LP835 30 2971 lm WHITE 1 LED 4000 K RECESSED FLANGE

E ELEVATOR PIT LIGHT LITHONIA LIGHTING VAP4000LMFSTMDMVOLT 32 1800 lm WHITE 1 LED 4000 K SURFACE

F WALL MOUNT FLASHER FEDERAL SIGNAL
CORPORATION

LP1 7 200000 lm AMBER 1 LED 4000 K WALL MOUNT +7'-0" AFF U.N.O. OPERATE WITH CONTACT SWITCH TO FLASH WHILE
DOOR IS IN OPERATION, AND STOP WHEN DOOR IS HIGH

ENOUGH FOR TRUCK TO PASS THROUGH DOOR

W WALL MOUNT PANTRY FIXTURE LITHONIA LIGHTING WL2-08L-LP840 8 800 lm WHITE 1 LED 4000 K WALL MOUNT +8'-0" AFF U.N.O.

X1 SINGLE FACE EXIT SIGN LITHONIA LIGHTING EXR LED M6 5 RED LETTERS/WHITE
HOUSING

1 LED UNIVERSAL

GENERAL NOTES:

A. ALL FIXTURES SHALL BE CAPABLE OF 120V AND 277V INPUT (MVOLT), UNO.
B. REFER TO LIGHTING PLANS AND SPECIFICATIONS FOR ADDITIONAL FIXTURE INFORMATION.
C. WHERE BI-LEVEL IS INDICATED FOR FLUORESCENT FIXTURES, PROVIDE TWO BALLASTS.
D. "Y" IN THE SCHEDULE INDICATES ITEM IS REQUIRED.
E. KITCHEN FIXTURES: INSTALL LENS WITH SMOOTH SIDE OUT.
F. ALL LENS SHALL BE A MINIMUM 0.125" THICKNESS, UNO.
G. ALL FLUORESCENT BALLASTS SHALL BE ELECTRONIC TYPE.

* O = OCCUPANCY SENSOR; V = VACANCY SENSOR REFERENCE NOTES:

1. NUMBER OF FACES AND DIRECTIONAL CHEVRONS AS INDICATED ON DWGS.
2. FIXTURE SHALL BE SUITABLE FOR DAMP LOCATIONS.
3. FIXTURE SHALL BE SUITABLE FOR WET LOCATIONS.

REPRESENTED BY n

APPLIES TO FIRST FLOOR

hbvklqbp

LIGHT FIXTURE SHALL BE UNSWITCHED. THESE LIGHT FIXTURES SHALL NOT BE
CONTROLLED BY THE OCCUPANCY SENSORS.

PROVIDE LIGHT FIXTURE AT +9'-0"AFF. PROVIDE CONTACT SWITCHES AT THE TOP AND
BOTTOM OF THE OVERHEAD DOOR. LIGHT SHALL FLASH WHILE DOOR IS IN OPERATION.

CONNECT EXIT SIGNS TO HOT LEG OF LIGHTING CIRCUIT INDICATED.

MOUNT LIGHT FIXTURE IN ELEVATOR PIT. CONNECT  LIGHT FIXTURE AND SWITCH TO
ELEVATOR PIT RECEPTACLE. REFER TO DRAWING E2.1.2

1.

2.

3.

4.

REPRESENTED BY n

APPLIES TO SECOND FLOOR

hbvklqbp

MOUNT LIGHT FIXTURE AT TOP OF ELEVATOR SHAFT. CONNECT ELEVATOR PIT LIGHT AND
SWITCH.

1.

REVISIONS
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CIRCUITS MDP-14,16,18, M2-37,39,41 AND M2-38,40,41.

BUNK ROOM

202

BUNK ROOM

203

BUNK ROOM

204

BUNK ROOM

205

BUNK ROOM

206

BUNK ROOM

207

BUNK ROOM

208

BUNK ROOM

209

BUNK ROOM

210

BUNK ROOM

218

TOILET/SHOWER

201

TOILET/SHOWER

219

TRAINING
ROOM

225

EXERCISE
ROOM

223

LAUNDRY/
JANITOR ROOM

220

KITCHEN /
DINING

224

CORRIDOR

222

CORRIDOR

221

TOILET/
SHOWER

213

TOILET/
SHOWER

214

BUNK ROOM

211

LULA
ELEVATOR

216

STAIR 1

217

STAIR 2

227

TRAINING
STORAGE
CLOSET

226

C

M2-43

M2-43

M2-54

M2-48 M2-46

C-14C-14

C-17
C-16

C-16

C-16

C-16

C-16

C-16

C-16

C-23

C-25

C-25 C-25

C-25

C-26

C-26

C-26

C-26

C-26

C-27

C-27

C-27

C-27

C-27

C-27

C-26

C-26

C-28M2-44M2-45M2-47M2-49M2-50

M2-53
M2-52

M2-51

C-32

C-36 C-35
C-34

C-33

C-37

C-37

C-37

C-37

C-37
C-39

C-38

C-1

C-38

C-39

C-5

C-2
C-39

C-39

C-3

C-7

C-7

C-9
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DISHWASHER
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RANGE

C-41

MICROWAVE, MOUNT
AT +2'-4" AFF

M2

MICROWAVE, MOUNT
AT +2'-4" AFF

C-12

2

2

2

C-10

EWC

NEMA 5-30R
2#10,1#10G.,3/4"C.

C-29,31

C-26

C-32

DISPOSAL

S

M2-55

REPRESENTED BY n

APPLIES TO DRAWING E2.1.2

hbvklqbp

1. CONNECT CIRCUIT TO TOGGLE SWITCH AND LIGHT FIXTURES IN ELEVATOR PIT AND TOP OF
SHAFT.

2. REPLACE EXISTING RECEPTACLE WITH A GFI RECEPTACLE.

3. MOUNT RECEPTACLE HORIZONTAL IN BACKSPLASH.
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1" CONDUIT WITH BUSHING
TO ABOVE ACCESSIBLE CLG

11

C

AO
M
M
O
N
W

E
A
L T

H O F
V

I
R
G
I
N
I

R

P

E
E

N

I
GNELANO

IS
S

E

F
O
R

03-04-2016

HAROLD A. LANNA

Lic. No. 13231

^
o
`
e
fq
b
`
qp

P
O
M
M
=k
l
o
c
l
ih
=p
qo
b
b
qI
=o
f`
e
j
l
k
a
I=
s
^
=O
P
O
P
M

m
e
l
k
b
=E
U
M
Q
F=
T
V
Q
JT
R
R
R
==
=c
^
u
=E
U
M
Q
F=
P
R
R
JR
S
V
M

j
l
p
b
ib
v

K`
l
j

PROJECT NO: DATE:

P
L
Q
L
O
M
N
S
=O
WO
M
WP
S
=m
j

cfopq=^ka

pb`lka=cillo

mi^kp=J

`ljjrkf`^qflkp

`
fq
v
=l

c=
e
^
o
o
fp
l
k
_
r
o
d
I=
s
fo
d
fk

f^

e
^
o
o
fp
l
k
_
r
o
d
=c
fo
b
p
q^

qf
l
k
=@
N

U
M
=j

^
o
v
i^

k
a
=^

s
b
I=
e
^
o
o
fp
l
k
_
r
o
d
I=
s
fo
d
fk

f^
=O
O
U
M
N

bOKNKP

550358 MARCH 4, 2016

 1/8" = 1'-0"

cfopq=cillo=mi^k=J=`ljjrkf`^qflkp

 1/8" = 1'-0"

pb`lka=cillo=mi^k=J=`ljjrkf`^qflkp
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 1/4" = 1'-0"

fq=ollj=NNU
R

qbib`ljjrkf`^qflk=lrqibq=abq^fi=J=qvmb=N
WIRING AND JACKS BY OWNER. PROVIDED FOR INFORMATION ONLY WIRING AND JACKS BY OWNER. PROVIDED FOR INFORMATION ONLY

WIRING AND JACKS BY OWNER. PROVIDED FOR INFORMATION ONLY

WIRING AND JACKS BY OWNER. PROVIDED FOR INFORMATION ONLY

WIRING AND JACKS BY OWNER. PROVIDED FOR INFORMATION ONLY

PROVIDE RACEWAY AND JUNCTION BOXES PROVIDE RACEWAY AND JUNCTION BOXES

PROVIDE RACEWAY AND JUNCTION BOXES

PROVIDE RACEWAY AND JUNCTION BOXES

PROVIDE RACEWAY AND JUNCTION BOXES
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GRH-01 GRH-02 GRH-04 GRH-05

GUH-01 GUH-02 GUH-03

FED FROM DSS-1B

M1-7,9,11
RELOCATE EXISTING
CIRCUIT

M1-13 M1-13 M1-13

+9'-0" AFF

ABOVE CEILING

ABOVE CEILING

ABOVE CEILING

+14'-0" AFF

+14'-0" AFF +14'-0" AFF

+14'-0" AFF +14'-0" AFF

M1-26

M1-24 M1-17 M1-19 M1-28

30A.,3-p.,208V
FU @ 8AMPS
NEMA 00 STARTER
+14'-0" AFF

30A.,3-P.,208V
FU @ 6.25AMPS
NEMA 00 STARTER
+14'-0" AFF

30A.,3-P.,208V
FU @ 6.25AMPS
NEMA 00 STARTER
+14'-0" AFF

M1-21,23,25

M1-30,32,34

EX
WF-3

2#12,1#12G.,3/4"C.

S S

TOGGLE SWITCH TO
CONTROL FAN
+3'-10"AFF

M1-36,38,40

TOGGLE SWITCH TO
CONTROL FAN
+3'-10"AFF

s

A

B

EM

M1

MDP-2

ATS-E

D

ATS-X

MDP-1

BUNK ROOM

202

BUNK ROOM

203

BUNK ROOM

204

BUNK ROOM

205

BUNK ROOM

206

BUNK ROOM

207

BUNK ROOM

208

BUNK ROOM

209

BUNK ROOM

210

BUNK ROOM

218

TOILET/SHOWER

201

TOILET/SHOWER

219

TRAINING
ROOM

225

EXERCISE
ROOM

223

LAUNDRY/
JANITOR ROOM

220

KITCHEN /
DINING

224

CORRIDOR

222

CORRIDOR

221

TOILET/
SHOWER

213

TOILET/
SHOWER

214

BUNK ROOM

211

LULA
ELEVATOR

216

STAIR 1

217

STAIR 2

227

TRAINING
STORAGE
CLOSET

226

EX
EWR-1

M2-1,3
M2-5,7

SSI-07

M2-13,15

M2-14,16

SSI-04

SSI-03

SSI-02

M2-22,24

M2-9,11BS-02

SSI-08

C-20,22,24

SSI-09
SSI-10

M2-2,4

M2-6,8

BS-01

M2-10,12

SSI-06

SSI-05

M2-17,19

M2-18,20

M2-21,23

SSI-01

ABOVE CEILING

ABOVE CEILING

ABOVE CEILING

ABOVE CEILING

ABOVE CEILING

30AMP,3-P,208V
FU @ 8AMPS
NEMA 00 STARTER TO FEED F-02
MOUNT ABOVE CEILING

C-18

RANGE HOOD
LIGHTS

POWER SWITCH
FOR RANGE
HOOD

RANGE HOOD
CONTROLS

GAS SOLENOID
VALVE

M2

C

M2-57

C
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 1/8" = 1'-0"
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 1/8" = 1'-0"
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jb`e^kf`^i=mltbo=p`ebarib=J=cfopq=cillo

Mark Voltage
Number Of

Poles
Motor

Horsepower Full Load Amps
Minimum Circuit

Amperage
Maximum Over

Current Protection Apparent Load Panel
Circuit
Number DISCONNECT MEANS FEEDER SIZE

DSS-1A 208 V 2 1.0 A 1.2 A 10.0 A 0.2 kVA M2 33,35 PROVIDE 208V, 2P, 20A NF
DISCONNECT

EUH-01 208 V 2 19.0 A 22.0 A 25.0 A 4.0 kVA M1 16,18 PROVIDED BY DIV 23 2#10,1#10G.,3/4"C.

EX ECH-1 208 V 3 27.8 A 34.7 A 35.0 A 10.0 kVA A 4,6,8 EXISTING DISCONNECT TO REMAIN

EX ECH-1 208 V 3 27.8 A 34.7 A 35.0 A 10.0 kVA M1 1,3,5 EXISTING DISCONNECT TO REMAIN

EX EHH-4 208 V 3 20.8 A 26.0 A 30.0 A 7.5 kVA M1 21,23,25 EXISTING DISCONNECT TO REMAIN

EX EHH-4 208 V 3 20.8 A 26.0 A 30.0 A 7.5 kVA M1 2,4,6 EXISTING DISCONNECT TO REMAIN

EX EWR-1 208 V 3 4.9 A 6.2 A 15.0 A 1.8 kVA A 9,11,13 EXISTING DISCONNECT TO REMAIN

EX EWR-4 208 V 3 8.3 A 10.4 A 15.0 A 3.0 kVA A 15,17,19 EXISTING DISCONNECT TO REMAIN

EX FAN 208 V 3 2.8 A 3.5 A 15.0 A 1.0 kVA M1 30,32,34 EXISTING DISCONNECT TO REMAIN

EX GUH 208 V 3 9.0 A 11.3 A 15.0 A 1.9 kVA M1 7,9,11 EXISTING DISCONNECT TO REMAIN

EX WF-3 208 V 2 2.4 A 3.0 A 15.0 A 0.5 kVA M1 20,22 EXISTING DISCONNECT TO REMAIN

F-03 208 V 3 3/4 3.7 A 4.6 A 15.0 A 1.5 kVA M1 27,29,31 PROVIDED BY DIV 23

F-04 208 V 3 3/4 3.4 A 4.3 A 15.0 A 1.5 kVA M1 33,35,37 PROVIDED BY DIV 23

F-05 208 V 3 1 4.8 A 6.0 A 15.0 A 1.5 kVA M1 36,38,40 PROVIDED BY DIV 23

F-06 120 V 1 1/4 5.8 A 7.3 A 15.0 A 0.7 kVA M1 15 PROVIDED BY DIV 23

GRH-01 120 V 1 1.7 A 2.0 A 15.0 A 0.2 kVA PROVIDE 120V, 1P, 20A NF
DISCONNECT

GRH-02 120 V 1 1.7 A 2.0 A 15.0 A 0.2 kVA PROVIDE 120V, 1P, 20A NF
DISCONNECT

GRH-03 120 V 1 1.7 A 2.0 A 15.0 A 0.2 kVA PROVIDE 120V, 1P, 20A NF
DISCONNECT

GRH-04 120 V 1 1.7 A 2.0 A 15.0 A 0.2 kVA PROVIDE 120V, 1P, 20A NF
DISCONNECT

GRH-05 120 V 1 1.7 A 2.0 A 15.0 A 0.2 kVA PROVIDE 120V, 1P, 20A NF
DISCONNECT

GUH-01 120 V 1 1/20 2.7 A 1.0 A 1.8 A 0.3 kVA M1 13 PROVIDE 120V, 1P, 20A NF
DISCONNECT

GUH-02 120 V 1 1/20 2.7 A 1.0 A 1.8 A 0.3 kVA M1 13 PROVIDE 120V, 1P, 20A NF
DISCONNECT

GUH-03 120 V 1 1/20 2.7 A 1.0 A 1.8 A 0.3 kVA M1 13 PROVIDE 120V, 1P, 20A NF
DISCONNECT

SSI-11 208 V 2 1.4 A 1.8 A 15.0 A 0.3 kVA M1 8,10 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-12 208 V 2 1.4 A 1.8 A 15.0 A 0.3 kVA M1 12,14 PROVIDE 208V, 2P, 20A NF
DISCONNECT

jb`e^kf`^i=mltbo=p`ebarib=J=pb`lka=cillo

Mark Voltage

Number Of
Poles

Motor
Horsepower Full Load Amps

Minimum Circuit
Amperage

Maximum Over
Current Protection Apparent Load Panel

Circuit
Number DISCONNECT MEANS

BS-01 208 V 2 0.6 A 0.8 A 15.0 A 0.1 kVA M2 9,11 PROVIDE 208V, 2P, 20A NF
DISCONNECT

BS-02 208 V 2 0.5 A 0.6 A 15.0 A 0.1 kVA M2 6,8 PROVIDE 208V, 2P, 20A NF
DISCONNECT

EX EWR-1 208 V 3 15.0 A 18.8 A 20.0 A 1.8 kVA C 20,22,24 EXISTING DISCONNECT TO
REMAIN

SSI-01 208 V 2 0.5 A 0.6 A 15.0 A 0.1 kVA M2 22,24 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-02 208 V 2 0.5 A 0.6 A 15.0 A 0.1 kVA M2 21,23 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-03 208 V 2 0.5 A 0.6 A 15.0 A 0.1 kVA M2 18,20 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-04 208 V 2 0.5 A 0.6 A 15.0 A 0.1 kVA M2 17,19 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-05 208 V 2 0.5 A 0.6 A 15.0 A 0.1 kVA M2 14,16 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-06 208 V 2 0.5 A 0.6 A 15.0 A 0.1 kVA M2 13,15 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-07 208 V 2 0.5 A 0.6 A 15.0 A 0.1 kVA M2 10,12 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-08 208 V 2 2.8 A 2.8 A 15.0 A 0.5 kVA M2 2,4 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-09 208 V 2 2.2 A 2.8 A 15.0 A 0.5 kVA M2 1,3 PROVIDE 208V, 2P, 20A NF
DISCONNECT

SSI-10 208 V 2 2.7 A 3.4 A 15.0 A 0.6 kVA M2 5,7 PROVIDE 208V, 2P, 20A NF
DISCONNECT

M1

M1

M1

M1

M1

28

29

30

31

32

REVISIONS

DATE DESCRIPTION



DSS-1B

OAU-01

MAU-01

F-01

F-02

C-42

C-42

C-42

ACC-02

ACC-0130A.,3-P,208V.
FU @ 8AMPS
NEMA 3R
STARTER 00

NEMA 3R

NEMA 3R

NEMA 3R

NEMA 3R
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Mark Voltage
Number Of

Poles
Motor

Horsepower Full Load Amps
Minimum Circuit

Amperage
Maximum Over

Current Protection Apparent Load Panel
Circuit
Number DISCONNECT MEANS FEEDER SIZE

ACC-01 208 V 3 30.2 A 35.0 A 5.0 kVA M2 38,40,42 PROVIDE 208V, 3P, 60A DISC SW., FU @
35AMPS.

3#8,1#10G.,3/4"C.

ACC-02 208 V 3 43.0 A 50.0 A 7.2 kVA M2 37,39,41 PROVIDE 208V, 3P, 60A DISC SW., FU @
50AMPS.

3#8,1#10G.,3/4"C.

DSS-1B 208 V 2 15.0 A 20.0 A 2.5 kVA M2 33,35 PROVIDE 208V, 2P, 20A NF DISCONNECT

F-01 120 V 1 1/2 7.2 A 9.0 A 15.0 A 1.2 kVA M2 25 PROVIDED BY DIV 23

F-02 208 V 3 3/4 3.7 A 4.6 A 15.0 A 1.4 kVA M2 32,34,36 PROVIDED BY DIV 23

MAU-01 208 V 3 1/3 3.2 A 2.9 A 15.0 A 1.2 kVA M2 26,28,30 PROVIDED BY DIV 23

OAU-01 208 V 3 52.0 A 58.0 A 70.0 A 18.7 kVA M2 27,29,31 PROVIDE 208V, 3P, 100A DISC SW., FU @
70AMPS.

3#4,1#8G.,1"C.

REVISIONS

DATE DESCRIPTION



RD

WH

T1-A T1-B

TS1

TC1

6 8 7

1 2

20.0

6.0

12.0

CONTROL PANEL

Installation Location:

Left Cabinet on Mark:
KH-1

TEMPERATURE INTERLOCK CALIBRATION

1. PRESS THE SET BUTTON TO SEE THE FIRST SET POINT. (PRESS THE SET

BUTTON TWICE, SLOWLY TO SEE THE SECOND SET POINT)

2. PRESS THE UP/DOWN ARROW BUTTON TO CHANGE THE SET POINT.

3. PRESS THE SET BUTTON TO VIEW THE CURRENT TEMPERATURE.

4. CHECK SYSTEM OPERATION BEFORE MAKING ADDITIONAL ADJUSTMENTS

H2

S2

L1

LT

LT N2

N

W2

L2

L1

N

C2
L1 T1

L2 T2

L3 T3

GExh

FAN

R

R

13 14

R12

G

G

11 14

13 14

TYP. THRU ALL

EXHAUST STARTERS

H1

L1

N1

N G

S1

S1S1H S1S1H

1513

TC1

1112

R1

A1
C2
A2

1411

R1

D3 D1 D2

C

NO

C1
NC

FS1

NO1

NC1
A1
R1
A2

R2
A1 A2

R12
A1 A2

STH STB1 STN

LIGHT INPUT: 120VAC,
15AMPS FROM BREAKER

1400W max.

Switches Mounting - Utility Cabinet - Left End of Hood

BK WH

115/1 PHASE

2 WIRE

FROM BREAKER

INPUT POWER

BLBL

CONNECTIONS TO

TEMPERED MUA FAN

CONTROL INPUT: 120VAC, 15AMPS FROM BREAKER

RD FACTORY MOUNTED

 AND WIRED SWITCH

OROR

RD

OR WH

YW

OR

BK(YW)

RD RD(RD) BR(BK) BR WH

WH

BK

NC

NO

SHUNT TRIP BREAKER

POWER TO
COOKING EQUIPMENT

ELECTRIC GAS VALVE

CONNECTION TO COOKING

EQUIPMENT SHUT DOWN
N.O.

MANUAL RESET RELAY

* K1a AND K1b ARE N.O. WHEN K1 IS DE-ENERGIZED

SNAP-ACTION SWITCH

BROWN

RED L2

BLACK

110V/60HZ

L1

K1b

N.O.

GAS VALVE
PUSH BUTTON

SWITCH

K1a

K1*

ELECTRICAL SHUT OFF

AND CONNECTION TO COOKING EQUIPMENT SHUT DOWN

NC

NO

FAN(S)
N } INPUT
120 VAC

~

POWER TO

FAN
STARTER

MANUAL SWITCH

CONNECTION TO FAN SHUT DOWN

N } INPUT
120 VAC

NC

NO

}
NC

VOLTAGE FREE

BUILDING ALARM(S)

CONTACTS FORINPUT

NO

CONNECTION TO BUILDINGS ALARM

obp`rb=^ppfpq^k`b=fkqbo`lj=pvpqbj

fkqbo`lj=pq^qflk=abq^fi

fkqbo`lj=pfdk=abq^fi

PUSH
FOR
HELP

SPEAKER/MICROPHONE

PUSH TO CALL BUTTON

APPROX. 6-1/2"

HELP REQUESTED
HELP COMING

FIRST FLOOR

SECOND FLOOR

224

PRESS BUTTON
FOR EMERGENCY

EVACUATION ASSISTANCE

7"

3"

102

RESCUE ASSISTANCE
INTERCOM MASTER
CONSOLE.  MOUNT ADJACENT
TO FIRE ALARM  PANEL.

VANDALPROOF
INTERCOM STATION.
PROVIDE BACKBOX
FOR FLUSH
MOUNTING IN WALL.

ENGRAVED LETTERING
AT SIGNAL L.E.D.'S

APPROX.
5-1/2"

INTERCOM STATION LOCATED
AT AREA OF RESCUE
ASSISTANCE ADJACENT TO
ELEVATOR G043. REFER TO
DETAIL AT LEFT.

NOTES:
1. ALL WIRING SHALL BE INSTALLED IN CONDUIT.
2. CONDUIT SHALL BE A MINIMUM OF 3/4", BUT SHALL BE INCREASED
TO ACCOMODATE THE ACTUAL NUMBER OF CONDUCTORS.
3. COORDINATE EXACT LOCATION OF AREAS OF RESCUE
ASSISTANCE WITH ARCHITECTUAL PLANS PRIOR TO ROUGH-IN.

NOTES:
1. MOUNT BESIDE INTERCOM STATTION.
2. ATTACH TO WALL WITH FOUR ANCHORED SCREWS.

SIGN SHALL BE RED
WITH ENGRAVED WHITE
LETTERS AND ARROW.

EM-5

216

ELEVATOR

109

S S

SH S H S

C C C M

R

RST

ST

ELEV. MACH. RM ELEV. PIT ELEV. LOBBY

ELEV. LOBBYTOP OF HOISTWAY
FIRE ALARM SIGNALING
LINE CIRCUIT (TYP)

PROVIDE SMOKE DETECTOR
IN EACH ELEVATOR LOBBY
ON EACH FLOOR.

H

321

ELEVATOR
CONTROLLER

RELAY CONTACTS
SHOWN IN NORMAL
(RELAY ENERGIZED)
STATE

CONNECT TO 120V
RECEPTACLE CIRCUIT
IN ELEVATOR
EQUIPMENT ROOM

N

ELEV. C/B
(MAIN)

MANUAL 'OFF' OF ELEVATOR
MAIN CB SHALL CAUSE AUX
RELAY TO TRIP DOOR
OPERATOR SHUNT TRIP.

LOCATED IN ENCLOSURE AS
INDICATED ON DRAWINGS

ELEV. C/B
(DOOR)

LEGEND

ST

C

M

R

S

H

NORMALLY OPEN CONTACT

NORMALLY CLOSED CONTACT

SHUNT TRIP COIL/BREAKER (VERIFY CONTROL
VOLTAGE - PROVIDE TRANSFORMER IF 24V)

FIRE ALARM ADDRESSABLE CONTROL MODULE

FIRE ALARM ADDRESSABLE MONITOR MODULE

RELAY

SMOKE DETECTOR FOR ELEVATOR RECALL

HEAT DETECTOR (FOR SHUNT TRIP)

NOTES:

1. AN ALARM SIGNAL FROM A SMOKE DETECTOR
    IN THE ELEVATOR HOISTWAY, MACHINE ROOM,
    OR ELEVATOR LOBBY (OTHER THAN AT THE
    PRIMARY RECALL LEVEL) SHALL ACTUATE THE
    FIRST ELEVATOR CONTROL MODULE (       ).

2. AN ALARM SIGNAL FROM A SMOKE DETECTOR IN
    THE ELEVATOR LOBBY AT THE PRIMARY RECALL
    LEVEL SHALL ACTUATE THE SECOND ELEVATOR
    CONTROL MODULE (       ).

3. AN ALARM SIGNAL FROM A HEAT DETECTOR OR
    FLOW SWITCH SERVING THE ELEVATOR
    HOISTWAY OR MACHINE ROOM SHALL ACTUATE
    THE SHUNT TRIP CONTROL MODULE (       ),

C
1

C
2

C
3

    CAUSING THE ELEVATOR MAIN CIRCUIT
    BREAKER TO OPEN.

4. LOSS OF CONTROL POWER TO THE SHUNT TRIP
    BREAKER SHALL OPEN THE RELAY CONTACTS
    AND INITIATE A SUPERVISORY SIGNAL ON THE
    FIRE ALARM SYSTEM.

5. FIRE ALARM CONTROL AND MONITOR MODULES
    SHALL BE MOUNTED WITHIN 36" OF THE
    EQUIPMENT CONTROLLED OR MONITORED.

6. A HEAT DETECTOR FOR ELEVATOR SHUNT TRIP
    SHALL BE PROVIDED WITHIN 24" OF EACH
    SPRINKLER IN THE ELEVATOR HOISTWAY AND
    MACHINE ROOM.

6
' 
- 

0
"

6
' 
- 

6
"

3'-6" (480V)

MIN 3' - 0" (208V)

OF
 EQUIP

M
ENTM

IN
IM

UM

2' -
 6

" T
O W

ID
TH

DEDICATED
ELECTRICAL
SPACE

ELECTRICAL
EQUIPMENT

6
' 
- 

0
"

REFER TO NEC ARTICLE 110-26
FOR ADDITIONAL INFORMATION

SUPPORT TIE WIRE FROM BOTTOM
CHORD OF STRUCTURE.  VERIFY
ACTUAL BUILDING STRUCTURE AND
PROVIDE SUPPLEMENTAL FRAMING FOR
ATTACHMENT OF HANGER WIRES.
REFER TO FIREPROOFING NOTE.

JUNCTION BOX WITH COVER
AND IDENTIFICATION, MOUNT
TO STRUCTURE.  REFER TO
FIREPROOFING NOTE.

PROVIDE STEEL TIE WIRE AT (2)
DIAGONAL CORNERS OF
FIXTURE TO STRUCTURE,
INDEPENDENT OF CEILING.
SUPPORT WIRES SHALL BE
IDENTIFIED WITH ORANGE
SPRAY PAINT.  REFER TO
FIREPROOFING NOTE.

MAXIMUM 6'-0" LONG MC
CABLE OR FLEXIBLE CONDUIT.
SUPPORT IAW SPECIFICATIONS

FIREPROOFING NOTE:
THIS DETAIL APPLIES TO UNPROTECTED
STRUCTURE ONLY.  IF THE BUILDING
STRUCTURE REQUIRES FIREPROOFING,
INSTALL BOXES AND CONDUIT WITH A
METHOD THAT MAINTAINS THE INTEGRITY OF
THE FIREPROOFING METHOD.  COORDINATE
METHOD AND SCHEDULING WITH DIVISION 7.

BRANCH CIRCUIT CONDUIT,
SUPPORT IAW SPECIFICATIONS

RECESSED, LAY-IN TYPE,
LED LIGHT FIXTURE.
SECURE TO GRID W/ CLIPS
UL LISTED FOR SUCH USE.

SUSPENDED CEILING
TILE-TYPICAL

PIPE OR POST, SIZE VARIES

RIGID INSULATION AT GAPS

SEAL

SEAL

DRAWBAND

1/4" MIN

WATER TIGHT SHEET METAL RAIN COLLAR

3
" 

T
O

 4
"

6" MIN

8
" 

M
IN

SHEET METAL FLASHING COLLAR SET IN
ROOF CEMENT OVER BUILT-UP PLIES

PIPE CONTINUATION, WHERE OCCURS

WHITE (NEUTRAL)

RED (LINE)

N  WHITE

HOT BLACK

POWER
PACK

R
E

D

B
L
K

B
L
U

RED (LOAD)

OFF SWITCH

BLU CONTROL OUTPUT
BLK COMMON
RED +24VDC

OCCUPANCY SENSOR

LOAD

SLAB

FINISHED FLOOR

WALL/PARTITION CAVITY

2.5" DEEP 2-GANG OUTLET BOX
WITH SINGLE GANG PLASTER RING

WALL/PARTITION FACE

1.25" CONDUIT MINIMUM
SIZE OR AS INDICATED

TERMINATE CONCEALED 6" ABOVE
ACCESSABLE CEILING WITH
NYLON BUSHING

FINISHED CEILING

TOGGLE SWITCH WITH PILOT LIGHT:
OR DISCONNECT SWITCH (REF
COORDINATION SCHEDULE) BY DIV 26.
6" ABOVE ACCESSIBLE CEILING.

RIB COIL CONTROL NEARBY BAS
PANEL ALSO SERVING OTHER
EQUIPMENT. DIV 23 VERIFY LOCATION.

RIB FURNISHED BY
DIV 23, INSTALLED
AND WIRED BY DIV
26.

EQUIPMENT FURNISHED AND
INSTALLED BY DIV 23.  LINE
VOLTAGE CIRCUITRY BY DIV 26.

LINE VOLTAGE WIRING, BY DIV 26 IN
CONDUIT

LOW VOLTAGE WIRING, BY DIV 23
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NEC 702NEC 700

BY THE POWER COMPANY

3-POLE3-POLE

100AMP.,3-PH, 208VOLT 500AMP.,3-PH, 208VOLT

OWNER FURNISHED

150KW, 120/208VOLT, 3-PHASE, 4-WIRE

100Y

500Y

500Y

100Y

100Y

500Y

150Y

70Y

100Y 150Y 150Y 150Y

500Y

UTIL-0001

S

P

POWER COMPANY

EXISTING GENERATOR

E N

ATS-X

CBL-0023 METER

CBL-0039

CBL-0040

MDP-1

PD-0043

100 A

PD-0044

500 A

PD-0045

500 A

E N

ATS-E

CBL-0041 CBL-0042

BUS-0048

PD-0046

500 A

PD-0047

100 A

CBL-0043

CBL-0044 CBL-0045

P/BD D

CBL-0046

MDP-2

PD-0048

150 A

PD-0049

100 A

PD-0050

150 A

PD-0051

150 A

PD-0052

150 A

CBL-0047

P/BD A

CBL-0048

P/BD B

CBL-0049

P/BD C

CBL-0050

P/BD M1

CBL-0051

P/BD M2

PD-0053

100 A

PD-0054

500 A

PD-0055

70 A

CBL-0052

P/BD EM

FEEDER
ID

# OF
SETS

BUILDING WIRE
QUANTITY & SIZE TYPE

THHN - DRY
TYPE THWN - WET

MINIMUM
CONDUIT SIZE

`lmmbo=cbbabo=p`ebarib

30 1 3#10,#10 G 3/4"

35 1 3#8,#10 G 3/4"

40 1 3#8,#10 G 3/4"

45 1 3#6,#10 G 1"

50 1 3#6,#10 G 1"

60 1 3#4,#10 G 1"

70 1 3#4,#8 G 1 1/4"

80 1 3#3,#8 G

90 1 3#2,#8 G

100 1 3#1,#8 G

110 1 3#2,#6 G

125 1 3#1,#6 G

150 1 3#1/0,#6 G 2"

175 1 3#2/0,#6 G

200 1 3#3/0,#6 G

225 1 3#4/0,#4 G 2 1/2"

250 1 3-250kCM,#4 G

300 1 3-350kCM,#4 G

350 2 2"

400 1 4"

450 3#4/0,#2 G

500

600 3"

700

800

1000 3

1200 4

1600 4

2000 5

2500 6

1 1/4"

1 1/4"

1 1/4"

1 1/2"

1 1/2"

2"

2"

2 1/2"

2 1/2"

2 1/2"

2 1/2"

2

2

2

2

2

4"

4"

4"

3"

4"

4"

4"

3#2/0,#3 G

3-500kCM,#3 G

3-250kCM,#2 G

3-350kCM,#1 G

3-500kCM,#1/0 G

3-600kCM,#1/0 G

3-500kCM,#2/0 G

3-350kCM,#3/0 G

3-600kCM,#4/0 G

3-600kCM,#250 G

3-600kCM,#350 G

NOTES:
1. ELECTRICAL CONTRACTOR TO VERIFY CONDUIT SIZE REQUIRED IF WIRE TYPES OTHER THAN
THOSE LISTED ABOVE ARE USED.

2. FEEDER SIZES BASED ON TABLE 310.15(B)(16)

3. SIZES ADJUSTED PER NEC 110.14.

FEEDER
ID

# OF
SETS

BUILDING WIRE
QUANTITY & SIZE TYPE

THHN - DRY
TYPE THWN - WET

MINIMUM
CONDUIT SIZE

30Y 1 4#10,#10 G 3/4"

35Y 1 4#8,#10 G 3/4"

40Y 1 4#8,#10 G 3/4"

45Y 1 4#6,#10 G 1"

50Y 1 4#6,#10 G 1"

60Y 1 4#4,#10 G 1"

70Y 1 4#4,#8 G 1 1/4"

80Y 1 4#3,#8 G

90Y 1 4#2,#8 G

100Y 1 4#1,#8 G

110Y 1 4#2,#6 G

125Y 1 4#1,#6 G

150Y 1 4#1/0,#6 G 2"

175Y 1 4#2/0,#6 G

200Y 1 4#3/0,#6 G

225Y 1 4#4/0,#4 G 2 1/2"

250Y 1 4-250kCM,#4 G

300Y 1 4-350kCM,#4 G

350Y 2 2"

400Y 1 4"

450Y 4#4/0,#2 G

500Y

600Y 3"

700Y

800Y

1000Y 3

1200Y 4

1600Y 4

2000Y 5

2500Y 6

1 1/4"

1 1/4"

1 1/4"

1 1/2"

1 1/2"

2"

2"

2 1/2"

2 1/2"

2 1/2"

2 1/2"

2

2

2

2

2

4"

4"

4"

3"

4"

4"

4"

4#2/0,#3 G

4-500kCM,#3 G

4-250kCM,#2 G

4-350kCM,#1 G

4-500kCM,#1/0 G

4-600kCM,#1/0 G

4-500kCM,#2/0 G

4-350kCM,#3/0 G

4-600kCM,#4/0 G

4-600kCM,#250 G

4-600kCM,#3/0 G

TO PANELS, EQUIPMENT, ETC.

P/BD "MDP-1" MAIN
NEUTRAL BUS

METAL
UNDERGROUND
WATER MAIN

METAL WATER MAIN
MIN. 10 FT CONTACT
WITH EARTH.REMOVEABLE

ATTACHMENT POINT
MAX. 5' INSIDE OF BLDG.
AND ON EACH SIDE OF
MAIN WATER VALVE.

BONDING JUMPER
PER MANUFACTURER

P/BD "MDP-1" MAIN
GROUND BUS

(1)#1/O CU GRD
1" PVC CONDUIT

(1)#1/O, 1"C

1
0
'

M
IN

(1)#1/O, 1"C,
TYP.

(3) GROUNDING
RODS

TMGB

#1/O

PROVIDE (1)#1/O GROUNDING
CONDUCTOR BETWEEN EACH
TGB AND NEAREST STRUCTURAL
STEEL AND COPPER WATER
LINE, TYPICAL.

1"

5/8"

20"

1-1/8" TYP

FIBERGLASS
BUSHING

5/16" DIAM,
TYPICAL

1/4" THICK ELECTROTIN
PLATED COPPER BUSBAR

3-1/2"

4"

7/16" DIA
(3 PAIR)

CONTROL UNIT ANNUNCIATION NOTIFICATION / ACTION

HARRISONBURG FIRESTATION #1

FIRE ALARM

INPUT/OUTPUT MATRIX
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1 SMOKE DETECTOR X X X X X X X

2 SMOKE DETECTOR - ELEVATOR FUNCTION X X X X X X X X

3 HEAT DETECTOR - ELEVATOR FUNCTION X X X X X X X X

4 DUCT SMOKE DETECTOR X X X X X X X X

5 HEAT DETECTOR X X X X X X X

6 SPRINKLER VALVE TAMPER SWITCH X X X X X

7 WATERFLOW - SPRINKLER X X X X X X X X

7 MONITOR MODULE - ELEVATOR SHUNT POWER FAULT X X X X X

8 MONITOR MODULE - GENERATOR FAILURE X X X X X

9 MONITOR MODULE - GENERATOR RUN X X X X X

10 FIRE ALARM AC POWER FAILURE X X X X X

11 FIRE ALARM SYSTEM LOW BATTERY X X X X X

12 FIRE ALARM OPEN CIRCUIT X X X X X

13 FIRE ALARM GROUND FAULT X X X X X

14 FIRE ALARM NOTIFICATION APPLIANCE CIRCUIT SHORT X X X X X
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lkbJifkb=af^do^j

dolrkafkd=pvpqbj=af^do^j

qbib`ljjrkf`^qflkp=j^fk=dolrkafkd=_rp_^o=Eqjd_F=abq^fi

il^a=pebaafkd
WHEN A POWER FAILURE OCCURS,
THE TRANSFER SWITCH SHALL
SHUNT CIRCUITS MDP-14,16,18, M2-
37,39,41 AND M2-38,40,41.
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MISCELLANEOUS 5720 VA 100.00% 5720 VA

KITCHEN 0 VA 0.00% 0 VA

ELECTRIC HEAT 0 VA 0.00% 0 VA Total Est. Demand... 26 A

AC / HEAT PUMP 0 VA 0.00% 0 VA Total Conn. Current: 26 A

RECEPTACLES 2340 VA 100.00% 2340 VA Total Est. Demand: 9.3 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 9.3 kVA

INTERIOR LIGHTING 1254 VA 100.00% 1254 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

49 A 16 A 13 A

6 kVA 2 kVA 2 kVA

41 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 42

39 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 40

37 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 38

35 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 36

33 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 34

31 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 32

29 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 30

27 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 28

25 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 26

23 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 24

21 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 22

19 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 20

17 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 18

15 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 16

13 -- -- SPACE ONLY 0.0 4.8 EX HOSE DRYER 1 20 A 14

11 20 A 1 REC  BAY 111 0.9 0.0 SPACE ONLY -- -- 12

9 20 A 1 DOOR OPENER 0.5 0.9 REC  BAY 112 1 20 A 10

7 20 A 1 LTG SHOP 113 & 114 0.1 0.5 REC SHOP 113 1 20 A 8

5 20 A 1 LTG BAY 111 0.3 0.4 CONDENSATE PUMP CP-1 1 15 A 6

3 20 A 1 LTG BAY 111 0.2 0.3 LTG BAY 111 1 20 A 4

1 20 A 1 LTG BAY 112 0.2 0.2 LTG BAY 112 1 20 A 2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

150 A MLO 120/208 Wye 3 PH 4 W MOUNT: RECESSED PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE B LOCATION:
TRUCK
OFFICE 110

FED FROM: MDP2

MISCELLANEOUS 5992 VA 100.00% 5992 VA

KITCHEN 6300 VA 65.00% 4095 VA

ELECTRIC HEAT 1750 VA 100.00% 1750 VA Total Est. Demand... 66 A

AC / HEAT PUMP 0 VA 0.00% 0 VA Total Conn. Current: 77 A

RECEPTACLES 13800 VA 86.23% 11900 VA Total Est. Demand: 23.8 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 27.9 kVA

INTERIOR LIGHTING 25 VA 100.00% 25 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

SHT TRIP - DENOTES SHUNT TRIP CIRCUIT BREAKER

GFI - DENOTES GROUND FAULT CIRCUIT BREAKER

77 A 63 A 96 A

9 kVA 8 kVA 11 kVA

41 20 A 1 MICROWAVE KITCHEN 224 - GFI 1.5 0.5 REC ROOF 1 20 A 42

39 20 A 1 RECEPTACLES ROOM 224, 222 0.9 0.3 RANGE KITCHEN 224 - SHT TRIP 1 20 A 40

37 20 A 1 REC ROOM 222 & 225 1.6 0.4 RECEPTACLES KITCHEN / DININ... 1 20 A 38

35 20 A 1 REFRIGERATOR - GFI 1.2 1.2 FREEZER - GFI 1 20 A 36

33 20 A 1 REFRIGERATOR - GFI 1.2 1.2 REFRIGERATOR - GFI 1 20 A 34

31 2.5 0.7 RECEPTACLES ROOM 223, 222 1 20 A 32

29
30 A 2 DRYER

2.5 0.0 SPACE ONLY -- -- 30

27 20 A 1 REC RM 203-208 1.1 0.2 WASHER LAUNDRY 220 1 20 A 28

25 20 A 1 REC RM 201, 202, 218, & 219 0.7 1.4 REC RM 209, 210, 213, 214, & 221 1 20 A 26

23 20 A 1 REC ROOF 0.2 0.6 24

21 -- -- SPACE ONLY 0.0 0.6 22

19 -- -- SPACE ONLY 0.0 0.6

EWR-1 CLOSET 226 3 20 A

20

17 20 A 1 EWC CORRIDOR 221 0.2 0.5 RANGE HOOD 224 1 15 A 18

15 -- -- SPACE ONLY 0.0 1.3 REC RM 202-206 & 218, CORR 221 1 20 A 16

13 -- -- SPACE ONLY 0.0 0.4 REC RM 222, 224, & 225 1 20 A 14

11 15 A 1 DISHWASHER KITCHEN 224 - GFI 1.2 1.5 MICROWAVE KITCHEN 224 1 20 A 12

9 20 A 1 EX REC RM 209 0.2 0.5 EWC EXERCISE ROOM 223 - GFI 1 20 A 10

7 20 A 1 EX REC RM 211 & CORR 221 0.4 0.0 SPARE 1 20 A 8

5 20 A 1 KITCHEN RECEPTACLE4 0.2 0.0 LTG STORAGE 226 1 20 A 6

3 20 A 1 KITCHEN RECEPTACLE 0.2 0.0 SPACE ONLY -- -- 4

1 20 A 1 KITCHEN RECEPTACLE 0.2 0.2 KITCHEN RECEPTACLE 1 20 A 2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

225 A MLO 120/208 Wye 3 PH 4 W MOUNT: RECESSED PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE C LOCATION:
CORRIDOR
221

FED FROM: MDP2

MISCELLANEOUS 9600 VA 100.00% 9600 VA

KITCHEN 0 VA 0.00% 0 VA

ELECTRIC HEAT 0 VA 0.00% 0 VA Total Est. Demand... 51 A

AC / HEAT PUMP 0 VA 0.00% 0 VA Total Conn. Current: 51 A

RECEPTACLES 2000 VA 100.00% 2000 VA Total Est. Demand: 18.2 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 18.2 kVA

INTERIOR LIGHTING 433 VA 100.00% 433 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

55 A 42 A 58 A

6 kVA 5 kVA 7 kVA

41 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 42

39 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 40

37 -- -- SPACE ONLY 0.0 0.2 RECEPTACLES LULA ELEVATOR... 1 20 A 38

35 20 A 1 REC IT 118 0.4 0.1 BAY DOOR FLASHING LIGHTS 1 20 A 36

33 20 A 1 REC MACHINE RM 108 0.2 1.9 34

31 20 A 1 REC MECH ROOM 115 0.4 1.9 32

29 20 A 1 LIFT LIGHTING RM 108 0.5 1.9

LIFT CONTROLLER RM 108 3 20 A

30

27 20 A 1 BATTERY CHARGER  BAY 111 0.2 0.4 EX REC OFFICE 104 1 20 A 28

25 20 A 1 OVHD DOOR BAY 112 1.2 0.4 BATTERY CHARGER BAY 121 1 20 A 26

23 20 A 1 OVHD DOOR BAY 111 1.2 1.2 OVHD DOOR BAY 111 1 20 A 24

21 20 A 1 OVHD DOOR BAY 121 1.2 1.2 OVHD DOOR BAY 111 1 20 A 22

19 20 A 1 OVHD DOOR BAY 121 1.2 1.2 OVHD DOOR BAY 121 1 20 A 20

17 -- -- SPACE ONLY 0.0 1.2 OVHD DOOR BAY 121 1 20 A 18

15 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 16

13 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 14

11 20 A 1 LTG EXT COLUMNS 0.2 0.2 LTG EXT COLUMNS 1 20 A 12

9 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 10

7 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 8

5 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 6

3 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 4

1 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

150 A MLO 120/208 Wye 3 PH 4 W MOUNT: SURFACE PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE EM LOCATION:
MECHANICAL
ROOM 115

FED FROM: MDP2

MISCELLANEOUS 1000 VA 100.00% 1000 VA

KITCHEN 0 VA 0.00% 0 VA

ELECTRIC HEAT 14750 VA 100.00% 14750 VA Total Est. Demand... 67 A

AC / HEAT PUMP 0 VA 0.00% 0 VA Total Conn. Current: 67 A

RECEPTACLES 7920 VA 100.00% 7920 VA Total Est. Demand: 24.1 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 24.1 kVA

INTERIOR LIGHTING 450 VA 100.00% 450 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

GFI - DENOTES GROUND FAULT CIRCUIT BREAKER

63 A 60 A 79 A

8 kVA 7 kVA 9 kVA

41 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 42

39 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 40

37 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 38

35 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 36

33 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 34

31 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 32

29 20 A 1 EWC CORRIDOR 102 - GFI 0.5 0.0 SPACE ONLY -- -- 30

27 20 A 1 EXTERIOR BELL STAIR 123 0.5 0.0 SPACE ONLY -- -- 28

25 20 A 1 REC BAY 121 0.9 1.3 REC DAY ROOM 119 1 20 A 26

23 20 A 1 REC OFFICE 103 & 104 2.0 1.6 REC ROOM 102, 110, & 116 1 20 A 24

21 20 A 1 REC MECH ROOM 115 0.4 0.9 REC ROOM 101, 102, 106, 107, &... 1 20 A 22

19 1.0 0.0 SPACE ONLY -- -- 20

17 1.0 0.0 SPACE ONLY -- -- 18

15

20 A 3 EWR-4 STORAGE 120

1.0 0.0 SPACE ONLY -- -- 16

13 0.6 0.0 SPACE ONLY -- -- 14

11 0.6 0.0 SPACE ONLY -- -- 12

9

20 A 3 EWR-1 CLOSET 122

0.6 0.5 EX REC BAY 121 AND RM 119 1 20 A 10

7 -- -- SPACE ONLY 0.0 3.3 8

5 20 A 1 REC STORAGE CLOSET 120 0.4 3.3 6

3 -- -- SPACE ONLY 0.0 3.3

ECH-1 STAIR 123 3 35 A

4

1 20 A 1 LTG BAY 121 & STORAGE 0.1 0.4 LTG  BAY 121 1 20 A 2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

150 A MLO 120/208 Wye 3 PH 4 W MOUNT: RECESSED PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE A LOCATION:
CORRIDOR
102

FED FROM: MDP2

MISCELLANEOUS 4300 VA 100.00% 4300 VA

KITCHEN 0 VA 0.00% 0 VA

ELECTRIC HEAT 0 VA 0.00% 0 VA Total Est. Demand... 21 A

AC / HEAT PUMP 0 VA 0.00% 0 VA Total Conn. Current: 21 A

RECEPTACLES 0 VA 0.00% 0 VA Total Est. Demand: 7.6 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 7.6 kVA

INTERIOR LIGHTING 3305 VA 100.00% 3305 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

15 A 17 A 31 A

2 kVA 2 kVA 4 kVA

29 20 A 1 SPARE 0.0 0.0 SPACE ONLY -- -- 30

27 20 A 1 SPARE 0.0 0.0 SPACE ONLY -- -- 28

25 20 A 1 SPARE 0.0 0.0 SPACE ONLY -- -- 26

23 20 A 1 BLOCK HEATER 1.5 1.5 STRIP HEATER 1 20 A 24

21 20 A 1 ELEV. RESCUE ASSIST... 0.3 0.5 BATTERY CHARGER 1 20 A 22

19 20 A 1 LTG  BAY 121 0.2 0.5 FIRE ALARM PANEL 1 20 A 20

17 20 A 1 LTG BAY 111 0.3 0.1 LTG STAIR 117 1 20 A 18

15 20 A 1 LTG BAY 112 0.2 0.0 16

13 20 A 1 LTG STAIR 123 0.1 0.0 14

11 20 A 1 EXIT SIGNS 0.1 0.0

SPD 3 30 A

12

9 20 A 1 LTG ROOM 222, 224 0.3 0.6 LTG RM 201-214, 218-219, & 221 1 20 A 10

7 20 A 1 LTG TRAINING ROOM 225 0.3 0.3 LTG ROOM 220 & 223 1 20 A 8

5 20 A 1 LTG TOILET 116 0.0 0.2 LTG MECH ROOM 115 1 20 A 6

3 20 A 1 LTG ROOM 106, & 108 0.1 0.2 LTG ROOM 103, 104, & 110 1 20 A 4

1 20 A 1 LTG DAY ROOM 119 & IT 118 0.2 0.3 LTG ROOM 101, 102, & 107 1 20 A 2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

150 A MLO 120/208 Wye 3 PH 4 W MOUNT: SURFACE PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE D LOCATION:
MECHANICAL
ROOM 115

FED FROM: MDP1

MISCELLANEOUS 74189 VA 100.00% 74189 VA

KITCHEN 6300 VA 65.00% 4095 VA

ELECTRIC HEAT 47370 VA 100.00% 47370 VA Total Est. Demand... 490 A

AC / HEAT PUMP 5600 VA 100.00% 5600 VA Total Conn. Current: 522 A

RECEPTACLES 28400 VA 67.61% 19200 VA Total Est. Demand: 176.6 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 188.0 kVA

INTERIOR LIGHTING 5467 VA 100.00% 5467 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

S.E. RATED

523 A 465 A 535 A

62 kVA 56 kVA 63 kVA

23 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 24

21 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 22

19 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 20

17 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 18

15 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 16

13 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 14

11 0.0 0.0 SPACE ONLY -- -- 12

9 0.0 0.0 SPACE ONLY -- -- 10

7

60 A 3 SPD

0.0 0.0 SPACE ONLY -- -- 8

5 3.7 59.6 6

3 2.1 53.7 4

1

100 A 3 P/BD D

1.9 60.0

P/BD MDP2 3 500 A

2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

600 A MLO 120/208 Wye 3 PH 4 W MOUNT: SURFACE PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE MDP1 LOCATION:
MECHANICAL
ROOM 115

FED FROM:

MISCELLANEOUS 69889 VA 100.00% 69889 VA

KITCHEN 6300 VA 65.00% 4095 VA

ELECTRIC HEAT 47370 VA 100.00% 47370 VA Total Est. Demand... 469 A

AC / HEAT PUMP 5600 VA 100.00% 5600 VA Total Conn. Current: 501 A

RECEPTACLES 28400 VA 67.61% 19200 VA Total Est. Demand: 169.0 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 180.4 kVA

INTERIOR LIGHTING 2162 VA 100.00% 2162 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

SHT TRIP - DENOTES SHUNT TRIP CIRCUIT BREAKER

519 A 456 A 513 A

61 kVA 55 kVA 61 kVA

41 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 42

39 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 40

37 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 38

35 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 36

33 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 34

31 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 32

29 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 30

27 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 28

25 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 26

23 0.0 6.8 24

21 0.0 5.0 22

19

60 A 3 SPD

0.0 6.4

P/BD EM 3 70 A

20

17 13.8 5.7 18

15 14.4 5.7 16

13

150 A 3 P/BD M2

15.1 5.7

AIR COMPRESSOR  SHT TRIP 3 60 A

14

11 11.2 12.8 12

9 7.5 13.4 10

7

150 A 3 P/BD C

8.9 12.3

P/BD M1 3 150 A

8

5 8.9 1.6 6

3 6.9 1.9 4

1

150 A 3 P/BD A

7.2 5.8

P/BD B 3 100 A

2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

500 A MCB 120/208 Wye 3 PH 4 W MOUNT: SURFACE PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE MDP2 LOCATION:
MECHANICAL
ROOM 115

FED FROM: MDP1

MISCELLANEOUS 7733 VA 100.00% 7733 VA

KITCHEN 0 VA 0.00% 0 VA

ELECTRIC HEAT 30870 VA 100.00% 30870 VA Total Est. Demand... 112 A

AC / HEAT PUMP 600 VA 100.00% 600 VA Total Conn. Current: 112 A

RECEPTACLES 0 VA 0.00% 0 VA Total Est. Demand: 40.2 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 40.2 kVA

INTERIOR LIGHTING 0 VA 0.00% 0 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

106 A 118 A 112 A

13 kVA 14 kVA 13 kVA

41 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 42

39 -- -- SPACE ONLY 0.0 0.5 40

37 0.5 0.5 38

35 0.5 0.5

FAN F-01 3 15 A

36

33

15 A 3 FAN F-04

0.5 0.3 34

31 0.5 0.3 32

29 0.5 0.3

EX FAN SHOP 113 3 20 A

30

27

15 A 3 FAN F-03

0.5 0.2 GRH-05 1 20 A 28

25 2.5 0.2 GRH-03 1 20 A 26

23 2.5 0.2 GRH-01 1 20 A 24

21

20 A 3 EX EHH-4 SHOP 113

2.5 0.3 22

19 20 A 1 GRH-04 0.2 0.3
EX WF-3 2 20 A

20

17 20 A 1 GRH-02 0.2 2.0 18

15 15 A 1 F-06 0.7 2.0
EUH-01 2 25 A

16

13 20 A 1 GUH-01, GUH-02, & GUH-03 1.0 0.2 14

11 0.6 0.2
SSI-13 2 15 A

12

9 0.6 0.2 10

7

20 A 3 EX GUH

0.6 0.2
SSI-12 2 15 A

8

5 3.3 2.5 6

3 3.3 2.5 4

1

35 A 3 EX ECH-1 STAIR 117

3.3 2.5

EX EHH-4 MECH ROOM 115 3 20 A

2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

150 A MLO 120/208 Wye 3 PH 4 W MOUNT: SURFACE PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE M1 LOCATION:
MECHANICAL
ROOM 115

FED FROM: MDP2

MISCELLANEOUS 22844 VA 100.00% 22844 VA

KITCHEN 0 VA 0.00% 0 VA

ELECTRIC HEAT 0 VA 0.00% 0 VA Total Est. Demand... 121 A

AC / HEAT PUMP 5000 VA 100.00% 5000 VA Total Conn. Current: 121 A

RECEPTACLES 2340 VA 100.00% 2340 VA Total Est. Demand: 43.7 kVA

EXTERIOR LIGHTING 0 VA 0.00% 0 VA Total Conn. Load: 43.7 kVA

INTERIOR LIGHTING 0 VA 0.00% 0 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

SHT TRIP - SHUNT TRIP CIRCUIT BREAKER

128 A 122 A 116 A

15 kVA 15 kVA 14 kVA

59 -- -- SPACE ONLY 0.0 0.0 SPACE ONLY -- -- 60

57 20 A 1 GAS SOLENOID VALVE 0.5 0.0 SPACE ONLY -- -- 58

55 20 A 1 DISPOSAL 1.0 0.0 SPACE ONLY -- -- 56

53 20 A 1 REC EXERCISE ROOM 223 0.2 0.2 REC EXERCISE ROOM 223 1 20 A 54

51 20 A 1 REC EXERCISE ROOM 223 0.2 0.2 REC EXERCISE ROOM 223 1 20 A 52

49 20 A 1 REC EXERCISE ROOM 223 0.2 0.2 REC EXERCISE ROOM 223 1 20 A 50

47 20 A 1 REC EXERCISE ROOM 223 0.2 0.2 REC EXERCISE ROOM 223 1 20 A 48

45 20 A 1 REC EXERCISE ROOM 223 0.2 0.2 EX REC RM 223, 225, & 226 1 20 A 46

43 20 A 1 REC TRAINING ROOM 225 0.4 0.2 REC EXERCISE ROOM 223 1 20 A 44

41 2.4 1.7 42

39 2.4 1.7 40

37

50 A 3 ACC-02  SHT TRIP

2.4 1.7

ACC-01 SHT TRIP 3 35 A

38

35 1.4 0.5 36

33
20 A 2 DSS-1B

1.4 0.5 34

31 6.2 0.5

FAN F-02 3 15 A

32

29 6.2 0.4 30

27

70 A 3 OAU-01

6.2 0.4 28

25 20 A 1 FAN F-01 1.2 0.4

MAU-01 3 15 A

26

23 0.1 0.1 24

21
15 A 2 SSI-02

0.1 0.1
SSI-01 2 15 A

22

19 0.1 0.1 20

17
15 A 2 SSI-04

0.1 0.1
SSI-03 2 15 A

18

15 0.1 0.1 16

13
15 A 2 SSI-06

0.1 0.1
SSI-05 2 15 A

14

11 0.1 0.1 12

9
15 A 2 BS-01

0.1 0.1
SSI-07 2 15 A

10

7 0.3 0.1 8

5
15 A 2 SSI-11

0.3 0.1
BS-02 2 15 A

6

3 0.3 0.3 4

1
15 A 2 SSI-09

0.3 0.3
SSI-09 2 15 A

2

CKT BRKR POLE LOAD A B C LOAD POLE BRKR CKT

150 A MLO 120/208 Wye 3 PH 4 W MOUNT: RECESSED PANEL ASSEMBLY RATED (KAIC): 22 KAIC

PANELBOARD SCHEDULE M2 LOCATION:
LAUNDRY/
JANITOR...

FED FROM: MDP2

bufpqfkd

bufpqfkd

bufpqfkd

bufpqfkd

REVISIONS

DATE DESCRIPTION




